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ABSTRACT 
The thesis describes a combined experimental and numerical investigation 
of the three-dimensional flow processes in ventilated chambers. Four 
different geometrical configurations of square cross-section jets 
discharging into arectangular chamber were studied. The configurations 
were selected to simulate four characteristic flow patterns encountered in 
the ventilation of rooms; these correspond to rooms with high wall, low 
wall, ceiling and floor ventilation inlets. 
For the experimental part of the study laser-sheet flow visualization 
observations and laser-Doppler anemometry measurements were made to 
describe the flow characteristic qualitatively and quantitatively, 
respectively. Detailed measurements of the three mean velocity 
components and of the corresponding turbulence levels were made. A 
range of flow Reynolds numbers were investigated to determine the effect 
of the flow rate and flow regime on the ventilation patterns. 
For the numerical part of the work a Computational Fluids Dynamics 
method was used to predict the mean flow and turbulence fields. The time- 
average equations for the conservation of mass, momentum and enthalpy 
were solved in finite-volume form. For the turbulent flow calculations, 
both the standard and low Reynolds number version of the x-c turbulent 
model were employed. The numerical predictions were assessed by 
comparison with the measurements. The calculations were in good 
qualitative and quantitative agreement with the experimental data and 
showed that most of the features of the flow were accurately predicted. 
11 
The effects of inlet configuration, flow rate and flow regime on the mean 
flow and turbulence characteristics were analysed in detail, In particular, 
the effects of the inlet jet throw, spread and drop on the ventilation patterns 
were quantified. 
After the predictions had been assessed through comparison with LDA 
data, the CFD models were used to predict the effect of non-isothermal 
flows and contaminants dispersion in as well as the effect of inlet jet angle 
on large scale chambers. The implications of the results for the ventilation 
of buildings are assessed and recommendations for the improvement of 
related CFD predictions of the flow are made. 
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One of the main objectives of building design is to provide the occupants 
with the appropriate thermal comfort conditions, under which they may 
carry on their indoor activities. The thermal comfort conditions of the 
occupants inside a building are influenced directly by the air speed, 
humidity, and temperature gradients produced by the convective processes 
within the building. Therefore, the prediction of the air flow patterns and 
the temperature distribution within the building is very important if 
appropriate comfort conditions are to be allowed for during the design 
stage. A detailed study of the convection phenomena in building 
ventilation is therefore required, in order to aid understanding of the effect 
and interaction of design variables such as ventilation inlet and outlet 
location, magnitude and direction of ventilating flow supply, etc. on the 
flow patterns (velocity distribution), turbulence levels, heat transfer, and 
temperature fields (temperature distribution). 
The need to calculate the velocity and temperature fields accurately as well 
as the understanding of the influence of different boundary conditions on 
these fields is very important. Only with this knowledge, can one optimise 
the air conditioning equipment, the location of heating elements and/or 
ventilation openings, etc. In so doing one can achieve appropriate comfort 
conditions during the design stage. Although the primary objective in such 
work is the provision of appropriate thermal comfort conditions within a 
building, another important consideration is the minimisation of the energy 
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expended to heat or cool the building. For this reason appropriate 
strategies for saving energy must be established. Energy saving in building 
design is directly related to the reduction of the amount of air supply 
required to heat or cool a room. 
1.2 Air flow characteristics in a ventilated room 
A reduction of the supplied air may however have undesirable effects such 
as an increase of the concentration of indoor pollutants. In addition, larger 
temperature gradients may be generated, resulting in a non-uniform 
temperature distribution throughout the occupied zone. This may result in 
a considerable stratification inside a room, with higher temperatures near 
the ceiling (see, for example, Proceedings of IMechE, Seminar 
"Computational Fluid Dynamics-tool or toy? ", (1991)). The main factors 
affecting the thermal comfort conditions are the air supply velocity and the 
positions of the air inlets and outlets, which determine the overall flow 
pattern in the room. The temperature gradients produced by heat sources 
such as the occupants, machinery, windows, etc., are also of great 
importance. Therefore, it is very significant to predict the different flow 
patterns and temperature distribution accurately, in order to evaluate and 
optimise design decisions. It is also desirable to be able to predict the 
effects of air inlet and outlet locations and inlet flow rate on the overall 
flow pattern. Different types of jet will produce different ventilation 
patterns, which in turn will affect on the heat transfer coefficients of the 
various surfaces inside a room. 
The investigation of the air flow behaviour within an occupied space can 
be achieved by means of three approaches: analytical, numerical (by 
solving the governing flow equations) and experimental. Due to the 
complexity of the governing equations, analytical solutions are often not 
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possible. The conservation equations can be solved only for some very 
simple geometries. For buildings, analytical solutions are only known for 
some elements of the building structure under special boundary conditions, 
such as vertical walls, heat transfer through walls, etc. The understanding 
of convection flows has therefore been restricted. 
Notwithstanding the complexity of the governing- equations used in 
calculations of convective problems, the understanding of -convective 
flows has improved in the last ten years through the use of numerical 
solutions of the conservation equations, which has been achieved with 
CFD models. CFD codes can be used by the designer as a prediction tool 
when accurate estimates are required for the assessment of thermal comfort 
and air movement and for the calculation of convection heat transfer 
coefficients. A well-designed air distribution system can reduce the 
ventilation rate necessary for removing air contaminants and moisture, and 
in this way reduce building energy consumption (Zhang (1991)). In 
comparison, the accuracy of zero or one-dimensional thermal models 
commonly used to simulate the dynamic energy performance of a building 
is very poor. These models provide only space-averaged values for the air 
velocities and temperatures required for the assessment of the safety and 
comfort conditions of the ventilated environment (Bradshaw et al (1990)). 
The experimental approaches make use of either small scale models or full 
scale prototypes. Small scale models make it possible to extrapolate 
experimental results to different geometrical configurations without the 
necessity and expenditure of building full scale prototypes. Although small 
scale models are far cheaper to build, scaling problems are encountered 
when the temperature measurements are extrapolated to the full scale 
room. Small scale experiments are thus normally restricted to isothermal 
problems. Small scale models may only be used where there is a 
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knowledge of proper scaling methods, so that the data can be extrapolated 
to full scale rooms. 
With the experimental approach other problems may be encountered. 
These are related to the small magnitude of the velocities and temperatures 
measured inside occupied buildings. Velocity and temperature data are 
normally obtained with intrusive techniques, using a probe immersed into 
the air flow (hot-wire anemometers and/or thermocouples), or by means of 
a non-intrusive techniques such as laser-Doppler anemometry (LDA). 
Accurate non-intrusive techniques for temperature measurements however 
are not as developed as LDA. A non-intrusive technique presents 
advantages because the air flow will not be disturbed. Moreover with 
LDA, the range of velocities that can be measured is greater then that with 
hot-wire anemometry (Cheesewright and King (1985)). 
1.3 Literature review 
Throughout the last 25 years a large number of studies relevant to the 
convective heat transfer processes inside buildings have been reported. 
Buildings and small scale models of various shapes and sizes have been 
investigated and the results of these studies are compared, where 
appropriate, with those obtained for the chambers under study in Chapters 
IV to VII in this thesis. 
The studies reviewed below are either experimental or numerical, or a 
combination of both. In the remainder of this section, a brief introduction 
of the ventilation studies in buildings reported in the last 25 years is 
followed by a detailed review of important aspects of studies particularly 
related to the research work performed for this thesis, which includes three 
dimensional wall jets, similarity studies, and contaminant dispersion. 
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One of the first investigations of the air flow and heat transfer in ventilated 
buildings was that of Nielsen (1974). He applied a numerical method for 
the solution of the air flow in a two-dimensional auditorium, with a 
rectangular cross section. He based his studies on a previous work by 
Gosman (1969), where the flow equations were solved in terms of the 
stream function and the 'vorticity. The velocity profiles calculated 
numerically were compared with the experimental data, and reasonable 
agreement was reported. Although in this study Nielsen did not consider 
the buoyancy term, this term was included in later work (Nielsen, 1978). 
Nielsen's calculations and experiments made use of two non-dimensional 
numbers; the Reynolds number (Re = 3600) and the Archimedes number 
(Ar = 4x10-5-6x10-'). Other similar numerical studies were carried out by 
Hertager and Magnussen (1977), Timmons et al (1980) and Etheridge and 
Nolan (1979). They found that -the near-wall zone that includes the 
boundary layer, was not adequately modelled. This was attributed partly to 
the size of the mesh used in that zone and partly to limitations of the 
models. 
Full-scale chambers (see for example, Chen et al (1991), Bauman et al 
(1983), Gadgil (1980)) have been used for experimental studies under 
well-controlled conditions. Some full scale room studies have been 
concern with the measurement of air flow velocities (Melikov et al (1989) 
and Sandberg (1989)). Measurements obtained from these studies have 
shown good agreement with numerical predictions, although the latter 
were performed only for the occupied part of the room. Large factory 
buildings have been modelled by Jones and O'Sullivan (1985): the aim of 
this work was to model flows in buildings heated by warm air systems. In 
addition, radiant heating systems were considered. Non-regular geometries 
were modelled using body-fitted coordinates and the results were 
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compared with in-situ measurements. Chen et at (1991) and Timmons et at 
(1980) found that when mechanical air conditioning systems are used the 
flow patterns depend strongly on the size, shape and location of the air 
inlets and outlets. Bauman et at (1983) studied the transition from laminar 
to turbulent flow, while Gadgil (1980) observed that laminar flow was 
maintained for Rayleigh numbers up to 6.75x105. 
Studies of building ventilation have included those related with the subject 
of ventilation when a fire is present, and some early work was reported by 
Markatos and Pericleous (1984), who used a finite volume method in two- 
dimensions and solved the equations of conservation of mass, momentum 
and energy, as well as the two equations for turbulence energy and its 
dissipation rate, using the x-s turbulence model. The flow configuration 
studied was that of natural convection in a square cavity. The cavity had 
two differentially heated walls, and two adiabatic horizontal surfaces 
corresponding to the floor and ceiling. The results showed good agreement 
with experimental data for laminar as well as turbulent convection. 
Markatos et al (1982) solved the two-dimensional steady state flow 
equations for the prediction of the spread of fire in a room. A three- 
dimensional version of the model was developed by Markatos et al (1984), 
who also included extra terms to the K and c equations to predict a highly 
buoyant flow. Steady state and transient flows were studied and the 
compressibility of the fluid was also modelled. The aim of the study was to 
model the fire development within a shopping mall and to predict smoke 
concentration levels. Only partial validation of the predictions was carried 
out mainly due to the lack of experimental data. 
A number of other studies have predicted air velocity distributions using 
the x-c turbulence model (Nielsen et al (1978,1979), Gosman et al (1980), 
Murakami et al (1987), Choi (1987), Chen and van der Kooi (1987)). The 
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numerical models were tested on small-scale rooms, where the flows were 
highly turbulent except for the boundary layer region. However, there are 
zones inside the room were low turbulence levels are expected (close to 
lateral walls, floor and ceiling). For such low turbulence regions the 
standard x-E turbulence model is not considered to achieve good results 
(Chen (1991), Zhang (1991)). A variation called the low-Re K-6 model has 
been used as an alternative by Chen et al (1990). 
More recently, (Hoffman and Galea (1993 a, b) extended CFD modelling, 
using the Eulerian-Eulerian approach, to the modelling of fire events in 
which two phases are involved. The aim of this work was to predict fire- 
sprinkler interaction. The results obtained have been compared with 
experimental data and shown qualitatively good agreement. The study 
showed the necessity of employing parallel computers to reduce the CPU 
time used for the simulation, and the urgent need for more detailed 
experimental data in this field. 
The International Energy Agency created the Annex 20 program that 
includes the experimental and numerical results obtained from a full scale 
test case by various researchers using different numerical codes. The codes 
were all used to calculate the flow in the same experimental test rig. 
Although general qualitative agreement between the different sets of 
predictions and measurements was reported (Whittle and Clancy (1991)), 
experimental data obtained by different researchers varied by 40-65% and 
numerical predictions by 45-95%. The differences for the experimental 
results were attributed to differences between test rigs (such as thermal 
symmetry, supply air temperature, steady flow and diffuser velocity 
profiles). On the other hand the numerical variations were attributed to the 
specification of initial conditions (such as velocity profiles, kinetic energy 
of turbulence and its dissipation rate), the turbulence model, and numerical 
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diffusion. McGuirk and Whittle (1991) suggested the use of a numerical 
bench-mark test case, to be used for the assessment of different CFD codes 
under specified boundary conditions for building design calculations. 
In 1991 another Annex 20 team adopted Nielsen's original auditorium 
geometry as a benchmark test case for different numerical models (Nielsen 
(1990)). The results showed agreement with experimental data for the jet 
(close to the ceiling surface) and the recirculation (occupied zone) regions, 
but they failed to predict small recirculations in the zone close to the top of 
the end wall which was observed with flow visualisation and measured 
with LDA by Restivo (1979). They also reported differences in the 
numerical results when the buoyancy term in the energy equation was 
included (Heikkinen (1991), Chen (1991), Said (1991) and Vogl and Renz 
(1991)). 
The main element in any ventilation pattern is the turbulent wall jet formed 
immediately downstream of the inlet, and for this reason studies concerned 
with such jets are reviewed below. A turbulent wall jet is formed when an 
air stream is discharged into confined space, through an inlet parallel to a 
confining wall. The cross-sectional area of the jet increases in proportion 
to the distance from the inlet. Turbulent wall jets have been extensively 
studied in two (Schwarz and Cosart (1961)), and three-dimensional 
(McGuirk and Rodi (1977)) forms. Analytical (Hammond (1982)), 
numerical (Restivo (1979)), and experimental (Polushkin (1977), Restivo 
(1979), Andrade and Restivo (1982)) studies have been reported. Some 
relevant observations can be found in the ASHRAE Handbook (1981), 
Jackmans (1973) and Chen and Rodi (1980). 
The characteristics of turbulent wall jets have been reported in various 
studies (Nielsen (1974), Restivo (1979), Murakami and Kato (1989), 
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Zhang (1991)). However there is still a lack of data and understanding of 
how the geometrical dimensions of the confined space and the Reynolds 
number will affect the wall jet. Poz (1994) studied the planar turbulent jet 
in small scale enclosures of various sizes. The average velocity, turbulent 
velocity pulsations, turbulent kinetic energy and Reynolds stresses of the 
planar turbulent jet and the reversed flow pattern formed by the jet were 
measured. Poz found that the height of the models affected directly the 
values of the turbulent parameters. His work has helped to obtain a more 
precise assessment of numerical methods used for the modelling of room 
air distribution systems. He also found out that over the return section the 
flow covering the occupied zone was anisotropic, i. e.: 
W'# u'# V' 
where u', v', w', are the turbulence levels in the three coordinate 
directions. 
A three-dimensional wall jet is formed when the air flow is produced by a 
rectangular opening of aspect ratio b/h < 40. The jet presents three main 
regions: 
1. - A first zone from the inlet opening to the location where the boundary 
layer meets the two shear layers from the upper free boundary. This zone is 
known as the core zone. 
2. - A second zone, which starts where the core zone ends and extends to 
the point where the two shear layers from the two free sides meet. This 
zone is called the characteristic decay region. 
3. - The radial type decay region which extends to the point where the 
maximum velocity, Umax, decays approximately as (x/h)'1 where x is the 
distance from the inlet and h the inlet height. 
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When b/h > 40 the wall jet is known as a slander jet. Three-dimensional 
jets have been studied experimentally for aspect ratios, of 10 (Viets and 
Sforza (1966)), 20, and 40 (Sforza and Herbst (1967)): For aspect ratios of 
20 and 40, the exponent of the velocity decay is similar to that of a plane 
wall jet (-0.5). When the aspect ratio is equal to 10, the exponent is found 
to be -0.16. The results of these studies showed that for these two types of 
jet (three-dimensional and plane wall jet) the velocity distributions are 
similar in the characteristic and radial type decay regions. The only 
similarity found with the slander jet was the shape of the velocity 
distribution for the characteristic decay region in the three-dimensional 
wall jet. The following expression is used to represent the jet decay of a 






where Um, U0, x, and Ae are the maximum velocity, initial velocity, length, 
and inlet cross section area respectively. The potential core length, Lc can 
be described by: 
Lc = 8.2354-A. 
When an air stream enters a chamber, different air zones can be 
distinguished inside the room (Chen et al (1969)). The first zone is close to 
the air inlet and its extends to the location where the air velocity has 
reached a certain threshold value (approximately 1.8 m/s). The flow in the 
second zone is still under the influence of the incoming air but the air 
velocity in this zone is below 0.8 m/s. Zones where the air remains nearly 
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stagnant represent a third zone (with air velocities below 0.08 m/s). A 
general air motion zone is created by the recycling air stream entraining 
into the incoming air jet (the first and second zones). 
Two other aspects of jet flow, are also of importance: the entrainment of 
surrounding air and the spread angle of the jet. The first is important to the 
overall motion of the flow and it affects the incoming air flow before it 
reaches the occupied zone (ASHRAE Handbook (1981)). The second is a 
measure of how much the jet has spread in the occupied space. Spread 
angles are usually found to be between 20 and 24 degrees. For a wall jet 
the angle of spread is around half of that found on a free jet (Hellickson et 
al (1973)). 
The stability of the jet flow inside a ventilated chamber is also important 
and has been studied for isothermal and non-isothermal three-dimensional 
wall jets. Two non-dimensional numbers have been used to study these 
types of jet and how they influence the overall flow pattern in a ventilated 
chamber. The first is the Reynolds number (Re), which represents the ratio 
of inertia forces to viscous forces. Timmons (1984a, 1984b) and Restivo 
(1979) found that the flow pattern inside a ventilated chamber will become 
stable when Re is greater than a threshold value (= 5000). The second is 
the Archimedes number (Ar), which has been used (Baturin (1972), Moog 
(1981), Christianson et al (1988)) to determine the stability of non- 
isothermal flows. Ar represents the ratio of buoyancy forces to inertia 
forces. Both Ar and Re are used in similarity studies, as discussed below. 
Based on dynamic similarity considerations, results obtained from small- 
scale models can be extrapolated to full-scale chambers. Small-scale 
models are less expensive and more convenient experimentally than full- 
scale experiments. The use of small scale models allows the researcher to 
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increase the number and type of experimental tests to be carried out in a 
particular room. However there are limitations which depend on the 
scaling method used to extrapolate the results, qualitatively as well as 
quantitatively, to full-scale rooms. Due to the complexity of the air flow 
inside a room, partial similarity is frequently used, with which some 
parameters are altered while the most important ones remain unaltered. 
The majority of the small scale studies have utilised water as the working 
fluid (Moog (1981), Anderson and Mehos (1988), Whittle and Clancy 
(1991)). The calculations underpredicted the air velocity by 30%, and 
overpredicted the room turbulence velocity scale (defined as the standard 
deviation of the velocity fluctuations) by 120%. Air has also been used as 
the working fluid in small-scale studies, but limitations exist due to the 
difficulty encountered in the scaling of the temperature fields. Many 
studies have been limited to isothermal flow (Restivo (1979)) and models 
of scale 1: 9 (Murakami and Kato (1989)). A novel scaling technique using 
a refrigerant as the working fluid has been developed in MIT by 
Glicksman et al (1996) with promising results. Linden et al (1990) and 
Copper (1995) have been studying the fluid mechanics of natural 
ventilation using water with salt solutions of different densities as the 
working fluid, utilising refractive index changes and associating them with 
temperature fields to visualise natural convection currents. Linden et al's 
(1990) experimental results have been compared with those obtained in 
full scale buildings and the agreement has been very good. 
As mentioned earlier, the studies of Timmons et al (1980), (1984a), 
Nielsen (1978), and Restivo (1979) to mention but a few, have shown that 
the type of flow found inside a ventilated chamber is influenced by the size 
and position of the air inlets. They also found that when the inlet velocity 
and inlet height were greater than a certain threshold value, a rotary type of 
12 
flow (mixed ventilation) is generated inside the chamber. The maximum 
eddy size of this rotary flow will depend on the position of the inlet and 
the room dimensions (Timmons (1984a), Deurloo et al (1988)). 'When the 
jet travels close to the ceiling wall it remains attached to the ceiling until it 
reaches the opposite wall, a phenomenon known as the Coanda effect 
(Restivo (1979), Timmons et al (1980)). In addition the jet stream moving 
along the floor has a component that moves upward, towards the incoming 
air stream near the ceiling (Ogilvie et al (1988), Restivo (1979), Timmons 
(1980)). The velocities in the recirculation zone depended to a great extend 
on the momentum of the inlet velocity. 
One of the practical problems encountered in experimental studies of 
ventilated chambers is the provision of suitable flow tracers for 
visualisation experiments and for this reason a short review of the different 
techniques used to visualise the flows is given below. Flow visualisation 
has been is used to obtain qualitative information of the flow patterns in 
ventilated chambers. Flow visualisation methods can be used to 
characterise the global flow field, in contrast to single-point methods of 
measurement (LDA, hot wire anemometry, etc. ). Several methods have 
been used for flow visualisation (Freymuth (1993)) and some of them have 
been extended to obtain quantitative information on the air flow. Flow 
visualisation techniques take, advantage of the light scattered by small 
particles introduced into the air flow, and/or changes in the index of 
refraction in fluids with different densities. The particles used as flow 
followers are required to have small inertia and follow the flow faithfully. 
The methods of introducing particles in an air flow for flow visualisation 
tests include the suspension of small vaporised oil particles (Restivo 
(1979), atomised water droplets (Kennedy (1987), small particles of fine 
magnesium carbonate powder (Murakami et al (1985)) and heated 
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metaldehyde (Nielsen (1974)). For water flows, ink, or fluids of different 
densities (Linden et al (1990)) can be used as tracers. Under turbulent flow 
conditions however, rapid dispersion of the introduced particles occurs 
however and the range of the flow visualisation tests of e. g. Nielsen and 
Restivo was limited to about Re = 500 due to strong mixing. One of the 
most attractive tracers is the water fog used by Kennedy (1987) to 
visualise air flows in laboratory experiments, as the particles produced are 
non-toxic and non-irritant, in contrast to the substances used by Nielsen 
(1974), Restivo (1979), and Murakami and Kato (1989). Neutrally buoyant 
balloons have also been used, with a video recording and computer-based 
image analysis (Alexander (1994)). Flow visualisation tests have been also 
reported by Freymuth (1993), Merzkirch (1989), Yang (1989) and Awbi 
(1991). 
1.4 Contaminant dispersion 
Determination of contaminant dispersal in occupied spaces is very 
important, as the contaminant could disperse very quickly in a room, 
particularly if the room has mixed ventilation. In a mixed ventilation 
system a jet is used to supply the air flow to a room, and a large rate of 
entrainment and circulatory motion can be found. The contaminants in an 
occupied room need to be removed and the concentration level has to be 
reduced to a threshold limit value specified by the standards and 
regulations of different countries. The levels of concentration can either be 
measured of predicted. For the former different experimental techniques 
have been used in large scale rooms (Nielsen (1981), Murakami et al 
(1983), Davison and Olson (1987)), and small-scale rooms (Kurabuchi and 
Kusuda (1987), Yamanaka and Narasaki (1992)). These studies have been 
limited by lack of appropriate scaling rules for the contaminant equations. 
Some studies have been concern with novel ventilation systems ("Spiral 
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Vortex", Nagasawa et al (1990), mixed ventilation (Nielsen (1981), Roulet 
and Cretton (1992)), and displacement ventilation (Nickel (1990), Roulet 
and Cretton (1992)). The perceived air quality has been assessed by human 
subjects and compared with numerical simulations (Bluyssen and Lemaire 
(1992)). The results indicated that the perceived air quality can be affected 
by temperature variations, the occupants' positions and adsorption effects. 
Some other studies have been concerned with the ability of the building 
layout to withstand sudden outdoor air contamination (Siren (1993)). 
These studies used models to calculate the infiltration air flows, the 
contaminant' transport inside the room and the temperature decay of the 
building., 
An important distinction should be made at this stage by differentiating air 
change efficiency and ventilation efficiency. The former is a. measure of 
how effectively the air present in a room is replaced by fresh air supplied 
by the air conditioning system. The latter is a measure of how quickly a 
contaminant is removed from an occupied room (Sutcliffe (1990), 
Sandberg and Sjoberg (1983), Skaret and Mathisen (1983)). The term 
ventilation effectiveness (Pozin (1993)) is frequently used instead of 
ventilation efficiency. Experimentally the measurement of local mean age 
of air at various locations is used to verify the efficiency of the ventilation 
system (Roulet and Cretton (1992)). 
Numerical predictions are performed by adding a transport equation for 
concentration to the set of equations that represent the problem under 
study. The equation can then be solved in time-averaged or time-dependent 
forms after a converged solution has been achieved for the other transport 
equations (i. e. of mass, momentum, energy): Some studies have included 
the buoyancy term (Murakami et al (1983), Nickel (1990), Nielsen 
(1990)), while other studies have dealt with isothermical flows (Nielsen 
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(1981), Kurabuchi and Kusuda (1987)). There have been studies of two 
(Nielsen (1981,1990), Davison and Olson (1987)), and of . 
three 
dimensional flows (Murakami et al (1983), Kurabuchi and Kusuda (1987), 
David and Olson (1987), Nickel (1990), Subrata et al (1993)). Some of 
these studies have concentrated their efforts on the contaminant 
distribution and how it is affected by different inlet sizes and their location 
(Nielsen (1981), Nickel (1990)), and/or the effect of the contaminant 
source location on the contaminant dispersal (Nielsen (1981), Subrata et al 
(1993)). A smaller inlet was found to increase the ventilation efficiency 
(Nielsen (1981), Murakami et al (1983)), and the location of the inlet was 
found to modify the flow pattern inside the room, affecting the ventilation 
efficiency (Nielsen (1981)). Draughts are found to be the main outcome of 
an increased air flow supply rate to the room (Nielsen (1981)), and these 
draughts are expected to result in a reduction of thermal comfort. 
Ventilation efficiency was found to be strongly dependent on room air 
movement and contaminant source location. Nielsen (1991) reported high 
contaminant concentrations in relatively stagnant zones within the 
occupied room. The location of the return opening is far more important 
for contaminant dispersion than for the air velocity distribution in the 
room. Nielsen (1991) has suggested locating contaminants in high velocity 
zones. 
It has been found that low turbulence levels will result from low air flow 
rates. This has been observed (Nielsen (1991), Skovgaard (1991)) in a 
room ventilated by a side wall inlet. These low turbulence levels influence 
the ventilation effectiveness, and clearly turbulence models that can handle 
the problem adequately must be identified. So far the predicted 
contaminant concentration, tends to be greater than the contaminant 
quantities measured (Murakami et al (1983), Nielsen (1990)). 
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Detailed reviews of the relevant literature are given in Awbi (1991). An 
overview of the application of CFD to building air flows is provided in 
Whittle (1986). 
1.5 Summary of literature review 
The numerical studies reported have been concerned with both two- and 
three-dimensional laminar and turbulent flows. The is-c model has been 
used most extensively in the prediction of three-dimensional turbulent 
flows (Chen (1992)), but concern remains about the use of this or others 
turbulence models in the predictions of turbulent flows (Bradshaw et al 
(1990)). The reported results did not predicted accurately the flow in the 
zone close to the wall (boundary layer). This is thought to be principally 
due to the size of the mesh used. Some methods have been proposed and 
tested to solve this problem (Chen et. al (1991), Said (1993)). Although 
CFD codes have proved to be a powerful tool in the area of building 
design, their application to room ventilation problems to date shows that 
they have to be used with care if accurate and/or representative results are 
to be obtained from the related predictions. 
Experimental studies on the other hand can be found for laminar and 
turbulent flow in buildings with both mechanical air conditioning and 
natural ventilation. Some of the research reported has been concerned with 
the determination of the heat transfer coefficients on vertical walls inside 
the- buildings. A major part of the research effort was aimed at to 
establishing the flow patterns inside rooms, by using flow visualisation 
techniques (limited by strong mixing to Re = 500 (Restivo (1979), 
Murakami and Kato (1989)), hot wire anemometry and LDA 
measurements. For flow visualisation oil droplets have mainly been used, 
17 
with only one example of water-based droplets. Water fog clearly presents 
advantages over oil due to is availability and non-toxicity. 
The experimental data reported to date show a pronounced lack of 
boundary condition measurements that are urgently needed for CFD 
calculations. Detailed measurements of initial conditions such as inlet 
mean velocity profiles and turbulence parameters (especially x), are 
necessary to assess numerical models accurately. Flow patterns in room 
geometries where rotary flow is present, seem to be independent of 
Reynolds number for Re values over 3800 (Timmons et al (1980), Restivo 
(1979)). The turbulence was found out to be anisotropic over the return 
section (Poz (1984)). Discrepancies are presented between numerical 
studies in terms of small recirculation zones which have been observed in 
experiments, but are not reproduced by the predictions. 
The above survey of the published literature has indicated that although a 
large number of studies have been reported, there has not been to date a 
concerted effort to study the different types of ventilation patterns 
produced by different inlet locations. In addition, detailed assessment of 
CFD predictions of ventilation flows is lacking and in particular inlet 
condition data are not available in the literature. Assessment of an 
appropriate model of turbulence for the CFD predictions is also desirable. 
Finally it may be concluded that, small-scale studies can be utilised for 
adequate characterisation of the mean flow turbulence distributions, but 
large-scale studies are necessary to assess the temperature, heat transfer 
and contaminant dispersion characteristics of the flows. 
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1.6 Objectives of present work 
The main objective of the work reported in this thesis is to study the 
airflow inside four configurations of square cross-section jets discharging 
into a rectangular small scale' chamber, which are representative of the four 
main types of air supply to ventilated rooms: high wall, low wall, ceiling 
and floor inlets. For this purpose, the study will be concerned with: 
1. The design and development of four experimental small-scale rigs for 
studying room air distribution with different air supply locations. 
2. Experiments which will be used to acquire accurate flow data and thus 
estimate more accurately boundary conditions for CFD predictions of the 
flows, as well as assess the results obtained from the predictions. The 
experiments will utilise flow visualisation techniques for a qualitative and 
LDA for a quantitative description of the flows in view of the difficulties 
associated with large-scale tests, all experiments shall be carried out in 
small-scale chambers and under isothermal conditions. 
3. CFD predictions of the flows in both small- and full-scale chambers will 
be to predict the mean flow and turbulence fields, by solving the 
conservation, equations in their finite volume forms. Two turbulence 
models will be employed, the standard x-E and low Reynolds number Y, -e 
models. The fact that in previous studies the three-dimensional nature of 
the flows has not been studied fully, provides the motivation for another 
objective of the present work: the assessment of the three-dimensional 
mean flow and turbulence characteristics inside the different' chambers 
studied. The work will also be concerned with the comparison of the 
predicted and measured turbulence kinetic energy levels, which has 
hitherto received relatively little attention. 
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4. The numerical part of the study will be concerned at first with the small- 
scale isothermal predictions which will be compared with the experimental 
results. Once the accuracy of the predictions has been assessed by the 
above comparisons, the CFD models will be used to predict non- 
isothermal flows and contaminants dispersion in large sealed chambers. 
5. The results of this work could thus provide an improved understanding 
of the flows which could be then used to develop methods for estimating 
the effect of the airflow, temperature and contaminant distributions on the 
comfort of the occupants and the energy consumption of buildings. 
1.7 Outline of thesis 
The contents of the remainder of this thesis are as follows: Chapter 2 is 
concerned with the experimental set up and the description of the different 
experimental techniques used (flow visualisation, laser Doppler 
anemometry, etc. ). In Chapter 3 mathematical and numerical fundamental 
considerations and formulations of the models are outlined together with a 
the detailed description of the turbulent models used. In Chapter 4 the 
measurements and predictions for a chamber ventilated for a high-wall jet 
are presented and discussed, while in Chapter 5 similar results and 
discussion are given for a low-wall jet. Chapter 6 presents the 
measurement and predictions for a chamber ventilated by vertical jets from 
ceiling and floor inlets. Chapter 7 presents a study of the effect of inlet 
angle, contaminant dispersion and Archimedes number on the mean flow 
and turbulence structure inside a ventilated chamber. Chapter 8, the final 
chapter, contains the conclusions and recommendations for future work. 
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CHAPTER 2 
FLOW CONFIGURATION AND EXPERIMENTAL TECHNIQUES 
2.1 Introduction 
In this chapter the experimental configurations studied and the flow 
visualisation and Laser-Doppler Anemometry (LDA) techniques employed 
for the characterisation of the flows are described. In the following 
section, the geometry and flow conditions of the four ventilated chambers 
employed in the present work are described. Subsequently, ' the 
experimental techniques used to obtain first qualitative (flow visualisation) 
and then quantitative (LDA) information on the flows -are discussed in 
sections 2.3 and 2.4 respectively. 
2.2 Test section 
The experiments were carried out in four small-scale models of ventilated 
rooms. The size and configuration of each of the four test sections is 
shown in Figures 2.1 (a)-(d), which show only one half of each 
configuration, as they were all symmetric about the x= 50 mm plane. The 
four chambers studied were identical except for the location of the inlet 
and outlet. 
In the following text, the terms lateral, end and side walls(s) are employed 
to refer to the z=0 mm, z= 300 mm, x=0 mm, walls respectively, while 
the terms ceiling and floor refer, of course, to the y=0 mm and y= 100 
mm of the chambers. 
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Chamber 1 incorporates a high-wall inlet on the lateral wall, and a low- 
wall outlet in the opposite side. The geometry of chamber 2 represents the 
opposite case i. e. a low wall inlet and a high-wall outlet on the lateral and 
end walls respectively. Chamber 3 incorporates a ceiling inlet that 
produces a vertical down-flowing wall air jet; the outlet it is located on the 
upper part of the end wall. Chamber 4 represents an opposite configuration 
a vertical up-flowing wall air jet produce by an inlet located on the floor 
surface, and outlet located in the lower part of the end wall. The internal 
dimensions of the chambers are: height (H) = 100 mm, length (L)= 300 
mm and width (W)= 100 mm. 
The inlets and outlets were w= 30 mm wide and h= 10 mm high, and ow 
= 45 mm wide and oh = 15 mm high, respectively, for all cases studied. 
The test sections were manufactured from transparent acrylic plastic 
(Perspex) of 5 mm thickness so that flow visualisation and LDA optical 
techniques could be used. A honeycomb section was placed in the ducting 
upstream of each inlet to laminarise the flow and produce a velocity 
profile akin to plug flow at the inlet plane of the chamber. Air was 
supplied to the test sections by a compressed air supply. 
2.3 Laser-sheet flow visualisation technique 
Flow visualisation experiments were performed for a range of air flow 
rates in the four chambers studied. Figure 2.2 shows a schematic diagram 
of the experimental arrangement used for this purpose. The air flow was 
seeded with atomised water droplets. The compressed air was passed 
through a pressure gauge and flow meter. The air stream was subsequently 
divided in two parts, one flowing through a bank of water atomisers of 500 
ml capacity (Dart-Respiration Model 5207) and the second part through a 
by-pass pipe. The atomisers were capable of producing a very fine mist of 
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water droplets of 3 to 5 µm diameter. The mist cloud (seeded air) was then 
fed to a settling chamber, were the particles from the different atomisers 
were mixed and large particles were eliminated through settling. A small 
jet pump was used to mix the air from the by-pass pipe and the seeded air. 
The jet pump produced a syphoning effect, dragging the seeded air from 
the settling chamber. This arrangement was designed to allow the amount 
of droplets entering into the test section to be controlled. 
During the flow visualisation test, individual planes in a test section were 
illuminated by a sheet of laser light. The water droplets scattered the laser 
light and indicated the path followed by the air flow inside the cavity. A2 
Watt Argon-Ion Laser operating at a wavelength of 546.1 nm was used as 
the light source. The laser light passed through a small convex lens to 
focus the laser beam and then through a cylindrical lens to produce the 
sheet of light. A series of mirrors was used to redirect the sheet of light 
through the different planes in the test sections (Figure 2.3). The 
streaklines produce by the droplets and the resulting flow pattern was 
recorded with a video camera. 
2.4 Laser Doppler anemometry 
Laser-Doppler Anemometry is a non-intrusive technique which has been 
used widely to measure mean flow and turbulence characteristics for a 
large number of diverse applications. LDA offers a number of advantages 
over probe-based methods such as the hot-wire anemometry technique. 
For example, the flow direction can be determined without ambiguity, no 
calibration is needed, measurements of the velocity components are 
independent of pressure and temperature gradients inside the test section, 
and with LDA high spatial and temporal resolution can be achieved. 
However application of LDA for flow measurements can only be made if 
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particles are present in the flow to scatter light from the interference fringe 
volume and optical access to the flow field is required. In addition, 
velocity information can only be obtained if there is a particle crossing the 
measurement volume and hence a continuous record of the velocity 
variations with time cannot be obtained. 
The principle of the LDA technique rests on the ability to measure the 
variations in the intensity of the laser light scattered by moving particles 
crossing thought a fringe pattern. This fringe pattern (Figure 2.4) is formed 
when two laser beams of equal intensity are crossed. The particles crossing 
the dark and light fringes of the intersection volume produce a modulation 
of the scattered light intensity. The resulting signal from each particle 
crossing is known as a Doppler burst. The light scattered by the moving 
particles is collected by a photomultiplier detector. The voltage from the 
photomultiplier is then processed and analysed by a signal processing unit. 
The frequency of the modulation of the scattered light is proportional to 
the component of the velocity of the particle perpendicular to the bisector 
of the angle between the 2 laser beams. The ambiguity in the velocity 
direction inherent in LDA is resolved by imposing a known frequency 
difference (shift) between the two laser beams, which is then added or 
subtracted from the Doppler frequency depending on the direction of the 
flow. 
The fringe spacing (A, *), the distance between a pair of light or dark bands 
in the interference fringe volume, is given by the ratio of the angle of the 





When the moving particles cross the measurement volume (fringe pattern) 
with a velocity component U in the direction perpendicular to the bisector 
of the laser beam angle, the frequency of the variation of the intensity of 
the light scattered by the particle, FD, is proportional to the velocity V and 




Several factors control the amount of light scattered by a particle, for 
example the size, shape and refractive index of the particle and the 
direction of observation. The scattered light always has a low frequency 
intensity variation (pedestal) in addition to the modulation frequency of 
the Doppler burst. 
As mentioned earlier the velocity direction ambiguity can be resolved by 
imposing a different optical frequency on the two laser beams, for example 
by means of a rotating diffracting grating. If Fs is the supplied frequency 
shift, equation (2.1) can be written as: 
V= 





The frequency shift is given by: 
2mnNg 
FS = 60 
(2.4) 
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Where m is the order of the diffracted beams, n is the number of etched 
radial lines on the grating and Ng is the grating speed in rpm. 
The optical components and considerations particularly relevant to the 
present study are described in the following section. An extensive 
description of the principles and practice of the LDA technique is beyond 
the scope of this chapter but can be found in Durst et. al (1976), and Drain 
(1980). 
2.4.1 Optical arrangement 
The laser-Doppler anemometer comprised a 10 mW Helium-Neon laser, a 
rotating diffraction grating, and a photomultiplier (model EMI 9817B) 
fitted with a zoom lens, and associated lenses and optics. All the parts and 
the arrangement of the optical system used are shown schematically in 
Figure 2.5. The system operated in the forward scattered mode. 
The grating was mounted on a small sliding table in an arrangement which 
enables the place of the beams to be rotated for the measurement of 
different velocity components. The diffraction grating disk 21600 radial 
lines engraved and the grating was rotated at speeds of up to 5000 rpm by 
means of an electric motor. The first order beams were used to form the 
measurement volume. The characteristics of the LDA system used are 
tabulated below. 
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Focal length of lens L1 (mm) 
Focal length of lens L2 (mm) 
Focal length of lens L3 (mm) 
Frequency shift fs (MHz) 
Half angle between laser beam 
0/2 (in air) (0) 
Measurement volume diameter (µm) 
bX ,- 
Measurement volume length by (mm) 













The diameter of the control volume bX is given by: 
b= = 
b°e 
cos - 2 




sin - 2 
where 0 is the intersection angle of the beams and bo is the laser beam 
diameter. 





N, = (? 
) 
tan 
The photomultiplier collected the light scattered by particles with a zoom 
lens of 80-200 mm focal length. 
The optical arrangement was mounted on a optical bench that could be 
traversed in three orthogonal directions. The test section was then aligned 
with respect to the optical arrangement. 
2.4.2 Signal processing system 
A frequency counter system was used to process the signals obtained from 
the photomultiplier. The signal quality was constantly monitored on an 
oscilloscope. The Doppler burst were first amplified and band pass 
filtered, to remove low frequency pedestal and high frequency noise. 
A 3-channel frequency counter (Thermofluids Section 'Model 3' Phase- 
Doppler Counter (Hardalupas and Laker (1993)) was used for signal 
processing. Only one of the three available channels was used for the LDA 
measurements reported in this thesis. The counter made one measurement 
for every validated Doppler burst detected. 
The frequency/velocity data collected was then transferred to a computer, 
fitted with an interface card (National Instruments AT-DIO-32F). The 
software processing system displayed and updated results of mean and 
r. m. s. velocities and included data displaying and plotting utilities. For 
most measurement locations the ensemble-averaged mean and r. m. s. 
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velocity values presented below were obtained from 2048 individual 
velocity realisations. 
2.4.3 Validation of results and experimental errors 
Several sources of error may be present when the LDA technique is 
employed. The accuracy and precision of the measurements can be 
affected principally by: 
Location of the control volume 
The determination of the location at the measurement volume depends on 
the accuracy of the traversing mechanisms and the accuracy of the 
procedure with which the operator places the control volume at a reference 
point. The accuracies of the traversing table were ± 0.05 mm in the X and 
Y directions and ± 0.25 mm in the Z direction. 
Seeding 
The working fluid needs to be seeded with particles that must follow the 
flow faithfully, because the LDA measured the instantaneous velocities of 
these seeded particles. The air was seeded with atomised water particles 
with diameters below 3 µm (Steventon and Wilson (1979)). Due to the 
interaction of gravity and drag forces the particles will present a slip 
velocity, given by: 
4 dp (Pp-P) g 
0.5 
UT =3Pc (2.3) 
D 
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where dp is the mean diameter of the particles in m, p, is the density of the 
particle in kg/m3, p is the density of the fluid in kg/m3, g is the acceleration 
due to gravity in m/s2 and CD is the drag coefficient. Using CD = 10 and 
0.44 for laminar and turbulent flows around the particles respectively 
(Nouri et al 1987b), UT is respectively 0.032 mm/s and 0.152 mm/s. This 
slip velocity can be considered negligible and the velocity fidelity of the 
particles can be considered excellent. 
Frequency shift variations 
Another possible source of error (Melange (1977)) is a variation of the 
speed of the diffraction grating used to produce the required frequency 
shift between the two beams. The fluctuation of the rotational speed of the 
grating disk was monitored in regular intervals during the tests through the 
use of a optical tachometer and was found to be less than 1%. 
Velocity bias effect 
The velocity bias effect can result in the mean velocity estimated from 
individual realisations being higher than the mean, because the rate of 
particle arrivals to the control volume can be in direct proportion to the 
particle velocity. No universally-suitable methods to cancel this type of 
error have been proposed to date (see Hoesel and Rodi (1977), Durao and 
Whitelaw (1974), Drain (1980)). No corrections were applied to the data 
presented in this thesis for velocity bias as the turbulence intensity in most 
parts of the flows studied was sufficiently high so that bias effects were 
relatively not significant. 
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Velocity gradient broadening 
Velocity gradient broadening takes place when the control volume is 
located in positions where the velocity gradients are steep,. Particles 
moving through different parts of the control volume will have different 
velocities. These variations of mean velocities may result in errors in the 
velocity estimates. The errors can be caused by: gradients in mean velocity 
(a0), velocity fluctuations within a measurement volume (aF) (being of the 
same magnitude as 6G), the finite time taken by the particles to cross the 
measurement volume (aT) and the finite instrument bandwidth (a). 
Brownian motion and laser linewidth (Durst et al (1976)) may also have an 
effect. Considering the last two effects negligible (Melling (1997)) the 
total mean square contribution of the broadening errors, (ab)2, is given by: 
(abY-(6GY+(6F)Z+(ß'T 2+(ßI)2 
_' (2.6) 
and the measured mean square of fluctuations (ap)2 is the sum of the 




Particles crossing different parts of the measurement volume will present 
different velocities, if measurements are made across a velocity gradient 
this may result in broadening and skewing of the Doppler frequency 
spectrum, causing errors in both the mean and r. m. s. velocities. These 
errors can be estimated as follows: 
Um 
Vý+ 





6(2.9) 1u jJ 2 ör 
m, 
where Um is the measured mean velocity, 
u is the measured 
U 
in 
turbulent intensity, U. is the true velocity corresponding to a point 
measurement, and amv2 is the standard deviation of the measurement 
volume dimension along its long axis. 
The error in the velocities will be small if the velocity gradient is nearly 
linear along the measurement volume, whereas if the mean velocity 
gradient is steep and non-linear, it will cause a large error in turbulent 
intensity, particularly if the mean velocity is small or there is a reversed 
flow. To minimise velocity broadening effects, a small control volume was 
used. 
Statistical errors 
Statistical errors in the determination of the measured mean and r. m. s. 
velocities may arise if an insufficient number of samples is used to 
calculate the corresponding ensemble average. These errors can be 
assessed in the manner suggested by Yanta (1973). For a sample size of 
2048 a turbulence intensity of 5% (i. e. near the inlet) and a confidence 
level of 95%, the statistical errors in the determination of the mean and 
r. m. s. velocities are around 1.5% and 3% respectively. 
Finally estimations of the total (overall) error of LDA systems practically 
identical to the one used in the present study have been carried out by both 
Cheung (1989) and Suen (1992). They found the overall errors to be 1-5% 
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for the mean and 5-10% for the r. m. s. velocities respectively. The 
uncertainties introduced by the different source of errors mentioned are 
small enough to have a insignificant impact on the measurements of mean 










Figure 2.1. (a) Three dimensional view of one-half of the experimental 






Figure 2.1. (b) Three -dimensional view of one-half of the experimental 






m ýnz a 
Figure 2.1. (c) Three dimensional view of one-half of the experimental 








Figure 2.1. (d) Three dimensional view of one-half of the experimental 
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THE NUMERICAL METHOD AND THE TURBULENCE MODEL 
3.1 Introduction 
In this chapter the numerical method, the turbulence models, and the CFD 
code used are described. The differential equations of conservation of 
mass, momentum, energy and concentration, as well as the equations of the 
kinetic energy of turbulence and its rate of dissipation are first transformed, 
by integration, into a set of algebraic equations, by means of a 
discretisation method. The algebraic equations are then solved with the 
CFD code. 
Due to the turbulent nature of the air flow in the room a brief description of 
the turbulence phenomena is included. The air flow inside a room, can 
considered to be a mixed flow type, with both laminar and turbulent flow 
present within the occupied space. Calculation of laminar flow is more 
simple than that of turbulent flow. While the laminar flow can be described 
exactly in terms of the governing partial differential equations (of the 
physical quantities (mass, momentum, energy, concentration of species, 
etc. ), the turbulent flow can not be described exactly due to the fluctuations 
of the same physical quantities, and the interaction between them. 
Turbulent flow is characterised by random, almost chaotic, fluctuation. The 
turbulence inside the chambers originated mainly from the shear of the 
mean flow (if the Reynolds number is sufficiently high). Turbulent flows 
are still not well understood and can not be described exactly, as most of 
the physical properties and quantities are fluctuating and constantly 
interacting (such as velocity, enthalpy, pressure, density, species 
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concentration, etc. ). Mathematically the conservation laws that describe the 
phenomena, constitute a large set of differential equations, that cannot be 
solved analytically. 
It can be said that the turbulence can be seen as a fluid flow formed by a 
large quantity of disordered eddies of different sizes. These eddies are 
stretched by the preferential direction of the mean flow and randomly by 
interaction with neighbour eddies, causing the breaking of large eddies into 
smaller ones. Smaller eddies are representatives of high frequencies and 
large eddies of low frequencies. 
The larger the Reynolds number the more significant the amount of small 
eddies. This means a wider spectrum of frequencies. Therefore for high 
Reynolds numbers the difference between the low frequency (large eddies) 
and high frequency (small eddies) is large. The turbulence motion can be 
described by mean of a three level procedure (Kovasznay (1970)), called 
the mean motion, a large eddy motion and a small eddy motion. The large 
eddies need to be properly simulated, because they have a direct interaction 
with the mean flow and they are primarily responsible for the momentum 
and heat transport. 
During simulation, the size of the numerical grid is normally smaller than 
the size of the large eddies. The small eddies on the other hand are thought 
of as an essentially isotropic turbulence carried along by the mean motion 
and the large eddies. 
There are two main methods employed for the prediction of turbulence, the 
turbulent transport models and the large-eddy simulation. The turbulent 
transport models treat the dynamic quantities as some sort of statistical 
average turbulent fields and simulate only the gross features of the 
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turbulent flow, and are named so because attempts are made to model 
directly the terms governing the transport of momentum, heat, 
concentration, etc. Large-eddy simulation attempts to solve the large eddy 
motion by numerically solving a filtered set of equations governing the 
three-dimensional time-dependent motion. The sizes of the eddies 'are 
chosen so that they can be simulated with the available size of present-day 
computers. Turbulent transport approximations are then used for the small 
eddies and the small eddy motion can be modelled independently of the 
flow geometry. Although the method is very successful, the computational 
time required to obtain a solution is still very large for practical 
applications. Although two numerical approaches have been mentioned, 
turbulence transport models seem to be more suitable in modelling the air 
flow inside a room, because large-eddy simulation would require 
prohibitively long computer run times to describe the complex three- 
dimensional fluid flow and heat transfer processes in a room. In the 
following sections a brief description of the flow equations, of the two 
most commonly used turbulence models and of the discretisation schemes 
is given. 
3.2 Mathematical description 
The mathematical model described in this chapter is based on the 
governing equations for fluids dynamics and the former of the two 
approaches of turbulence modelling. 
3.2.1 The flow equations 
The equations that describe the fluid movement in a room are the 
continuity equation, the momentum equation, the energy equation and the 
concentration equation. Calculations were performed in this work for both 
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forced and natural convection in ventilated chambers under both steady 
and transient conditions. All the properties were assumed to be constant 
and the Boussinesq approximation was used for the air flow calculation in 
the room. Boussinesq (1877) suggested that the turbulent stresses are 
proportional to the mean velocity gradients By using this approximation 
(Gray and Giorgini (1980)) the density is kept constant in all terms except 
for the body force term. 
If U, V and W are the velocity components in the x, y, and z directions 
respectively, p the density and t the time and the air in the chamber is 
treated as an ideal gas, the differential equations can be written as: 
Continuity: 













+a (pu'll) _aý, 
aH 
+ S° (3.3) ax, ax, cp ax, ý 
Concentration equation: 
aPC 
+a (PU , C) =a pD 
aC 
+ SC (3.4) at ax1 ax1 &X, 
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In equations (3.3) and (3.4) P is the static pressure, µ is the viscosity of the 
fluid, pF; is the body force term, D is the diffusion coefficient, SC and SH 
are source terms and X and Cp are the heat conductivity and specific heat of 
air respectively. 
The above equations are non-linear and non-homogeneous, and they are 
strongly coupled. For this reason it is impossible to solve the set of 
equations (unless a very simple flow is considered). One way to solve the 
problem and to study the turbulent aspects of the flow, is to look at the 
time averaged flow field, by decomposing the dependent variables in the 
conservation equations, into their mean and fluctuating components and to 
subsequently average each equation afterwards. The velocity will be 
treated as a statistical variable and regarded as having a normal 
distribution. The use of time averaged equations, from the statistical point 
of view, allows the description of the macroscopic behaviour of turbulent 
motion. 
If the instantaneous quantities in the equation are replaced by the sum of 
their mean and fluctuating components, the mean conservation equations 
for turbulent flow will be obtained. If the following terms are defined: 
U, =ui+u',; P=p+p'; p=p+p'; H=H+H'; 
c=C+c, 
(3.5) 




p'=0; p'=0; H'=0; 
C'=0 
If we substitute equation (3.5) in the continuity equation (3.1), the time 
averaged equation of conservation of mass is 
a (p(u; -+U', )) 
aX, 
averaging 
a (Pu, )=o 
aX, 
(3.6) 
In the same manner, substituting equation (3.5) into equations (3.2), (3.3), 

















axe ax, PP() 
Energy equation: 
apH 
+a (PUJH) _aý, 
aH (pHu 
l+S« (3.8) at aX, aX, cp aX, 
Concentration equation: 
apc 
+a (pu jc) _aý, 
ac rPCu, ) + s. (3.9) at aX, l ax1 cp aX, 
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The additional terms appearing in equations (3.7), (3.8), and (3.9) Puiu1 
and pHuj, pC, uj are called the Reynolds stresses and the turbulent 
fluxes respectively, while the equations themselves are called the Reynolds 
equations. 
In order to solve the above set of equations an additional equation needs to 
be solved. Boussinesq (1877) suggested the replacement of the Reynolds 
stress by an expression containing the turbulent eddy viscosity (µt). Several 
methods have been formulated for the determination of gt. 
The number of turbulent models available has increased with the growing 
use of computational techniques for numerical predictions. From all the 
methods available only two are mentioned in the following sections: the 
Reynolds stress model and the x-e model (including the low Reynolds 
number x-c variant) lines below as they are the most widely used today. 
3.2.2 The Reynolds stress model 
For complex (recirculating) flows turbulence models may describe 
inadequately the local state of turbulence, specifically where there is 
boundary layer separation or reattachment. In this cases the Boussinesq 
suggestion may fail, the shear stress may vanish where the mean velocity is 
non-zero and vice versa. The turbulent stress is not directly related to the 




+-82 pk öx j ax i3 
(3.10) 
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The set of equations presented in the previous section can describe the 
turbulent motion, but cannot be solved, because the appearance of the 
velocity fluctuations makes the set incomplete. In order to solve these 
equations this deficiency has to be overcome by modelling the stresses. 
The Reynolds stress models implicitly the transport equations for each one 
of the Reynolds stresses -Puri u'j. 
3.2.3 The K-E and low Reynolds number K-E models 
An exact transport equation can be derived for the turbulent kinetic energy 
and its dissipation rate from the Navier-Stokes equations (3.1 to 3.4). This 
new equation increases the number of unknown correlations of the velocity 
fluctuations. A modelled form, depending on the mean velocity field only, 
is necessary for the x and F. equations. 
The next step is to find a means to calculate the x and c equations. From 
the Navier-Stokes equations it is possible to derive an exact transport 
equation for the kinetic energy of turbulence and its dissipation rate so that 
both are dependent only on the mean velocity field. 
If isotropic turbulence is assumed we can write (Boussinesq (1877), 




_2 sij ax ja 
f x, 3 'pk 
The last term including the Kronecker delta is necessary to fulfil the 
standard definition of turbulent kinetic energy. 
Using the Boussinesq approximation on (3.7) will result in: 
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axi l äxß 
lax 
öxj 3 exi 
The effective viscosity is defined as 
µen = µµl (3.11. a) 
From (Rodi (1980)), µt, can be expressed as: 
µt = PCµ (3.11. b) 







(3.11. c, d) 
Ep 
j -ax j 
In this way the intensity of the velocity fluctuations is the kinetic energy of 
turbulence and the mean vorticity times the molecular viscosity arising 
from them will be described by its dissipation rate. The above assumptions 
are valid when high Reynolds number flows are considered, where local 
isotropy in the small scale fluctuation predominates, so the x and c 
equation for the high Reynolds model are as follows (Rodi (1980)): 
Pu, K _a µL 
aK + µt au, au, + au, 
aý ý- COPE (3.12) 
ax, axi ßK axi ax j aX, axi 
a_a [g' aE Eau, au, au, 
ax ýP°`Eý axi 6e ax 
+ c'µ` 
K ax 
+ 11 - C2P 
EE (3.13) 
iij 
aXj ax1 K 
Where (Launder et al. (1974)): 
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Cµ =0.09, C, = 1.44, C2 =1.92, ßK =1.0, as =13, CD =1.0 
The velocity has to be calculated outside the boundary region and the 
above C values are used in the momentum and turbulence equations. The 
above approach is valid only when the fluid is fully turbulent and it is 
located far away from zones in which the fluid flow is affected by viscous 
effects (boundary layer). If the velocities of the flow need to be calculated 
close to the wall zones the use of the x-c turbulent model is difficult to 
implement. For these near-wall regions a new different approach is used, 
the so called x-E low Reynolds number turbulence model (LRN). This 
model takes into consideration the viscous effects. Several forms of such 
methods can be found in the related literature (see e. g. Patel et al (1985)). 
Patel et al. (1985) reviewed the existing low Reynolds number models and 
concluded that there is a lack of a physical basis in the modifications of the 
basic high Reynolds number models. The different methods were 
compared for different flows and it was not clear which of the models 
could be used with confidence. They concluded that the models of Launder 
and Sharma (1974), Chien (1982) and Lam and Bremhorst (1981) which 
are based on the x-e model, and of Wilcox and Rubesin (1980), performed 
considerably better than the other models reviewed. However even these 
methods needed further revisions in order to be used for the calculation of 
near wall and low Reynolds number flows. 
For the present numerical calculations a version of the low Reynolds 
method proposed by Lam and Bremhorst (1981) is used for the transport 





äßc öu, öu j au, 
Dt ax ß öx 
+ Vt ax + ax ax -E (3.14) 1t1iIJ 
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DE __ 
av aE Eau au au EZ 
Dt axj 6, 
+v axi +C, 
f, vt 
x ax; + ax, axj -C 2f2 K 
(3.15) 
The eddy viscosity is used to determine the time-averaged flow field as 
follows: 
µý = vtCµf K2 /c (3.16) 
where 
UK =1.0, ac =13, C, =1.44, C2= 1.92, Cµ = 0.09 
The above equations represent the general form of those given by Launder 
and Spalding (1974), where the functions fl, f2 and fµ are assumed to be 
equal to one (Chen 1990). This assumption cannot be valid within a 
laminar sublayer or in low Reynolds number flows, for which the functions 
fl, f2 and f,. are given by the following equations (Chen 1990), 





f2 =1-e R2, 
where R, t and Rt are the turbulence Reynolds numbers, and A. = 0.0 165, At 
= 20.5 and Act = 0.05. 
It can be seen that the low Reynolds turbulent K-E model is similar to the 
standard K-c one. Only small differences can be found in the values used 
for the constants. If the flow is fully turbulent both methods will show 
identical results (Skovgaard (1991)). 
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3.3 Discretisation of the differential equations 
Each one of the equations governing the forced and natural convection 
phenomena inside the ventilated chamber, namely the conservation 
equations for mass, momentum, energy can be represented by the general 
form: 
a (PUiý) a x; 
aý 
ax; ]+SO (3.17) 
Where the dependent variable cD may be any of the following: Velocity 
component U, V, W (in the x, y, z directions respectively), enthalpy H or 
concentration C. Two additional equations are solved for the turbulence 
energy K and the rate of dissipation of x, c. The coefficients 1T and So 
corresponding to each of these dependent variables as well as the empirical 
coefficients appearing in the turbulence model are' tabulated below. 
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Source terms in the transport equations. 
Equation ra So 
Continuity 1 o o 








ax i aX j aX j ax i 
Thermal 
energy H µ e/ ßt1 SH 
Turbulence 
µeß G-ps+GB energy x 
/ 
6K 
Turbulence E [E(C1f1G-C2f2pc)/x] + C, E G. 
dissipation 
K 
Concentration C µen sc a 
where: 
au, au, au, 
G=µ, axi+aX, aX, 
The buoyancy source or production term in the x and e transport equations 
is given by: 
__ 
R gµ, ae GB CP ý at;, t axi 
where 0 is the excess temperature (T-Tr) and 
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Tr is the reference temperature, 
The turbulence model constants are: 
Constant name standard K-E model low Reynolds x-c model 
Cµ 0.09 0.09 
C, 1.44 1.44 
C2 1.92 1.92 
C3 - 
6K 1.3 1.3 
6E 1.0 1.0 
1.0 f = 





f2 1.0 f2=1-e R, 2 
The equations shown above describe fluid flow under isothermal and 
incompressible conditions. The set of equations is non-homogeneous, non- 
linear and strongly coupled. Due to this reason an analytical solution is too 
difficult to achieve, and the only option is the use of numerical solution 
techniques to solve the set of equations. 
Due to the elliptic nature of the governing equations, the localised 
perturbations influence the whole solution domain. This means that in 
order to obtain a unique solution that will depend continuously on the 
boundary conditions, a set of boundary conditions must be provided at all 
boundaries for all dependent variables. In an elliptic flow a solution for all 
variables is obtained simultaneously; this differs from a parabolic solution 
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where it is possible to obtain a local solution for a point adjacent to a 
boundary by a series of expansions. 
The finite volume method (FVM) was used for the solution of the 
governing equations (Patankar (1980)). The method works by replacing the 
continuous values of the variables contained in the exact solution of the 
differential equation by discrete values. There are other two methods that 
can be compared with FVM. These are the finite difference method (FDM), 
and the finite element method (FEM). One of the advantage of FVM is that 
it allows a direct physical interpretation of the variables and together with 
the overall integration of the governing equations make themethod more 
appropriated to cover the objectives of this thesis. 
A series of steps is followed to achieve the numerical solution of the 
governing equations. The solution includes only the relevant steps 
necessary to achieve a solution for the problem being studied in this work. 
A more extensive description of the finite volume technique can be found 
in Patankar (1980) and Launder and Spalding (1974). 
A discretisation grid is used. Over each point of the grid the different 
variables will be calculated see (Figure 3.1). The grid can be uniform or 
non-uniform and the selection will be based on the type of problem to be 
solved, for example, by allowing small spacing in zones where steep 
gradients are expected. 
The domain is separated into a finite number of cells (volumes). In each 
cell all variables are represented by means of values located over the grid 
in the mesh of computational cells. By means of integration of the 
governing general equations a set of algebraic equations is then obtained. 
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This set of equations is then solved by applying appropriate boundary 
conditions. 
The letter P represents the node at the centre of the cell and, N, S, E, W, H 
and L are the centres of the neighbouring cells (termed the North, South, 
East, West, High and Low cells respectively). The letters n, s, e and w 
denote the location of the interfaces between adjacent cells. For simplicity, 
the control volume boundaries of all the grid cells used in this thesis were 
located half-way between the grid nodes. 
All scalar variables (e. g. temperature and pressure) are stored at the grid 
nodes in the centres of the control volumes while the velocity components 
are stored at staggered locations coinciding with the boundaries of the 
control volume. The use of the staggered grid ensures that the velocities 
lay between the pressures that induce them and are directly available for 
calculating the convective fluxes of scalar flow variables. The staggered 
grid and the velocity components are shown in-Figure 3*. 2. 
The general equation is then integrated over a control volume (cell) in the 
solution domain: 
ja (pU, c)dV =jaF. 
a(D 
v+ jSmdV (3.18) 
Convection Diffusion Source 
term term term 
In the following sections the discretisation of the general equation is 
presented for each one of the terms that form it. For simplicity, only two 
dimensions will be considered. Although three dimensions were used in all 
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of the calculations, " the discretisation, method applies for both two and 
three-dimensional analysis. 
3.3.1 Discretisation of the convective term 
The convection term on the general equation (3.18) is integrated with 
respect to x, y and t over the staggered control volume (Figure 3.2): 
fn a(P uý) dx dy dt 
ax ay 
(3.19) 
Using the central differencing scheme (discussed below), a linear variation 









Substituting (3.20) into equation (3.19) after integration 
Pue 




Pun AY f(4, +ýp) dt- 2 tt 
pu`" Ay J(ýP +w dt+ 2 
Pu' Ax 1(4p +ýs) dt =o 2t 
(3.20) 
(3.21) 
Equation (3.21) represents the integration of the control volume for the 
convective term. The solution of the time integral is explained in section 
3.3.5. 
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3.3.2 Discretisation of the diffusion term 










=o (3.23) ax ay 
If K is constant and integrating (3.23) with respect to x, y, t over the control 
volume of Figure 3.1, the diffusion term becomes: 
toe a2ý a241 
ff j aX2 + aye 
dx dy dt =0 (3.24) 
t .W 
where t' =t+ At 
If we integrate over the control volume ax, 8x, 
kf °y - 
(L )w °Y+ (°4)ý _ 
(°ý)s 
JIX) at =0 (3.25) t sxe sxw ýxn sx8 
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where: 
(A4 )e -4- 4p 
(04)w = 4p - 
ýw (3.26) 
(A4 )n = ýN - 
4p 
(Aý)s = ýp - 
4S 
Combining (3.26) and (3.25) the diffusion term becomes 
` Ay dt- 
k`" AY f (4p -4w) dt+ Sxe bxw t (3.27) 
k" AY J(ý, ý -ýP) dt- 
k' AY J(4P -4s) dt =0 sx" t AS t 
3.3.3 Discretisation of the transient term. 
Following the same procedure as for the integration of the diffusion term, the 
transient term in the general equation can be integrated over a control volume 
(Figure 3.1). Dividing by Cp, the transient terms will be expressed as follows: 




p0 AX AY(4-4° =0 
where 4o represents the variable at the centre of the control volume (P) at time 
t and, 4' the same variable at time t+ At. Therefore all 4' s can be substituted 
by 4o = 40p and 4o = 4'p so that: 
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Po AX DY(ýp-ýP)=0 
. 3.3.4 Discretisation of the source term 
(3.29) 
The source term is considered to have a linear variation between adjacent 
nodes: 
S` = C=(V= -ýp)+CY(Vy -ýp) (3.30) 
where C,, and Cy are the coefficients in the x and y directions, and 
VX and Vy are the values in the x and y directions. 
In order to set the boundary conditions or the internal sources on the transport 
equation, the above values and coefficients are used. This will be discussed 
below. 
The source term then is substituted from equation (3.30) and integrating over 
the control volume (Figure 3.1) over x, y and t: 
fl[c1(v. 
-gyp)+cy(v, -gyp)] dx ay dt-o t5w (3.31) 
V t, 









+S, ) Ox Ay Az (3.33) 
VV 
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3.3.5 Solution of the time integrals. 
This section is concern with the solution of the time integrals that must satisfy 
the overall discretisation method and the differential equations. The following 
equation is used to solve the time integrals: 
i 
f4dt=[% +(1_f) I At 
t 
(3.34) 
Where f varies between 0 and 1 and its value must be chosen so that the 
coefficients of the algebraic equations (see following section 3.4) are always 
positive. If negative coefficients are found, physically unrealistic results could 
result. By adopting the fully-implicit scheme, negative coefficients are 
avoided. This scheme uses a value of f equal to unity in equation (3.34), 
satisfying simplicity and physically realistic behaviour. By substituting (3.34) 
into (3.27) the diffusion term becomes: 
SX 
AY At [(ff' +(1+f)4E)-(fýp +(1+fP), - 
e 
AY At [(f+(1+f))_(few +(1+f)4 )] + SXw 
k" OX At [(fý' +(1+f)4o, )-(f4P +(1+f)4p) - 
(3.35) 
SY 
k" AX At [(0 P +(1+f)ý: )-(fp +(1+f)4s) =0 
8V1 J 
By using f=1 (full-implicit scheme), 
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(gyp-ýw)+ 
-k-' AY At 
X AY At 
SAS w (3.36) 
X At 
(_)_- 





8Yn 6 i, 
Following the same procedure for equation (3.21) and (3.33) for the 
convective and source term, we obtain respectively: 
Convection term: 
p2' AY At (4 -gyp) -P2 AY At 
(3.37) 
PVN OXOt (_)_P! -xAt 2 2 
Source term: 
C=VO AY Ot+CyVv AX At-C= AY At ()-c y 
AX At ()=o (3.38) 
Equations (3.29), (3.36), (3.37) and (3.38) are the discretized terms for the 
general differential equation (3.18). Regrouping these terms into the general 
equation, and including the new variables listed below, the general equation 
can be rewritten as: 
= ri cp 
F' 
=Di oxi 
(pu)i = F+ 
where i=n, s, e, w, p 
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DY4E+ +Dq AY+ 2 +D. AXýN 222 
5-+D OX S+C. Vx DY + CYVy AX + 
PO AX AY ýp 
2 At 
The coefficients are defined as follows: 
aE= -F°+DeAY 2 
aw= 
2"+Dw AY 







AY b= C=V= AY+C, VV L%X+ao 4P 
a= 
F° 








The equation can then be rewritten in the following form 
a, 4, = aE4E + aw4w +a N4N + asks +b (3.39) 
This equation represents the discretized equation for two dimensions. In 
similar fashion, for three dimensions (3.39) can be written as 
a, ý, =aE4E+aw4 +aN4N+as4 +a14+aL4L+b (3.40) 
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Where the a's represent the coefficients and the source term. 
3.4 Differencing schemes 
During the process of discretisation several assumptions were made in order 
to obtain the set of algebraic equations. These assumptions need to be 
assessed in order to validate their accuracy. This section deals mainly with 
two of those assumptions; the integration of the velocity field over a 
staggered grid and the linear variation assumed between adjacent nodes. 
When a linear variation is assumed, the solution is approximated to that of the 
real fluid flow behaviour. In order to assess the true behaviour an analytical 
solution must be used. Due to the complexity of the problem analytical 
solutions are difficult, if not impossible, to obtain. A way around this problem 
is the use of a one dimensional case that is easy to compare with an exact 
analytical solution. Following this line, the convective and diffusive terms are 
taken from the general equation, which can be written as follows, 
d (Puh) =a 
(1, d 
dx dx dx (3.41) 
If the variable x is in the range 0: 5 x <_ L and IF and (pu) have constant 
values, the boundary conditions are: 
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4=4 at x=0 






The above equation represents the analytical solution for the differential 
equation (3.41). The variable 4 is a function of the Peclet number (Pe) which 





The Peclet number represents the ratio of the influence of convection over 
that of diffusion. 
Four distinct differencing schemes have been compared with the analytical 
solution (Patankar (1980)). Their characteristics and integration methods are 
described in the following sections. The dependent variable 4p is used to 
assess the different methods, assuming a linear variation of this variable 
between adjacent nodes. 
3.4.1 Central differencing scheme 
In the central differencing scheme the value of 4 at the interface of the control 
volumes takes the form of equation (3.20) by assuming a linear variation 
between grid nodes. This scheme was used in section 3.3.4 to obtain equation 
(3.21) and is not repeated here. When the Peclet number (Pe) is less than two 
the scheme yields accurate results (Patankar (1980)). 
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3.4.2 Upwind Scheme 
With this scheme, the procedure used in the central differencing scheme is 
applied when the IPel < 2, for the formulation of the diffusion term. The 
formulation of the convection term is then calculated assuming that the value 
of 4 at the grid node is equal to the variable 4 at the interface on the 
'upstream' (upwind) side of the face; for instance: 
ýý =4 if Fe)0 
ýý _ ýE if F. (0 
(3.44) 
For all Peclet numbers the upwind scheme gives realistic and stable 
behaviour. This scheme is preferred over the central differencing scheme in 
terms of accuracy for jPel > 2, but it has been shown to be slightly inferior for 
smaller values of Pe. 
3.4.3 Hybrid scheme 
A combination of the upwind and the central differencing methods is the 
hybrid scheme. For the range -2: 5 Pe -< 2 the central differencing scheme is 
employed, and for other Pe values the upwind method is used, assuming that 
the diffusion is zero outside this range (-2: 5 Pe <- 2). The coefficients are 




=-P. if Pe, (-2 De 
aE 
=1-Pei if -2S Pe. <2 (3.45) De 2 
aE 
=0 if Pe. )2 De 
This method offers a close approximation to the exact solution and the 
advantages of the two previous schemes (central differencing and upwind 
schemes) for the corresponding Peclet number ranges. 
3.4.4 Power-law scheme 
This scheme is represented by four different Peclet number ranges. This 










if Pe. ) -10 





The improved accuracy of this method is balanced by the higher 
computational cost. 
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All schemes shown above provide physically realistic solutions. The central 
differencing scheme however can produce results that do not obey the 
constraints of the boundary conditions. The scheme adopted in this work was 
the hybrid scheme as it provides a reasonable balance between accuracy and 
economy of calculation. 
3.5 Solution procedure for the pressure field 
The momentum and continuity equations are linked, in that pressure appears 
in all the momentum equations, and the velocities appear in both equations. 
For the solution of the pressure field the algorithm adopted is the one called 
SIMPLEST which is a variation of the SIMPLE algorithm (Spalding (1980)). 
The main steps in the algorithm are: 
(1) Initialise pressure field with guessed values. 
(2) Solve the momentum equations using this pressure field. Obtain 
velocities which satisfy the conservation of momentum, but not continuity. 
(3) Estimate the continuity errors for each cell: inflow - outflow. 
(4) Solve the pressure correction equation. The coefficients are 
d(velocity)/d(p), and the sources are the continuity errors. 
(5) Adjust the pressure and velocity fields. Obtain velocities which satisfy 
continuity, but not momentum. 
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(6) Go back to step 2, and repeat with the new pressure field. Repeat until 
continuity and momentum errors are acceptably small. 
3.6 Boundary conditions 
A set of boundary conditions must be provided to complete the mathematical 
solution of the problem. The boundary conditions depend entirely on the type 
of problem to be solved, and they will be given in detail in Chapter 4. The 
way in which these conditions are incorporated into the volume-domain 
equations is discussed in this section. 
Four different types of boundary conditions can be identified in the present 
problem: prescribed value, symmetry plane, wall, outlet. In general the 
boundary conditions are represented as linearised sources for cells adjacent to 
boundaries. The value of the variable in the computational cell remains 
unchanged during the solution of the equations. This is achieved by using the 
source term in the discretisation equation. The conditions can be a constant 
value or a constant flux at the flow boundaries for any velocity or scalar 
value. At the symmetry plane all gradients normal to the surface are equal to 
zero and the velocity normal to the surface is zero. For the walls the boundary 
conditions can be specified as a constant value of temperature on the wall, or 
as a constant heat flux through the wall and can also have the form of a linear 
or non-linear function specified at the wall. For any of these cases the 
procedure to introduce the boundary conditions into the general discretised 
equation is described below: 
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Equation (3.40) can be expressed as 






i=E.. L (3.48) 
7p Ea +CT i V. I. 
i=EJ. 
where C is a coefficient, Va variable and Ta physical quantity such as 
volume. When C is a large number and the variable V= 4BC (where 4BC is the 
value at the boundary condition), then 4p 4BC, giving a constant value 4Bo 
at the boundary. For a constant flux, C is very small and the product CýBC is 
set to be equal to the required flux. When a linear or non-linear function is 
required at the boundary, the product C4BC or the value 4BC is calculated 
separately and introduced in the same manner as explained above. 
The boundary conditions at the wall will be modified depending on which 
variation of the turbulence model is being used. This means that the no-slip 
boundary condition applied to the wall will be different for the standard x-C 
turbulent model and the low Reynolds number Kc-c turbulent model. The main 
reason for this is because the standard turbulence model method is valid only 
for fully turbulent flow and it cannot be used for the near wall region. 
For the outlet all gradients in the outflow plane are set to zero. The velocity 
perpendicular to the outflow plane is set to fulfil the overall continuity of 
mass. 
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3.7 Solution of the algebraic equations 
After the integration of the governing equations over the finite volume has 
been carried out, a set of algebraic equations is 'obtained once the solution has 
been linearised and the appropriate boundary conditions have been applied. 
The algebraic equations can be written as: 
ar4 = ýaiýi +Sc (3.49) 
One way to solve this set of equations is to assemble all the discretised 
algebraic coefficient equations on a matrix form and then to be solve the 
resulting set, which could be a time-consuming method. Another way to solve 
the system of equations is through the use of an iterative method. The method 
used is the Tridiagonal-Matrix Algorithm (TDMA). To apply the TDMA 
method to the entire matrix field, a chosen line in the x direction is swept, 
solving the equations along that line. The method proceeds line by line until 
the whole field is solved. The value in the cell being solved is calculated, 
while values in the other cells are assumed. The grid is swept as many times 
as necessary until a converged solution is obtained. 
3.8 Convergence criterion. 
The solution of the algebraic equations is monitored iteration after iteration 
until the values do not change, when the solution is considered to have 
converged. The change in the residual values is then restricted by a certain 
criterion for the convergence of the iterative procedure. The residuals can be 
estimated by means of the equation: 
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R4 =aP4P-1: a, 41+b (3.50) 
The solution that produces sufficiently small residuals for all the variables 
solved in the field is regarded as a converged solution. The physical meaning 
of R. depends on the equation to be solved. In the momentum equation Rý 
represents an imbalance in the conservation of momentum, and for the 
continuity equation it represents an imbalance in the mass conservation. The 






where yf is a convergence number, and Rý,,. f is a reference value specified 
relative to an appropriate property in the flow. A converged solution is 
achieved when the residuals Rý for all the variables satisfy equation 
(3.51). 
3.9 The computer program and its structure 
The computer program used for the CFD predictions was Phoenics, which is 
an acronym for Parabolic Hyperbolic or Elliptic Numerical Integration Code 
Series. This code is capable of solving fluid-flow, heat and mass transfer 
problems from one-dimensional single-phase and steady, to three- 
dimensional multiphase and transient. More information about the binary 
code and its structure can be found in Gunton et al (1983). 
The main steps followed by the solving algorithm used by Phoenics are: 
(1) Solve slab number one (the first line of control volumes in the x 
direction). In this first step it is assumed that all the values of the boundary 
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conditions, initial conditions, geometry and physical properties are defined so 
that the flow field in a plane can be calculated. 
(2) Solve the scalar variable equations using an iterative method to solve the 
algebraic equations for each variable. This is carried out with the TDMA 
method in an iterative way. 
(3) Solve the velocity variable equations. The velocities are calculated using 
a staggered grid and the hybrid scheme. 
(4) Solve the pressure correction equation. A set of equations for the 
pressure is calculated. 
(5) Check if the momentum and continuity equations have been satisfied and 
if not repeat from step 2. 
(6) In this way every slab is visited until the last slab is calculated. 
Thereafter the calculation starts all over again from slab number one until the 
criteria of convergence is satisfied. 
Phoenics was employed to predict the air flow under steady and transient 
conditions inside a ventilated chamber. All the results were considered fully 
converged when the residual values were smaller than 10-6. Grid sensitivity 
was also tested and the results are described in chapters 4 to 7. The predicted 
results, the CPU times used and the sizes of the meshes employed for the 
different flow calculations are all described in Chapters 4 to 7. 
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3.10 Concluding remarks 
The general form of the transport differential equations, the procedure used to 
integrate them and the turbulence models employed have been described. The 
integration was carried out using the finite-volume method to transform the 
partial differential equations into several algebraic equations which are then 
solved by means of a linear equation method, the TDMA. The methods used 
to define the boundary and initial conditions as well as the convergence 
criteria and some other features of the method were described. The structure 
of the Phoenics code and the iterative procedure used in the code to solve the 





Figure 3.1 Control volume cell with grid information. 
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Control volume for 







Control volume for V 
Figure 3.2 Control volume staggered cell. 
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CHAPTER 4 
MEASUREMENT AND PREDICTION OF THREE-DIMENSIONAL 
ISOTHERMAL FLOWS IN A CHAMBER VENTILATED BY A 
HIGH-WALL JET. 
4.1 Introduction 
Computational Fluids Dynamics predictions, LDA measurements and flow 
visualisation of three-dimensional jet flows issuing into a chamber from a 
high-wall inlet are the subject of this chapter. Four different geometrical 
configurations of a square cross-section jet discharging into a rectangular 
chamber were studied. The first, comprising a three-dimensional 
horizontal high-wall jet, is presented here; chapters 5,6 and 7 deal with 
the three remaining geometrical configurations. The first case corresponds 
to the flow through a side-wall mounted diffuser located close to the 
ceiling of a room. The air flow discharging into the rectangular chamber 
through this type of inlet forms a three-dimensional wall jet. Several 
aspects of the flow were studied through numerical simulations and 
experiments. The numerical results were obtained following the procedure 
described in Chapter 3 and comprise predictions of three-dimensional 
isothermal flows for several flow rates. The predictions were assessed by 
comparison with the measured mean velocity components and the 
corresponding turbulence levels. The effect of flow rate or, equivalently, 
flow Reynolds number (Re) on the . mean 
flow and turbulence 
characteristics was studied in detail. In particular the variations of the inlet 
jet throw, spread and drop with Re were quantified. 
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4.2 Experimental and computational details 
4.2.1 Flow configuration and LDA measurement locations 
The geometrical configuration is shown in Figure 4.1. The characteristics 
of the chamber have been described in detail in Chapter 2. The symmetry 
of the flow patterns across the whole chamber was established through 
LDA measurements on either side of the plane of symmetry; the results 
showed that the flow was symmetrical to within the precision of the 
measurements. Subsequently, six locations were selected where LDA 
measurements of the three components of the mean velocity, u, v and w, 
and the corresponding r. m. s. levels, u', v' and w', were made: z/L = 0.5,1.0 
1.5, '2.0, and 2.5 in the x/H = 0.0 plane and z/L = 1.5 in the x/H = 0.4 
plane. 
4.2.2 Computational details 
The CFD code described in Chapter 3 was used to obtain the predictions 
presented in this chapter for isothermal flow conditions. At the inlet plane, 
the following initial boundary conditions were set: (i) turbulence intensity 
equal to 4%; (ii) the w component of the velocity was determined from the 
incoming air flow rate corresponding to each Reynolds number predicted; 
and (iii) the u and v velocity components and the pressure were set to zero. 
At the outlet plane all gradients were set to zero. The flow was assumed, 
as shown by the LDA results, to be symmetrical and all the gradients were 
set to zero across the symmetry plane, where a slip condition was used. As 
a result, only half of the domain was simulated. 
The numerical mesh used for the calculation is shown in Figure 4.2. Grid 
independence tests were carried out with mesh sizes (in the x, y, and z 
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directions respectively) of 10x20x20,10x30x30,18x36x30 and 18x37x36 
volumes. An irregular mesh of 18x36x30 volumes was found to provide a 
good compromise between accuracy and acceptable computer time cost. 
The mesh independence tests showed that the results with 18x36x30 and 
18x37x36 volumes were practically identical. A characteristic comparison 
is shown in Figure 4.3. It can be seen clearly that although there are 
differences between the results obtained with the two coarser grids, the 
two finer grids produce essentially identical results. This was also the case 
across the whole flow field. This mesh was used for the results presented 
in this chapter and the corresponding low-wall jet results presented in 
Chapter S. Isothermal conditions were assumed throughout. The numerical 
solutions comprised 3000 iterations which took approximately 1.3 hours 
of CPU time on a VAX 4100 machine. 
4.3 Flow visualisation 
A qualitative description of flow patterns was obtained through flow 
visualisation using the technique described in Chapter 2. Flow 
visualisation was possible for Re values up to 2000, as for Re > 2000 there 
was strong mixing inside the cavity and the water mist used as flow tracer 
diffused very rapidly. It should be noted that previous flow visualisation 
investigations within a similar cavity performed by Restivo (1979) were 
restricted to Re < 500 for similar reasons. 
Characteristic results are shown in Figure 4.4 for a Re = 1500. The Figure 
shows a sequence of four images recorded during the flow visualisation 
tests. The images were recorded at intervals of one second and indicate the 
instantaneous flow patterns under steady state conditions. The air stream 
entering the cavity remains attached to the ceiling surface until it reaches 
the end wall, where it is deflected downwards forming a small 
76 
recirculation zone on the corner of the upper and the end wall. This region 
cannot be distinguished in the reproduced images due to its small size, but 
was 'clearly evident during the tests. The main jet air stream is deflected 
downwards, forming a descending stream along the end wall which is 
directed toward the exit. In the vicinity of the outlet the jet is divided in 
two parts, one of which exits the cavity, while the other forms a large 
recirculation zone in the chamber. The irregular shape of the jet edge 
along the top of the chamber indicates entrainment of fluid from/to the 
recirculation region. The differences that can be observed between the four 
images are due to the turbulent nature of the flow: observations of the flow 
patterns over long periods of time (20 to 30 minutes) showed that the flow 
was steady. The visualisation showed that the flow pattern formed inside 
the cavity is highly three-dimensional. 
The flow visualisation experiments indicated that the flow remained 
laminar for Reynolds numbers up to 600. For Re's above this value, 
oscillations of the flow were observed, indicating transition to turbulent 
flow. Although it was not possible to record the flow patterns for Re > 
2000, it could be observed in the experiments that the flow was fully 
turbulent for Re > 4800. 
4.4 Predicted mean flow patterns 
Computational CFD predictions were performed for several flow rates 
which are tabulated in Table 4.1. The predictions were made using the 
standard x-E turbulent model for all the Reynolds numbers listed in Table 
4.1. For Re = 6000, predictions were also made with a modified "low-Re" 
K-e turbulence model in order to compare the two models. 
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The computational results are presented below in the form of velocity 
vector distributions, mean velocity and r. m. s. profiles, as well as contours 
of the kinetic energy of turbulence. For economy of presentation, the 
results for Re = 600,3600, and 8400 are described relatively briefly, while 
the results for Re = 6000 will be described in greater detail. 




Flow rate (m3/s) 
600 0.92 0.41 0.277E-03 
3600 5.55 2.46 1.66E-03 
6000 9.25 4.10 2.770E-03 
6000 low-Re K-c model 9.25 4.10 2.770E-03 
8400 12.95 5.74 3.880E-03 
Table 4.1 
4.4.1 Predictions with the standard x-c turbulence model, Re = 600 
As mentioned earlier, the flow visualisation indicated laminar flow for Re 
> 600. Predictions were however made for Re = 600 with the x-c model, 
i. e. assuming fully-turbulent flow. Predictions made assuming laminar 
flow at Re = 600, without employing the turbulence model, yielded 
essentially identical results to those presented below. It must be noted that 
there is no consensus in the published literature regarding the Re values at 
which the flows become turbulent (Restivo (1979), Nielsen (1972), 
Mohammad (1986), Setrakian (1988), Skovgaard (1991)). Therefore, it 
was decided to treat the Re = 600 flow as turbulent, primarily to ascertain 
the effect of flow rate/Reynolds number on the mean flow and turbulence 
energy in the chamber. 
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The three-dimensional velocity vector distribution for Re = 600 is 
presented in Figure 4.5. This three-dimensional representation shows the 
main features of the flow pattern predicted for this particular Reynolds 
number through the presentation of the vectors in the x/W = 0.0, y/H = 0.0 
and z/L = 0.0 planes. The air flow stream can be seen entering the cavity 
and moving towards the opposite wall. The jet remains attached to the 
ceiling until it has reached the end wall. Once it has reached the end wall, 
the air stream is deflected downwards flowing along the end wall where it 
is divided. One part of the stream exits through the cavity outlet, while the 
other part forms a large recirculation zone. Steep velocity gradients can be 
observed along the jet trajectory; these gradients are considerably smaller 
in the recirculation zone. 
Other than the jet region, there are two main flow features. First, the large 
recirculation region occupying around 25% of the area of the symmetry 
plane, which has its centre at z= 261 mm and y= 56 mm in this plane. 
Second a small vortex is formed in the corner of the top and end walls, as 
also evidenced in the flow visualisation tests. This vortex is around 21 mm 
long and 4 mm high in the symmetry plane. 
The predicted flow pattern exhibits all the flow features observed in the 
flow visualisation. The predicted and observed length of the large 
recirculation zone are very similar (approximately 0.25 m). The size and 
location of the small recirculation in the upper/end wall corner and the 
trajectory of the air jet are also very similar in experiment and simulation. 
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4.4.2 Predictions with the standard x-E turbulence model, Re = 3600 
The velocity vector distribution for Re =3600 is shown in Figure 4.6. The 
velocities show similar features to those for Re = 600, such as the large 
recirculation region and the small recirculation zone near the upper/end 
wall corner. Due to the higher flow rate for this Re, the velocity 
magnitudes are larger. The air stream remains clearly attached to ceiling 
surface possibly due to the -- -, - Coanda' effect. The magnitude of 
the vectors in the recirculating flow (occupied zone) has also increased. 
The -recirculation zone has been displaced toward the centre of the 
symmetry plane and its centre (z = 260 mm, y= 70 mm) is located at 
around 3/4 of the cavity length from the inlet. The centre of this 
recirculation in the symmetry plane is now at z= 261.40 mm and y= 50 
mm; the centre has been displaced towards the bottom of the chamber by 
only 5 mm compared to the Re = 600 case. 
The small corner recirculation is reduced in size as the increased 
momentum of the inlet jet at this Re results in higher velocities and thinner 
boundary layers along the ceiling of the chamber. Comparison of Figures 
4.5 and 4.6 shows that the shape of the boundary layers is significantly 
altered as Re is increased. For Re = 600 the boundary layer profile 
indicated by the vectors is nearly parabolic, as might be expected for this 
essentially laminar flow. This is in contrast to the steeper near-ceiling 
gradients present with Re = 3600. 
1 "The proximity of a surface to one side of the supply inlet restricts the fluid entrainment to that side. This causes a 
pressure difference across the jet which curves it towards the surface, further reducing the entrainment to that side of 
the jet" (Awbi (1991)). The curvature of the jet increases and remains attached to the surfaces. This effect can be 
seen in Figure 4.29b, that compares velocity profiles for different Re numbers at za 200 mm, when the air jet has 
traveled % of the cavity length. 
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4.4.3 Predictions with the standard K-s turbulence model, Re = 6000 
The predicted velocity vectors and x contours at Re = 6000 are presented 
in Figures 4.7- 4.12 and several aspects of the, development of the 
incoming jet flow are analysed. 
The velocity magnitudes are higher as the flow rate is twice that for Re = 
3600. Again as a consequence of the Coanda effect, the incoming air jet 
remains attached to the ceiling until it has reached the opposite wall, 
where a small recirculation zone is again formed. This recirculation can be 
seen in Figures 4.7 and 4.8 but is more evident in Figure 4.10. 
In Figure 4.8 the vectors at the z/L = 3.0, y/H = 1.0 and x/W = 0.5 planes 
show the air flow patterns at the cells closest to the lateral wall, the end 
wall and the ceiling. It can be seen that the jet remains attached to the 
ceiling and very little spread sideways can be observed. The air flow along 
the lateral wall indicates the presence of a recirculation zone as in the 
symmetry plane (Figure 4.7) but the magnitudes of the reverse velocities 
in the x/W = 0.5 plane are around 50% of those in the symmetry plane. 
Figure 4.9 shows the vectors in different vertical planes along the cavity 
length. The spread and throw of the jet along its trajectory through the 
cavity can be seen more clearly in this Figure. The air stream spreads from 
the half-width symmetry plane 15 mm at z= 50 mm and 30 mm at z= 150 
mm. Along the end wall, the jet spreads diagonally. Again, the three- 
dimensionality of the air flow inside the cavity is evident in Figure 4.9. 
The jet horizontal spread of the jet does not exceed 30 mm. The velocity 
of the incoming air stream decays with distance from the jet, from 9.35 
m/s to around 5.0 m/s, near the end wall. 
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Figure 4.10 shows the vectors in the symmetry plane (x/W = 0.0) and 
Figure 4.11 in the plane x/W = 0.4. The flow pattern in Figure 4.10 shows 
the recirculation zone formed on the upper end wall corner. This zone is 
20 mm long and 5 mm high at this Re, an increase of around 5% in length 
and decrease of 20% in height compared to Re = 600. When the vector 
distribution of Figure 4.10 is compared with that in Figure 4.11, it can be 
observed that the magnitude of-the vectors has decreased significantly at 
the x/W = 0.4 plane: although both the jet and the recirculating flow are 
still in evidence in the latter plane, the velocity magnitudes in these 
regions do not exceed 2.66 m/s and 2.97 m/s respectively. The 
corresponding values in the symmetry plane and near the centre of the 
chamber are around 9.35 m/s and 3.99 m/s respectively. 
Figure 4.12 shows the contours of the kinetic energy of turbulence along 
the symmetry plane. The kinetic energy values decrease as the jet flow 
moves along its trajectory. The highest values of x are found along the jet 
trajectory. The x contours follow closely the pattern of the velocity 
distribution. Along the floor and in the recirculation zone the K values are 
considerably smaller (0 - 0.9 m2/s2) than those predicted for the jet core 
(3.0 - 4.3 m2/s2) The predicted K values were found to be uniformly low 
(below 1.2 m2/s2) across 75% of the cavity cross-section. 
4.4.4 Predictions with the low-Re r, -F, turbulence model, Re = 6000 
Further predictions were carried out for Re = 6000, using a different 
numerical approximation for the zone close to the walls, known as the 
low- Re x-c turbulence model. The purpose of this test was to assess the 
suitability of this model in comparison to the standard x-c turbulence 
model. The results are shown in Figures 4.13 to 4.15. It can be seen that 
there are no appreciable differences between these results and those 
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obtained for this Re using the standard x-s model. However the CPU time 
required for the calculations increased by 25% compared with the standard 
K-e model calculations, due to the additional equations that had to be 
solved. Figure 4.13 shows a three-dimensional velocity vector distribution 
while Figure 4.14 shows the vectors in the symmetry plane. When these 
results are compared with the predictions presented in Figures 4.10 and 
4.11 respectively, it can be seen that the small recirculation region on the 
upper/end wall corner predicted with the standard x-s turbulence model is 
larger by approximately 1.0 mm in length and height. Another difference 
is found in the velocity magnitudes on the reverse flow, close to the 
bottom wall below the inlet: in this region, velocities are higher by around 
80% with the low-Re x-s turbulence model. 
Contours of the kinetic energy of turbulence at the plane of symmetry are 
shown in Figure 4.15. The overall distribution is similar to the one 
predicted by the standard x-E model. The turbulent kinetic energy is 
predicted to be around 20% lower than with the standard K-c model 
(Figure 4.12). For example, a maximum of 3.5 m2/s2is predicted for the 
low-Re K-E turbulence model compared with a maximum of 4.3 m2/s2 
predicted by the standard x-E model. 
4.4.5 Predictions with the standard K-E turbulence model, Re = 8400 
In this section calculations obtained for Re = 8400 using the standard K-C 
turbulence model are presented. The three-dimensional velocity 
distribution and the main features of the flow pattern predicted can be seen 
in Figures 4.16 to 4.19. Figure 4.16 shows the velocity vector distribution 
in the plane of symmetry and near the floor and the inlet wall. Figure 4.17 
shows the velocity vector distribution along the ceiling, lateral and bottom 
walls and Figure 4.18 the vectors in the symmetry plane. The centre of the 
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main recirculation region is now at z= 271 mm and y= 45 mm, i. e. it is 
found nearer the bottom part of the chamber and closer to the end wall 
compared to lower Re's. The length and the height of the jet are also 
modified. The small recirculation zone near the upper/end wall corner is 
predicted to be shorter compared with that for Re = 6000 using the 
standard x-c model. This is attributed to the increase of the flow rate and 
consequently of the momentum of the jet, manifested by the increase of 
the values of the mean velocities The width of the region is similar (within 
1 mm) to that predicted for Re = 6000. In the recirculation zone the mean 
velocities are around 30% larger than those predicted for Re = 6000. 
Except for the expected increase in velocity magnitudes and the small 
changes in sizes of the recirculations, the solution shows practically the 
same flow pattern to that for Re = 6000. This suggests that the air flow 
patterns become essentially independent of the Reynolds number for Re > 
6000, while between Re = 3600 and 6000, the shape of the jet profile is 
modified as well as the centre of the large recirculation zone as mentioned 
above. Previous investigations in a cavity with similar aspect ratio, have 
observed this through both experiments (Restivo (1979)) and predictions 
(Lemair (1992)). 
Contours of the kinetic energy of turbulence at the plane of symmetry can 
be seen in Figure 4.19. The contours are similar to those predicted for Re = 
6000, but their magnitudes are nearly 100% higher in the jet core. In 
conclusion, both the mean flow and turbulence energy predictions show 
that the flows at different Re's are similar. The sizes and centres of the 
recirculations vary slightly with Re, but the variations are very small and 
the flow pattern might be considered to be independent of Re for Re > 
6000. 
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4.5 Comparison of predictions and experimental data 
4.5.1 Comparisons at Re = 6000 
The numerical calculation results presented in the previous sections are 
compared below with the experimental data obtained using the LDA 
technique described in Chapter 2. Numerical and experimental mean 
velocity profiles in the plane of symmetry for Re = 6000 are compared in 
Figure 4.20. -It can be observed that the velocities in the recirculation 
region are predicted well in the z= 150,200 and 250 mm profiles. It can 
be seen as well that the numerical method predicts well the mean velocity 
distributions in the incoming air jet core along the ceiling: the LDA and 
CFD results in this region are nearly' identical at z= 50,100,150 and 200 
mm. 
Considering that in the predictions plug-flow inlet velocity profiles were 
specified at the inlet, agreement with the LDA data is excellent. This result 
indicates that it may not always be necessary to use experimental data at 
the CFD inlet boundary. This is further confirmed by comparison of the 
measured and predicted jet spread, which is also well predicted in the x- 
direction, as discussed later in this chapter. 
The mean velocity values in the recirculation zone were underpredicted by 
10% at z= 250 mm and overpredicted by 20 and 30% at z= 50 and 100 
mm respectively. However, the general agreement between experimental 
data and predictions is qualitatively excellent across most of the cavity and 
quantitatively very good across nearly two thirds of the plane shown. 
In Figure 4.21 measured and predicted profiles of the x are compared. The 
x is underpredicted by the numerical method across most of the profile 
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shown. The experimental kinetic turbulence energy was obtained through 
the r. m. s. values measured at z= 200 mm for the 3 velocity components; 
the u', v' and w' profiles are shown in Figure 4.22. It can be observed in 
Figure 4.22 that in the jet core and near the floor area the flow is strongly 
anisotropic while close to the centre, for 0.02m <y<0.06m, it is nearly 
isotropic. This behaviour could explain the differences found in Figure 
4.21. These differences may be attributed to the implicit assumption of 
local isotropy made in the formulation of the standard x-c turbulence 
model; this will be discussed later in more detail. A representation of the 
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turbulence levels as 1.1 was suggested by Nielsen (1991) when 
experimental values of one or more turbulence levels are not available. A f 
comparison of the measured u' levels with the predicted 1.1 values is 
shown in Figure 4.23. This plot shows, as well as Figure 4.21, that the 
numerical method underpredicts the x values. Similar observations have 
been made by Heikkinen (1991) and Chen (1991) for two-dimensional test 
predictions of flows in ventilated chambers. 
Another possible reason for the underprediction of K is the presence of 
mean velocity fluctuations due to instabilities (flapping) of the jet 
emerging from the inlet. Although such flapping could not be observed at 
Re = 6000 in the visualisation test, it has been observed in many jet flows 
(Chen et al (1994), Naradajah (1992)). Ensemble-average LDA 
measurements interpret such mean velocity variations as an increase in the 
r. m. s. values and therefore predicted values of K will be lower as the 
variations are not accounted in the modelling. Time-resolved LDA 
measurements can be utilised to remove this variation and calculate the 
true levels of turbulence using, Fast Fourier Transform (FFT) and filtering 
techniques (see, for example, Balabani and Yianneskis (1996)). As 
suitable signal processing equipment was not available for the experiments 
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presented in this thesis, such measurements could not be obtained. It 
would be interesting though to determine whether such mean flow 
variations are present in this flow and to quantify them in future work. 
This will be discussed further in Chapter 8. 
4.5.2 Comparisons at Re = 8400 
The numerical calculations for Re = 8400 are compared in this section 
with the experimental data obtained. Figure 4.24 shows a comparison of 
the numerical and experimental mean velocities in the plane of symmetry. 
It can be observed that the predicted recirculation velocities are again 
higher at z= 50 and 10 mm, but are well predicted at z= 150 and 200 mm, 
as was the case with the predictions obtained for Re = 6000. The mean 
velocities along the incoming air jet core along the ceiling have been in 
general well predicted as for Re = 6000 and qualitative and quantitative 
agreement is good across most of the plane. 
Experimental and numerical comparisons of the kinetic turbulent energy 
are shown in Figure 4.25, while the r. m. s. values measured at z= 200 mm 
for the 3 velocity components are again shown separately in Figure 4.26. 
The kinetic turbulent energy has again been underpredicted by the 
numerical method. As before, these differences can be attributed to the 
flow anisotropy shown in the experimental results of Figure 4.26 and the 
local assumption of isotropy implicit in the turbulence model used. A 
comparison of turbulence levels calculated from the predictions using 
Nielsen's (1991) proposed expression for the representation of the 
turbulence levels and the measured u' levels is shown in Figure 4.27. This 




4.6.1 Flow and turbulence structure 
The experimental and numerical results presented in the previous section 
confirmed the presence of a highly three-dimensional flow in the cavity, 
which is produced by the interaction of the incoming high momentum air 
jet with the geometry of the cavity, and the presence of the Coanda effect 
for high Reynolds numbers. The main features of the flow are the large 
recirculation zone centred around 3/4 of the length of the cavity from the 
inlet and a small recirculation zone at the upper/end wall corner, which 
were predicted by the numerical method and observed through flow 
visualisation. This particular behaviour can be observed in all the cases 
studied in previous sections, and confirm previous experimental and 
numerical investigation in a cavity with a similar aspect ratio by Restivo 
(1979). The maximum velocities have been found along the incoming core 
jet and the maximum velocities in the recirculation zone are located at 
around two thirds of the cavity length from the inlet. The results shown 
here corroborate the progressive decay of the jet velocity. In Figure 4.28 
the non-dimensional velocity profiles of the measured data are compared 
with the measurements of Sforza and Herbst (1967) for the decay of a 
three dimensional wall jet with w/h = 40, and of Verhoff (1963) for a two- 
dimensional jet. The velocity u and distance from the ceiling have been 
normalised with the maximum velocity in the jet (um. ), and the height 
(Yl12), respectively. 
The measured variations of u/ um,, at z= 100 and 200 mm in the present 
flow are similar to those of the earlier investigations and indicate that the 
incoming jet is akin to a wall jet, in agreement with the findings of Nielsen 
(1972) and Restivo (1979). The peak in the velocity profile in the present 
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flow is located however at y/ Yl12 = 0.50 compared with 0.25 in the wall 
jet flows. 
The experimental results showed that in some regions inside the cavity the 
flow is anisotropic and in some isotropic. The experimental results were 
compared with their predicted counterparts and the comparison showed 
clearly that the numerical method underpredicted the K values; this is 
probably due to the implicit assumption of local isotropy made in the 
turbulence model formulation. Although only one value of K was used as 
the initial condition, Skovgaard (1991) has reported that the effect of the x 
values specified at the inlet is negligible. A Reynolds stress model capable 
of accounting for anisotropy might improve predictions of the levels of K. 
However, the possibility of the presence of mean flow variations which 
would result in an overestimation of the turbulence levels should be 
further investigated, as mentioned earlier. 
4.6.2 Effect of Reynolds number 
The experimental and numerical results presented in the previous section 
confirmed that the air flow patterns for this particular geometry become 
independent of the Reynolds number, for Re > 6000, for this type of inlet 
configuration. Above Re = 6000, an increase of the Reynolds number 
results in an increase of the magnitude of the velocity vectors and of the x 
values but the flow structure remain qualitatively similar. The Coanda 
effect on the incoming jet becomes clearly apparent when the Re is 
increased over 2400, while for Re = 600 this effect is not manifested. 
The variations of the jet half width (jet spread) with axial distance in the 
symmetry plane is shown in Figure 4.29 for three different Re's. It can be 
observed that YI12 increases with axial distance as the flow develops 
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further. The rate of spread decrease with increasing Re. Polynomial fits 
were applied to the curves of this Figure. The results show that the 
polynomials for Re 6000 and 8400 are very similar, supporting the 
observation that the air flow becomes independent of the Reynolds 
number. 
The velocity magnitudes over the cavity length in the jet and in the 
recirculation zones increase by 30 to 40% with an increase in Re from 
6000 to 8400. The small recirculation zone in the upper/end wall corner 
reduced in size by 20 to 30% with an increase of the Re from 6000 to 
8400. 
4.6.3 Assessment of the effect of the turbulence model used 
The predictions of the mean flow were found to be in very good agreement 
with the experimental data, although the levels of turbulence were 
underpredicted by more than 30% in some parts of the chamber. Because 
of the two different turbulence models used, further analysis of certain 
aspects of the predicted mean velocities and turbulent parameters is called 
for. Predictions of the decay of the maximum velocity (drop and throw), 
the maximum velocity in the recirculation zone (occupied zone), and the 
of jet spread (or growth of the jet width), can be seen in Figures 4.30 to 
4.37. 
Figure 4.30 shows the decay of the maximum velocity in the jet at y= (H- 
h)/2 predicted for Re = 6000, while in Figure 4.31 the variation of the 
reverse velocity near the floor surface at, y= h/2 is shown. Due to the 
different wall functions used, the curve predicted by the low Re model in 
2 Further experimental and numerical tests were carried out at Re number 3500,4000,5000 and 5500. The results of 
these tests are not shown here due to lack of space. Figure 4.29b shows how the velocity profiles for Re - 6000 and 
8400 are almost equal. 
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Figure 4.30 indicates that a thinner layer is formed along the ceiling 
compared to the solution with the standard x-e turbulence model. Larger 
differences between the predictions in the turbulence models appear to be 
present between the occupied zone flow region (Figure 4.31), at y= h/2, 
i. e. at z= 150 mm and the inlet wall, where the standard 
r, -F, turbulence model predicted larger velocities as can be seen in Figure 
4.31. 
Figure 4.32 shows the measured and predicted axial velocity decay against 
the rectangular wall jet decay results of Viets and Sforza (1966) for w/h = 
10. The measured- velocity decay is slightly overpredicted by the 
calculations. This has also been observed by Heikkinen (1991) and 
Skovgaard (1991) for a two-dimensional wall jet. The data of Viets and 
Sforza (1966) indicate a more rapid decay of u/uo for z/H z 0.5 than the 
current flow, this might be expected to stem from the differences in the 
flow geometries. 
Both methods predicted the small recirculation zone formed when the jet 
is deflected downwards near the end wall, as described in detail in 
previous sections. This small recirculation zone has not been predicted by 
previous investigations of flows in two-dimensional cavities (Chen (1991), 
FIeikkinen (1991), Skovgaard (1991), Lemair (1992)). It has been reported 
that the low-Re x-c turbulence model performance is improved if the y+ 
range is between 5 to 30 (Skovgaard (1991), Chen (1991)); in the case of 
the present predictions y+ does indeed fall in this range. 
Figures 4.33 and 4.34 show the velocity variations in the z/L = 100 mm 
and z/L = 200 mm respectively in horizontal planes at locations near the 
ceiling (y = (H-h)/2) and floor (y = h/2) surfaces. It can be suggested that a 
faster decay of the measured velocities corresponds to a faster growth in 
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the jet width at y= (H-h) /2 (the jet core zone). Differences in the 
predictions obtained with the two models are larger at z= 100 mm, while 
in Figure 4.34 at y= h/2 the air stream shows very similar velocity 
magnitudes predicted by both turbulent models along the horizontal plane. 
The predicted mean velocity decay at y= (H-h)/2 and x/W = 0.0 is shown 
in Figure 4.35, while the mean velocity in the occupied zone at y= (H-h)/2 
is shown in Figure 4.36, both for Re = 8400. Practically the same 
behaviour as observed in Figures 4.30 and 4.31 for Re = 6000 can be seen. 
Figure 4.37 shows the horizontal spread of the jet at z/L = 100 mm and at 
z/L = 200 mm respectively for Re = 8400 at two locations: y= (H-h)/2 
(ceiling surface) and y= h/2 (floor surface), for the jet core and the reverse 
flow. The behaviour is again quite similar to that observed for Re = 6000. 
Results at z= 200 mm are not included for economy of presentation; they 
showed a similar trend of those observed for Re = 6000. Similarly, the jet 
growth (spread) for Re = 8400 is not shown as it exhibited very similar 
behaviour to that for Re = 6000 in Figure 4.32. 
The distribution of the velocities in the occupied zone is more uniform 
than that in the jet core. Heikkinen (1991) found that the kinetic turbulent 
energy was also predicted to be lower than the measurements near the 
ceiling, while agreement at locations near the floor was poor. It was 
reported that differences can be larger near the floor due to numerical 
diffusion (Heikkinen (1991)). Chen (1991) suggested that such differences 
are due to an underestimation of the v' and w' levels, in agreement with 
the present finding that x's (and its constituent r. m. s. levels) is 
underestimated. 
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4.7 Concluding remarks 
1. Flow visualisation of the flow patterns inside the cavity with a 
horizontal jet issuing from a high-wall inlet for Re up to 2400, showed the 
presence of a highly three-dimensional jet. By utilising a water droplet 
aerosol it was possible to visualise the flows at Re's considerably higher 
than those achieved in earlier investigations (Restivo (1979)). These flow 
visualisation tests showed a large zone of recirculation occupying 25 to 
30% of the chamber. A smaller recirculation zone was observed on the 
upper end wall corner. 
2. CFD predictions of the flow were made and assessed against the 
experimental results, both flow visualisation recordings and LDA 
measurements. The predicted incoming air stream formed a wall-type jet, 
due principally to the Coanda effect. The maximum velocities were found 
in the jet core zone. In the recirculation zone the highest velocities are 
located around 3/4 of the cavity length from the inlet. 
3. The kinetic energy of turbulence was highest in the vicinity of the 
incoming jet. Elsewhere, the x values decrease in the recirculation zone, 
and remain low over the remainder of the cavity. It was found that the 
numerical methods used predict well the velocities in the air jet core, but 
underpredict them in some parts of the recirculating zone. The kinetic 
energy of turbulence was underpredicted by both turbulence models. 
However, the agreement between experimental and predicted mean 
velocities is qualitatively and quantitatively excellent over many parts of 
the flow with both models. 
4. Differences between the two numerical models used are not significant, 
apart from the CPU time used for each method to obtain a converged 
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solution. Values of the kinetic energy of turbulence predicted by the low 
Re model were lower than those obtained using the standard K-c model. 
The standard x-e model seems to be more adequate for the purposes of 
this calculation, using less computational time and predicting more 
accurately both the mean flow and in particular the recirculation zones 
found near the upper end wall corner and the lower rear wall corner and 
the turbulence levels. 
5. The experimental and numerical results presented in this chapter 
indicate that the air flow patterns for this particular geometry become 
independent of the Reynolds number for Re > 6000. 
6. An increase of the Re from 3600 to 6000 produce an increase of the 
magnitude of the velocity vectors and the x values, by around 60%, while 
for Re from 6000 to 8400; they increase around 40%, both for the jet core 
and the return flow zone. 
7. The incoming jet shows many similarities with two- and three- 
dimensional wall jet flows and indicate that data obtained from such flows 
could be used for a qualitative assessment of CFD predictions of the jet 











Figure 4.2 Numerical mesh. 
95 












-5 05 10 
Vol (m/a) 
Figure 4.3 Comparison of u velocity profiles at z=1.0, predicted with 
four different grid sizes; Re = 6000. 
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Figure 4.5 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 
and z/L = 0.0; Re = 600, standard x-c turbulence model. 
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Figure 4.6 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 
and z/L = 0.0, Re = 3600; standard x-E turbulence model. 
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Figure 4.7 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 
and z/L = 0.0; Re = 6000, standard K-E turbulence model. 
100 
14.92 m/s. Min : 3.6479E-02 Max : 9.3261E+00 
Y 
zx 
Figure 4.8 Velocity vector distribution in the planes x/W = 0.5, y/H = 1.0 
and z/L = 3.0; Re = 6000, standard K-c turbulence model. 
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Figure 4.9 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 
1.5,2.0,2.5, and 3.0; Re = 6000, standard , c-s turbulence model. 
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Figure 4.10 Velocity vector distribution in the plane x/W = 0.0 
(symmetry plane); Re = 6000, standard K-E turbulence model. 
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Figure 4.11 Velocity vector distribution in the plane x/W = 0.4; Re = 







Figure 4.12 Turbulent kinetic energy contour in the plane x/W = 0.0 
(symmetry plane); Re = 6000, standard K-E turbulence model. Contour 
2 values in m/sý. 
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Figure 4.13 Velocity vector distribution in the planes x/W = 0.0, y/H = 
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Figure 4.14 Velocity vector distribution in the plane x/W = 0.0 
(symmetry plane); Re = 6000, low-Re K-E turbulence model. 
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Figure 4.15 Turbulent kinetic energy contour in the plane x/W = 0.0 
(symmetry plane); Re = 6000, low-Re x-s turbulence model. Contour 2 








Figure 4.16 Velocity vector distribution in the planes x/W = 0.0, y/H = 
0.0 and z/L = 0.0; Re = 8400, standard x-s turbulence model. 
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Figure 4.17 Velocity vector distribution in the planes x/W = 0.5, y/H = 
1.0 and z/L = 3.0; Re = 8400, standard x-c turbulence model. 
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Figure 4.18 Velocity vector distribution in the plane x/W = 0.0 
(symmetry plane); Re = 8400, standard K-s turbulence model. 
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Figure 4.19 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 8400, standard x-c turbulence model. Contours 
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Figure 4.20 Measured and predicted mean velocity in the plane x/W = 0.0 
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Figure 4.21 Measured and predicted kinetic energy of turbulence in the 
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Figure 4.22 Measured rms velocities in the plane x/W = 0.0 at z= 150 
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Figure 4.23 Measured and predicted rms velocities in the plane x/W = 0.0 
atz = 150 mm, Re = 6000. 
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Figure 4.24 Measured and predicted mean velocity in the plane x/W = 0.0 









Figure 4.25 Measured and predicted turbulent kinetic energy in the plane 
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Figure 4.26 Measured rms velocities in the plane x/W = 0.0 at z= 150 
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Figure 4.27 Measured and predicted rms velocities in the plane x/W = 0.0 
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Figure 4.28 Comparison of measured non-dimensional velocity profiles at z 
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Figure 4.29 Variation of jet half width (horizontal jet spread) for different 
Re's numbers. 
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Figure 4.29b Non-dimensional air velocity profiles for Re= 600,3600, 
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Figure 4.30 Predicted mean velocity decay in the plane x/W = 0.0 










0.00 0.05 0.10 0.15 0.20 0.25 0.30 
: (m) 











Figure 4.32 Measured and predicted velocity decay on symmetry plane 
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Figure 4.33 Predicted mean velocity at z= 100 mm on the horizontal 
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Figure 4.34 Predicted mean velocity at z= 200 mm on the horizontal 
planes y= (H-h)/2 and y= h/2, Re = 6000. 
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Figure 4.35 Predicted mean velocity decay in the plane x/W = 0.0 
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Figure 4.36 Predicted mean velocity in the occupied zone in the plane 
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Figure 4.37 Predicted mean velocity at z= 100 mm on the horizontal 
planes y= (H-h)/2 and y= h/2, Re = 8400. 
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CHAPTER 5 
MEASUREMENT AND PREDICTION OF THREE-DIMENSIONAL 
ISOTHERMAL FLOWS IN A CHAMBER VENTILATED BY A 
LOW-WALL JET. 
5.1 Introduction 
The results for the second flow configuration studied, a three-dimensional, 
square cross-section low-wall horizontal jet discharging into a rectangular 
chamber, are presented here. This second case corresponds to a side-wall 
mounted diffuser located close to the floor of a room, that forms a three- 
dimensional wall jet. Several aspects of the flow are studied through 
numerical simulation and experiments. The predictions were assessed by 
comparison with the measured mean velocity components and the 
corresponding turbulence levels and the results comprise predictions of 
three-dimensional isothermal flows for two different flow rates. In 
particular the variations of the inlet jet throw, spread and drop with Re 
were quantified. 
5.2 Experimental and computational details 
5.2.1 Flow configuration and LDA measurement locations 
Figure 5.1 shows the geometrical configuration of the second chamber 
studied, which has been described in detail in Chapter 2. Symmetry tests 
were made following the procedure explained in Chapter 4 for the first 
chamber. The tests corroborated the flow symmetry on either side of the 
symmetry plane. Four horizontal and four vertical locations were selected 
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where detailed profiles of the velocity and turbulence levels were obtained 
through LDA measurements. These where z/L = 1.0 and 2.0, in the x/H = 
0.0 plane. LDA measurements of all three components of the velocity u, v, 
w, and the corresponding r. m. s. values u', v', w' were made, while for all 
other locations only the w and v components were measured. 
5.2.2 Computational details 
The numerical CFD code described in Chapter 3 was used to obtain the 
predictions shown in this chapter. The boundary conditions were the same 
as for the first chamber (Chapter 4), apart from the position of the inlet and 
outlet, which are located on the same walls but with the inlet being near 
the floor and the outlet near the ceiling (see Figure 5.1). The three 
components of the velocity were calculated as well as the pressure, the 
kinetic energy of turbulence (K) and its dissipation rate (e). Mesh 
independence tests were carried out and the same mesh of 18x36x30 
volumes used for the first chamber was selected as it was found to provide 
a good compromise between accuracy and acceptable computer time cost. 
A characteristic comparison of velocity profiles at z= 200 mm calculated 
with four different mesh sizes is shown in Figure 5.2. It can be seen that 
with the 3 finer meshes the results are nearly identical. The flow over half 
of the chamber was simulated only, as the measurements showed that the 
flow was symmetrical about the x/W = 0.4 plane. Isothermal conditions 
were assumed throughout. The numerical mesh used for the calculation 
can be seen in Figure 5.3. Each numerical solution comprised 3000 
iterations and took approximately 1.3 hours of CPU time on a VAX 4100 
machine. 
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5.3 Flow visualisation 
The same range of flow visualisation tests described for the first chamber 
were also carried out for this flow. Figure 5.4 shows three characteristic 
flow visualisation images obtained fora Reynolds number of 1500 to 
provide a qualitative description of the flow patterns. A sequence of 
images taken with a one second difference is presented, to show the 
instantaneous flow patterns under steady state conditions. It can be seen in 
Figure 5.4 that the air stream entering the chamber remains attached to the 
floor surface until it reaches the end wall, where it is deflected upwards. A 
small recirculation zone is formed on the lower corner and the end wall 
similar to that found opposite the inlet in the high-wall jet flow of Chapter 
4 but again this cannot be distinguished in the images but could be clearly 
observed during the experiments. The main jet air stream is deflected 
upwards along the end wall, forming an ascending stream which is 
directed toward the exit located on the upper part of the end wall. Very 
close to the outlet the jet is divided in two parts, one of which exits the 
chamber, while the other forms a large recirculation zone in the chamber. 
As observed in the first chamber, the visualisation tests showed that the 
flow pattern formed inside the chamber is highly three-dimensional. 
Parcels of fluid can be observed, on the right side of all three images, to be 
entrained from the jet into the recirculation region. The air flow moves 
inside the recirculation region towards the ceiling. Subsequently, part of 
the recirculating flow moves backwards towards the inlet wall, while part 
of this flow is mixed with the main jet flowing along the floor of the 
chamber. 
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5.4 Predicted flow patterns 
CFD predictions were performed for two flow rates, corresponding to 
Reynolds numbers of 3600 and 6600. The standard K-E turbulent model 
was used for these two predicted cases. For Re = 6600, a modified "low- 
Re" x-s turbulence model was also used in order to assess its suitability 
for this flow. The 3 cases predicted are listed in Table 5.1 below 




Flow rate (m3/s) 
3600 5.55 2.46 0.001665 
6600 10.17 "4.52 0.0030525 
6600 low-Re K-s m. 10.17 4.52 0.0030525 
Table 5.1 
The computational results are presented below in a similar format to that 
used in Chapter 4, as velocity vector distributions, mean and r. m. s. 
velocity profiles, and contours of the kinetic energy of turbulence. 
5.4.1 Predictions with the standard K-c turbulence model, Re = 3600 
Figures 5.5 to 5.10 show the three-dimensional velocity vector distribution 
for Re = 3600. Figure 5.5 shows the velocity vector distribution in the x/W 
= 0.0, y/H = 0.0 and z/L = 0.0 planes. The air flow stream enters the 
chamber and remains attached to the floor surface until it has reached the 
end wall (Coanda effect). Subsequently as the air stream moves upwards 
along the end wall it is divided near the ceiling: one part of the stream 
exits through the chamber outlet, while the other part forms a large 
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recirculation zone. The centre of the recirculation zone on the symmetry 
plane is located at z= 274 mm and y= 47.6 mm. 
Figure 5.6 shows the vectors on the x/W= 0.5, y/H= 1.0 and z/L = 3.0 
planes. It can be observed that once the air flow reaches the end wall, it 
spreads diagonally toward the lateral wall and ceiling. At x/H = 0.5 (lateral 
wall), the flow moves towards the ceiling surface and the velocity 
magnitudes are 50% smaller compared with those found over the 
symmetry plane (Figure 5.5). Figure 5.7 shows velocity vectors in seven 
different vertical planes along the chamber length. The jet clearly remains 
attached to the floor surface, while the jet spread and throw are indicated 
by the vector distributions along the jet trajectory. The jet spreads before it 
reaches the end wall and although the velocities in the jet decay with 
increasing distance from the inlet stream, the jet maintains sufficient 
momentum to impinge on the end wall opposite the inlet. 
Figure 5.8 shows the velocity vectors along the symmetry plane (x/W = 
0.0). The recirculating zone formed on the lower/end wall corner can be 
seen to be around 10 mm long and 3 mm high. The vectors in the x/W = 
0.4 plane close to the lateral wall are presented in Figure 5.9. In 
comparison with the velocities in Figure 5.8, it can be noticed that the 
magnitude of the vectors has decreased by around 60 to 70%. The main 
recirculation is evident in this plane as well, with its centre located at x= 
54.0 mm and z= 196.0 mm. 
The contours of the kinetic energy of turbulence along the symmetry plane 
(x/W = 0.0) can be seen in Figure 5.10. The highest values of K are found, 
as expected, along the jet trajectory, and decrease with distance from the 
inlet from 1.07 m2/s2 in the jet core near the inlet to 0.08 m2/s2 at the edge 
of the jet. 
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5.4.2 Predictions with the standard x-c turbulence model, Re = 6600 
Figures 5.11 to 5.16 present the results for Re = 6600. In Figure 5.11 the 
vectors in the x/W = 0.0, y/H = 0.0 and z/L = 0.0 planes are shown (as for 
Re = 3600 in Figure 5.5). The incoming air jet remains attached to the 
floor surface until it reaches the opposite wall, where a small recirculation 
zone, 17.54 mm long and 2 mm high, is formed. This region is smaller 
than for Re = 3600 by around 20% and its centre its located around 3 mm 
nearer the end wall than at the lower Re. The velocity magnitudes have 
increased by around 45 -50% compared with those predicted for Re = 
3600. The overall flow pattern remains unchanged and the main 
differences are found along the jet core trajectory, where the shape of the 
boundary layer has changed. 
Figures 5.12 and 5.13 may be compared with Figures 5.6 and 5.7 
respectively to assess the corresponding spread and throw of the incoming 
jet as it flows towards the end wall. Once has reached the end wall the air 
stream spreads diagonally toward the lateral wall and ceiling, as for Re = 
3600. 
Figure 5.14 shows the velocity vectors on the symmetry plane (x/W = 0.0). 
The air jet seems to flow closer to the floor surface for Re =6600, than for 
Re = 3600, with steeper velocity gradients being present along the floor 
surface. Figure 5.15 shows the velocity vector distribution in, the x/W = 0.4 
plane. Comparing Figures 5.14 and 5.15, it can be observed that although a 
recirculating flow is evident at x/W = 0.4, the magnitude of the velocity 
vectors has decreased by around 60% between x/W = 0.0 and 0.4. 
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The contours of the kinetic energy of turbulence for Re = 6600 can be seen 
in Figure 5.16. The distribution of the kinetic energy is similar to that 
obtained for Re = 3600. The kinetic energy inside the chamber has doubled 
with a maximum value of 3.7 mz/s2. 
5.4.3 Predictions with the low-Re K-s turbulence model, Re = 6600 
In order to assess the suitability of the low Re x-E turbulence model for 
the simulation of the flow a second set of predictions were carried out for 
Re = 6600. Figures 5.17 to 5.22 show the corresponding results. No 
appreciable differences between these figures and the previous results 
obtained for this Re using the normal K-E turbulence model can be 
observed. However there was an increase of 25% on the CPU time 
required for the calculations due to the additional equations that had to be 
solved. 
Figures 5.17 to 5.19 show three-dimensional velocity vector distributions, 
while Figure 5.20 and 5.21 present the vectors in the symmetry plane (x/W 
= 0.0) and in the x/W =0.4 plane near the lateral wall. Comparing Figure 
5.20 (low Re K-s) and Figure 5.14 (standard x-E), only small differences 
can be found. For example, on the lower/end wall corner, the small 
recirculation zone is reduced in size to 15.25 mm in length by 1.5 mm in 
height, i. e. it is predicted to be around 15% smaller than with the standard 
tc-c model. 
Figure 5.22 presents the predicted contours of the kinetic energy of 
turbulence in the plane of symmetry. The low-Reynolds model has 
predicted values of K which are larger than those obtained with the 
standard K-E, by around 10%. Otherwise the overall distribution of K is 
similar to those described earlier for the Re = 3600 and 6600 cases. 
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5.5 Comparison of predictions and experimental data 
5.5.1 Comparisons at Re = 3600 
Comparisons between the predictions and the LDA measurements are 
presented in this section. In Figure 5.23 the mean velocities in the plane of 
symmetry (x/W = 0.0) for Re = 3600 are compared. There is good 
qualitative and quantitative agreement. The mean velocities in the 
recirculation zone have been predicted well at both z/L = 1.0 and z/L = 
2.0: the predicted values are on average 10% lower. Along the incoming 
air jet core, the numerical method tended to overpredict the mean velocity 
by around 20% at z= 100 mm and 10% at z= 200 mm, while the core 
zone has been overpredicted by 10 to 15% at z= 100 mm. The predicted 
mean velocities near the ceiling match the measured data, while in the jet 
core zone the mean velocities have been overpredicted 15 to 20%. 
A comparison of the predicted and measured kinetic turbulent energy at z 
= 200 mm in the x/W = 0.0 plane is shown in Figure 5.24. The kinetic 
turbulent energy has been underpredicted for 0.01 m<y <0.1 in but is 
overpredicted for y<0.01 m. In contrast to the corresponding comparisons 
made in Chapter 4, the value of x is overpredicted in the core of the jet. 
This may be related to the fact that the maximum of the predicted mean 
now profile is located at a higher y location than in the experiment, and as 
result the near-wall velocity gradient where x is high is also located higher 
than in the experiment. However, it is surprising that x is overpredicted 
anywhere in the flow, especially as any broadening of the measured r. m. s. 
values due to 'flapping' of the jet would tend to produce higher x values. 
The inability of the K-e model to account for the anisotropy of turbulence 
across most of the flow may also be a reason for the discrepancy, as 
already mentioned in the previous Chapter. 
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As can be seen from the comparison of the u', v' and w' levels shown in 
Figure 5.25, the present flow case is strongly anisotropic, particularly near 
the top and bottom walls. Similarly, comparing the predicted 1.1 values 
(Nielsen, 1991) with the measured u' levels (Figure 5.26), it can be seen 
there are large differences at most locations and clearly an assumption of 
isotropy is inappropriate. 
5.5.2 Comparisons at Re = 6600 
The numerical calculations for Re = 6600 using the standard K-c 
turbulence model were also compared with the LDA data. The results 
along the symmetry plane (x/W = 0.0) are plotted in Figure 5.27. It can be 
observed that the predicted mean velocity values have been overpredicted 
in the jet region around 15%. The mean velocity values in the recirculation 
zone are over- and under-predicted by 5 to 10% at z= 100 mm and z= 200 
mm respectively. All qualitative features of the LDA profiles are well 
reproduced by the predictions. 
Figure 5.28 shows the predicted and measured values of the kinetic energy 
of turbulence, at z= 200 mm in the x/W = 0.0 plane. In this case, the 
kinetic energy of turbulence is underpredicted. x is overpredicted only near 
the floor of the chamber. This was ascribed in part to the location of the 
predicted mean velocity gradient in the previous section. However, it can 
be noted from Figure 5.27 that the predicted maximum mean velocity at 
both z= 100 mm and z= 200 mm is located nearer the floor of the 
chamber then in the measured profile, in contrast to the comparison made 
earlier for Re = 3600. 
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Figure 5.29 shows a comparison of three individual measured r. m. s. 
profiles at z= 150 mm and x/W = 0.0. The turbulence levels in the middle 
of the profile are more similar than for Re = 3600 and near the wall and 
floor the turbulence is clearly anisotropic. Using Nielsen's expression it 
can be seen in Figure 5.30 that the kinetic energy of turbulence has been 
underpredicted. This was also observed for Re = 6000 for the first 
chamber. 
5.6 Discussion 
5.6.1 Flow and turbulence structure 
The results for the low-wall horizontal jet flow presented in sections 5.4 
and 5.5, 'as well as the results obtained for the first chamber geometry, 
confirmed the presence of a three-dimensional flow inside the chamber. In 
both geometries the Coanda effect is present for Re > 2000. The flow 
patterns in both cavities shows many similarities. A comparison of the 
flow patterns, suggests that the air velocities inside the two cavities are of 
similar magnitudes. In both cases, the incoming air jet remains attached to 
the ceiling/floor surface until it has reached the chamber end wall. Close to 
the ceiling the jet profile for the low-wall jet seems to spread less. 
The main feature of these flows is the recirculation zone which has its 
centre at around three-quarters of the chamber length from the inlet. The 
size of the recirculation zone in both cavities is similar, to within 5-10%. 
The centre of the large recirculation zone is located at the same distance, 
away from the inlet wall, and vertically it is at the same distance from 
either the floor (chamber 1) or the ceiling (chamber 2). The shape of the air 
jet core profile is different for chamber 1 and 2. This can be observed on 
the sharpest form of the velocity profile, for the jet core zone in chamber 2 
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(Figures 5.11 and 5.14), while the chamber 1 data (Figures 4.7 and 4.10) 
show a more rounded profile. The magnitude of the mean velocities 
increases across the whole domain with Re, but the flow pattern remains 
practically unaltered. In both chambers the numerical predictions show 
that a small recirculating zone is formed when the incoming air stream has 
reached the end wall. The maximum velocities have been found to be 
located along the incoming core jet and the maximum velocities in the 
return zone are located around 2/3 of the chamber length toward the outlet 
for both cavities. 
The decay of the velocity with distance from the floor ceiling was similar 
for both cases. Figure 5.31 presents the experimental data with the velocity 
u and the distance from the floor y normalised with the maximum velocity 
(Um. ) and the rate of spreading (y V2)3 respectively. The velocity 
variations reported by Sforza and Herbst (1967) and Verhoff (1963) are 
also shown for comparison. The results indicate the presence of a typical 
wall jet that is in agreement with the findings of Nielsen (1972) and 
Restivo (1979) as also shown in Chapter 4 for chamber 1. There is still a 
small difference in the location of the peak velocity, which is found at 
Y/Y1n = 0.25 for the experimental data and at Y/Yln = 0.50 for the 
approximation proposed by Sforza and Herbst (1967) and Verhoff (1963). 
The experimental results for chamber 2 as well as those for chamber 1, 
showed that in some regions inside the chamber the turbulence is 
anisotropic and in some isotropic. All the results presented for the kinetic 
energy of turbulence for both cavities (apart from those for Re = 3600) 
showed that the numerical method has underpredicted the value of x; this 
is possibly due to the type of implicit assumption of local isotropy made in 
3 See footnote page 130 
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the formulation of the x-s model used or the presence of jet flapping 
which is interpreted as higher r. m. s. values in the LDA data. 
The literature survey did not reveal any previous flow visualisation 
investigations within a geometrically similar chamber. Setrakian (1986) 
presented a study of the flow in an open chamber, in which the inlet is 
located beside the room floor. His study covered flow visualisation tests 
for different Reynolds numbers. However, most of the tests made by 
Setrakian were aimed at finding how the flow pattern is modified by the 
presence of an obstacle and direct comparisons with the present data 
cannot be made. 
5.6.2 Effect of Reynolds number 
A comparison of the experimental and numerical results obtained for the 
second chamber confirmed the assumption that the air flow patterns 
become independent of the Reynolds number for Re > 6000, as for the 
high-wall inlet configuration flow described in Chapter 4. Flow patterns of 
similar magnitude were found in both cavities. An increase of the Re 
produced an increase of the magnitude of the mean velocities and the Kc 
values. 
Figures 5.32. a and 5.32. b show the variation of the jet half width (jet 
spread) in the y and x directions respectively for two Re's. Figure 5.32. a 
shows the increase of the vertical jet spread with axial distance. Y/Yln4 is 
similar for both Re's at z=0.1 m but around 5% greater for the lower Re 
at z=0.2m. The horizontal jet spread is higher for Re = 3600 at x=0.1 m 
but lower at x=0.2 m. 
4 Y1/2 the jet velocity half width (the distance from the wall normal to the ceiling at which the velocity is half that of 
Umax. ). 
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5.6.3 Assessment of predictions and the effect of the turbulence 
models used 
Further analysis of the predicted velocities and turbulence parameters is 
given in this section. The analysis is given along similar lines to that for 
chamber 1. Predicted variations of the decay of the maximum velocity 
(drop and throw), and of the maximum velocity in the recirculation zone 
(occupied zone) are shown in Figures 5.33 to 5.38. 
Figure 5.33 shows the jet velocity decay predicted with the standard x-E 
turbulence model at y= (H-h)/2 in the x/W = 0.0 plane. When these results 
for chamber 2 are compared with the corresponding results for chamber 1, 
the velocity decay exhibits a similar trend (Figure 4.30), but in the present 
case the velocity decays more rapidly. 
For Re = 3600 the experimental results are also compared with the 
predicted mean velocities in Figure 5.34 which presents velocity profiles at 
y= (H-h)/2 and y= h/2 in the z/L = 2.0 plane. The maximum velocity 
decay (at y= h/2) for Re = 3600 has been overpredicted. On the other hand 
the mean velocities at y= (H-h)/2 have been underpredicted. 
Figure 5.35 presents the predicted jet velocity decay along the symmetry 
plane at x/W = 0.0 for Re = 6600. When compared with the corresponding 
results for chamber one, the differences found between the two predicted 
cases are small: the same velocity decay behaviour as for chamber 1 is also 
observed in chamber 2. Figures 5.35. (a) and 5.35. (b) show the measured 
axial velocity decay compared with the rectangular wall jet decay results 
of Hammond (1982) and Viets and Sforza (1966) respectively. The 
measured velocity decay compares well with the data of Hammond and 
Viets and Sforza. Although the experimental data show a more rapid 
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decay, this is probably attributed to the geometrical differences between 
the present flow and those of Hammond and Viets and Sforza. 
A comparison between the predicted mean velocity decay calculated by 
both turbulence models (standard x-c and low-Re x-c) is shown in Figure 
5.36 in the x/W = 0.0 plane (symmetry plane) at y= (H-h)/2. Differences 
between the 2 models can be seen along the jet trajectory for z>0.15 m. 
The low Re x-s model predicted lower (by 15%) mean velocities at the 
zone where the maximum velocity decay is found, between z=0.15 and 
0.27 m. Close to the end wall the standard K-e model has predicted mean 
flow velocities lower by 5% compared with the low Re x-c model. 
The mean velocity profiles at y= (H-h)/2 and y= h/2 in the z=1.0 mm 
and z= 200 mm planes are shown in Figures 5.37 and 5.38 respectively, 
for Re = 6600. The experimental data and predictions are similar to within 
20% in the jet core zone (y = h/2) and in the reverse flow (y = (H-h)/2) to 
within 10%. 
Finally it should be noted that the small recirculation zone near the end 
wall was predicted with both turbulence models. However, this 
recirculation has not been predicted in earlier numerical studies (Chen 
(1991), Heikkinen (1991), and Skovgaard (1991)), and such differences 
could be attributed to the size and distribution of the meshes or the 
numerical methods used. 
5.7 Concluding remarks 
1. Flow visualisation recordings in a chamber ventilated by a low-wall jet 
for Re up to 2000 showed the presence of a highly three-dimensional jet. 
The flow visualisation tests showed that the flow pattern in the second 
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chamber is in many ways similar to that in the first chamber. The flow 
pattern in both cavities shows a large zone of recirculation centred around 
3/4 of the chamber length from the inlet. A smaller recirculation zone was 
observed on the lower/upper end wall corner respectively. 
2. The predictions were assessed against the flow visualisation and LDA 
results and were compared qualitatively and quantitatively with the results 
obtained in chamber 1 where possible. The incoming air stream forms a 
wall type jet due partly to the Coanda effect. It was found that the 
numerical methods used, tended to overpredict the velocities in the air jet 
core zone, and underpredict them in the recirculating zone. The maximum 
velocities were found in the jet core, while in the recirculation zone they 
are located 3/4 of the length chamber from the inlet. 
3. The highest values of the kinetic energy of turbulence are found in the 
jet core zone. The values are lower in the recirculation zone. 
4. The agreement between experimental and predicted quantities is good 
for the results presented in this Chapter. Differences between the 
predictions with the 2 turbulence models used are not significant, apart 
from the CPU time used for each method to obtained a converged solution. 
The kinetic energy of turbulence was underpredicted by both the standard 
x-E and the low Re x-c models. The values of the kinetic energy of 
turbulence predicted by the low Re model were higher than those obtained 
through the standard K-c method. The standard Y, -c model proved to be 
more appropriate for the calculation, using less computational time and 
predicting more accurately the recirculation zones found near the upper 
end wall corner and the lower rear wall corner. 
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S. The experimental and numerical results presented in previous sections 
tend to help the assumption that the air flow patterns for the low-wall inlet 
geometry is essentially independent of the Reynolds number for Re 
numbers greater than 6000, these findings are supported by results not 
presented here, but are in agreement with those of Figure 4.29b. 
6. An increase on the Re from 3000 to 6600 resulted in a corresponding 








Figure 5.1 Flow configuration: schematic diagram of one-half of test 









Figure 5.2 Comparison of axial velocity profiles at z= 200mm predicted 











Figure 5.4 Flow visualization test at Re = 1500. 
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Figure 5.5 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 
and z/L = 0.0; Re = 3600, standard x-e turbulence model. 
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Figure 5.6 Velocity vector distribution in the planes x/W = 0.5, y/H = 1.0 
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Figure 5.7 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 1.5,2.0,2.5 and 3.0; Re = 3600, standard K-e turbulence model. 
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Figure 5.8 Velocity vector distribution in the plane x/W = 0.0 (symmetry 
plane); Re = 3600, standard K-e turbulence model. 
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Figure 5.9 Velocity vector distribution in the plane x/W = 0.4; Re = 3600, 
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Figure 5.10 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 3600, standard K-E turbulence model. Contour 
values in m2/s2. 
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Figure 5.11 Velocity vector distribution in the planes x/W = 0.0, y/H = 
0.0 z/L = 0.0; Re = 6600, Standard r, -E; turbulence model. 
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Figure 5.12 Velocity vector distribution in the planes x/W = 0.0, y/H = 
1.0 and z/L = 3.0; Re = 6600, standard K-s turbulence model. 
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Figure 5.13 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 1.5,2.0,2.5,3.0; Re = 6600, standard K-E turbulence model. 
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Figure 5.14 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 6600, Standard K-s turbulence model. 
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Figure 5.15 Velocity vector distribution in the plane x/W = 0.4; Re = 
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Figure 5.16 Turbulent kinetic energy contours in the plane x/W = 0.0. 
(symmetry plane); Re = 6600, standard x-E turbulence model. Contour 
values in m2/s2. 
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Figure 5.19 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 1.5,2.0,2.5 and 3.0; Re = 6600, low-Re tc-E turbulence model. 
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Figure 5.20 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 6600, low-Re x-e turbulence model. 
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Figure 5.21 Velocity vector distribution in the plane x/W = 0.4; Re = 
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Figure 5.22 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 6600, low-Re K-e turbulence model. Contour 
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Figure 5.23 Measured and predicted mean velocity in the plane x/W = 0.0 
(symmetry plane); Re = 3600. 
152 







0.0 0.2 0.4 0.6 
K(m2/32) 
0.8 
Figure 5.24 Measured and predicted kinetic energy of turbulence in the 
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Figure 5.25 Measured rms velocities in the plane x/W = 0.0 at z= 150 
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Figure 5.26 Measured and predicted r. m. s. velocities in the plane x/W = 
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Figure 5.27 Measured and predicted mean velocity in the plane x/W = 0.0 
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Figure 5.28 Measured and predicted kinetic energy of turbulence in the 








0.0 0.5 1.0 1.5 2.0 
w,, v,, u' tm \ 
Figure 5.29 Measured rms velocities in the plane x/W = 0.0 at z= 150 
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Figure 5.30 Measured and predicted r. m. s. velocities in the plane x/W = 
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Figure 5.31 Comparison of measured non-dimensional velocity profiles 
at z= 100,200 mm for Re = 6600 with data from Sforza and Herbst 
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Figure 5.32 Variations of jet half width (horizontal and vertical jet 
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Figure 5.33 Measured mean velocity decay in the plane x/W = 0.0 
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Figure 5.34 Predicted mean velocity in the occupied zone in the plane 
x/W=0.0 at y= h/2; Re = 3600. 
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Figure 5.35 Measured and predicted velocity decay on symmetry plane. 
Comparison with data of (a) Hammond (1991), (b) Viets and Sforza 
(1964); Re = 6600. 
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Figure 5.36 Predicted mean velocity decay in the plane x/W = 0.0 
(symmetry plane) at y (H-h)/2; Re = 6600 calculated with the standard and 
the low-Re x-E turbulence models. 
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Figure 5.37 Predicted and measured mean velocity profile at z= 100 mm 
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Figure 5.38 Predicted and measured mean velocity profiles at z= 200 mm 
on the horizontal planes y= (H-h)/2 and y= h/2; Re = 6600. 
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CHAPTER 6 
MEASUREMENT AND PREDICTION OF THREE-DIMENSIONAL 
ISOTHERMAL FLOWS IN CHAMBERS VENTILATED BY 
VERTICAL JETS FROM CEILING AND FLOOR INLETS. 
6.1 Introduction 
The measured and predicted mean flow and turbulence distribution in the 
third and fourth chambers studied are presented in this Chapter. These 
chambers had the same inlet shape as those of Chapter 4 and 5: a three- 
dimensional square cross-section jet discharging into a rectangular 
chamber. The inlet was located at the chamber ceiling and floor for 
chambers 3 and 4 respectively. Through numerical simulations and 
experiments several aspects of the flow are studied. The measured mean 
velocities and the corresponding turbulence levels were used to assess the 
predictions obtained for both cases using two different turbulence models. 
Two different flow rates were studied for each chamber and the variations 
of the inlet jet throw, spread and drop with Re were quantified. 
6.2 Experimental and computational details 
6.2.1 Flow configurations and LDA measurement locations 
The geometrical configurations for the third and fourth chambers are 
shown in Figures 6.1 (a) and (b) respectively. Their geometrical 
characteristics have been described in detail in Chapter 2. The symmetry 
of the flow patterns across the two chambers was established through. LDA 
following the procedure explained in Chapter 4. The results showed that 
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the flow on either side of the symmetry plane was symmetrical to within 
the precision of the measurements. Two vertical and one horizontal 
locations were selected in the x/H = 0.0 plane where LDA measurements 
of all three components of the mean velocity (u, v, w) and the 
corresponding r. m. s. values (u', v' and w') were made for both cavities: For 
chamber 3 (C3) at z= 40 mm, y=7 mm and y= 30 mm, and for chamber 
4(C4)atz=40 mm, y=97 mm andy=70mm. 
6.2.2 Computational details 
The CFD code used for the predictions shown in this Chapter has been 
described in Chapter 4. The boundary conditions used were identical to 
those set for chamber l, ' apart from the locations of the inlet and outlet. For 
C3 the inlet is located at the ceiling, adjacent to the wall and the outlet is 
located centrally on the upper part of the end wall. The inlet in C4 is 
located on the floor, and the outlet located centrally on the lower part of 
the end wall. 
The pressure; the three components of the mean velocity as well as the 
kinetic energy of turbulence (K) and its dissipation rate (E) have been 
calculated. The numerical mesh used for the prediction of the flows in both 
chambers is shown in Figure 6.2. Mesh independence tests were carried 
out with computational mesh sizes of 15x30x30,18x36x30,18x37x36 and 
18x37x42 volumes (in the x, y, and z directions respectively). A mesh of 
18x37x36 volumes was found to provide a good compromise between 
accuracy and computer time usage. Figure 6.3 shows for C3 a comparison 
of mean velocity profiles along the symmetry plane predicted with the four 
different meshes. The profiles predicted with all four meshes are very 
similar, and for the two finest meshes the differences are less than 5% in 
some locations (around z=0.25 mm) and 2% across most of the profile. 
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The flow was assumed to be symmetrical, as verified by the LDA 
measurements, following the procedure described in Chapters 4 and 5. All 
gradients were set to zero across the symmetry plane and a slip condition 
was used in that plane. Only half of the domain was simulated. Isothermal 
conditions were assumed throughout. The numerical solutions comprised 
3000 iterations and took approximately 1.40 hours of CPU time on a VAX 
4100 machine. 
6.3 Experiments and predictions of flows produced by a vertical jet 
issuing from a ceiling inlet 
6.3.1 Flow visualisation 
Using the flow visualisation technique described in Chapter 2a qualitative 
description of flow patterns was obtained. As mentioned earlier, flow 
visualisation was possible for Re values up to 2000, as for Re > 2000 there 
was strong mixing inside the chamber and the water mist used as flow 
tracers diffused very rapidly. Characteristic results at Re = 1500 are shown 
in Figure 6.4. 
The images shown in Figure 6.4 were taken under steady state conditions, 
with one second difference between them, in order to visualise the 
instantaneous flow patterns. It can be seen in Figure 6.4 that the incoming 
air stream remains attached to the vertical wall surface until it reaches the 
floor surface, where it is re-directed. One part of the air stream is deflected 
over the floor surface in the direction of the end wall. This horizontal flow 
moves along the floor surface for around 126 mm or 40% of the chamber 
length. The. main part of this flow is then directed upward to form a 
recirculation zone. It was observed during the experiments that the air flow 
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deflected by the floor surface spreads in several directions, covering all the 
floor surface between the symmetry plane and the lateral walls, before 
leaving the chamber through the outlet. 
The visualisation experiments showed that the flow pattern formed inside 
the chamber resulted in strong mixing of the inlet jet with the air already in 
the chamber across 40% of the volume near the inlet and that the flow was 
highly three-dimensional. The flow pattern over the remaining 60% of the 
chamber volume, across which the jet deflected by the floor spread, was 
difficult to distinguish. 
6.3.2 Predicted flow patterns for chamber 3 
CFD predictions were performed for two flow rates (Re's); predictions 
were made for the higher flow rate, using both the standard is-c turbulent 
model and the "low-Re" x-c turbulence model. The inlet and outlet 
velocities, flow rates and Re's are tabulated below. 






3600 5.55 2.46 0.001665 
6600 10.17 4.52 0.0030525 
6600 low-Rex-Em. 10.17 4.52 0.0030525 
In the subsequent sections the same format as that used in Chapters 4 and 5 
is employed for the presentation of the results. The predictions are 
presented in the form of velocity vector distributions, mean velocity and 
r. m. s. profiles, as well as contours of the kinetic energy of turbulence. The 
predicted results are compared with the LDA data obtained. The results for 
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Re = 3600 are described briefly, while those for Re = 6600 are discussed in 
more detail. 
Predictions with the standard x-E turbulence model, Re = 3600 
The predicted mean velocity vectors in the x/W = 0.0, y/H = 0.0 and z/L = 
0.0 planes for Re = 3600 are shown in Figure 6.5. The air flow stream can 
be seen entering through the inlet located on the ceiling of the room. The 
air stream moves towards the floor, with the jet remaining attached to the 
lateral wall up to 14.5 mm from the floor surface. In the corner of the wall 
and floor, a recirculation region is formed, centred around the symmetry 
plane. The dimensions of this region are 3.4 mm, 14.5 mm and 3.6 mm, in 
the x, y and z directions respectively. 
The jet, after it becomes detached from the wall, reaches the floor where it 
is deflected and subsequently spreads along the floor surface. A large 
recirculation zone is formed over the symmetry plane. 
It can be clearly observed in the Figure that the velocities decrease 
significantly as the flow moves across the half of the chamber located near 
the outlet. Typically, velocity magnitudes in that region are around 10- 
20% of those near the inlet and in general do not exceed 1 m/s. The mean 
velocities are around 0.60 m/s close to the outlet zone where part of the air 
stream exits through the chamber outlet. 
Steep velocity gradients can be observed along the jet trajectory. The 
velocities vary from 5.6 m/s to 0.1 m/s in the boundary layer near the inlet 
and from 0.0 - 0.6 m/s over the second half of the chamber. The large 
recirculation region occupies around 30% of the area of the symmetry 
plane and has its centre at z= 47.3 mm and y= 10.9 mm. 
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Predictions with the standard K-E turbulence model, Re = 6600 
The predicted velocity vectors and K contours for several planes at Re = 
6600 are presented in Figures 6.6 - 6.13. The velocity vector distribution 
for Re =6600 is shown in Figure 6.6. The velocity distributions show 
similar patterns as those for Re = 3600; such as the large recirculation 
zone, the inlet jet remaining attached to the wall and the small recirculation 
zone near the corner formed by the floor and the inlet wall. The velocity 
magnitudes are around 50% larger due to the higher flow rate. The Coanda 
effect is in evidence along the inlet wall surface to which the air stream 
remains attached. 
The centre of the large recirculation zone is located at z= 33.0 mm and y= 
10.9 mm for this Re. The recirculation zone at the lower corner is reduced 
in size to 9.9 mm long and 2.6 mm wide as the increased momentum of the 
inlet jet at this Re results in higher velocities. 
The velocity gradients along the inlet jet edges are steeper than for Re = 
3600, but the shape of the boundary layer is similar. The air stream 
flowing along the floor surface reaches 3/4 of the length chamber. Across 
half of the chamber the magnitudes of the mean velocity vectors are small, 
ranging from 1.6 m/s near the outlet to 1.0 m/s in the boundary layer and 
near zero in the vicinity of the stagnation point on the floor. 
The mean velocity vectors at the z/L = 3.0, y/H = 1.0 and x/W = 0.5 planes 
are shown in Figure 6.7. It can be seen that the air jet spreads sideways as 
it flows along the x/W = 0.5 lateral wall. The velocity vectors along the 
lateral wall do not indicate the presence of a recirculation zone and the 
main direction of the flow is towards the end wall. The magnitudes of the 
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velocities in this plane are 20-60% higher that those observed along the 
symmetry plane outside the boundary layer. The mean velocities over the 
ceiling surface are smaller, varying from 0.1 to 0.5 m/s, and are in general 
around 40% lower than the velocities near the lateral wall. 
Figure 6.8 shows the velocity vector distributions in several vertical planes 
along the chamber length. The results in the plane z/L = 0.0 show the air 
stream entering the chamber spreading towards the x/W = 0.5 wall. A 
recirculation zone is formed by the air flow deflected by the floor, 
occupying almost 70% of the plane. The centre of this elongated 
recirculation appears to comprise a long region at around 10.9 mm <y< 
90.9 mm. Along the end wall, the mean velocity magnitudes have 
decreased by around 70%. As might be expected, the largest velocities are 
found near the outlet (1.6 m/s). 
The mean velocity vectors in the symmetry plane (x/W) = 0.0 are shown in 
Figure 6.9 and those in the plane x/W = 0.4 close to the lateral wall in 
Figure 6.10. In Figure 6.9 the small recirculation zone on the corner 
formed by the floor and the inlet wall can be seen. The shape of boundary 
layer along the vertical wall changes as the flow approaches the stagnation 
point. Along the floor surface the jet is considerably narrower due to he 
spread in the x direction observed in Figures 6.6 and 6.8. This floor jet 
motion persists for three-quarters of the chamber length: the stagnation 
point is located at z= 220 mm. The centre of the large recirculation zone 
formed in the half of the chamber nearer the inlet is at z= 38 mm and y= 
14 mm. Comparing Figure 6.9 with Figure 6.10 it can be observed that in 
the latter the recirculating flow extends across over almost the entire plane. 
The kinetic energy of turbulence contours in the plane of symmetry are 
presented in Figure 6.11. Along the incoming air jet trajectory the highest 
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values of x are 4.5 m2/s2". As the jet flows into the chamber the levels of 
kinetic energy decrease rapidly with values of 1.9 m2/s2 at z= 91 mm near 
the floor. Steep gradients can be observed along the inlet wall and floor 
surfaces on the left half of the chamber. Across the rest of the chamber the 
values of x are below 1.9 m2/s2 . Near the outlet the predicted x values 
were around 0.6M2/S2. 
Predictions with the low-Re x-6 turbulence model, Re = 6600 
The results for Re = 6600 using the low-Re K-s turbulence model are 
shown in Figures 6.12 to 6.17. It can be seen in Figure 6.12 that there are 
some appreciable differences between these and the previous results 
(Figure 6.6) with the standard x-c model. In this case, the velocity 
magnitudes decrease more rapidly along the floor; the stagnation point 
located at around 130 mm from the inlet wall; the magnitude of the vectors 
over the half of the chamber nearer the outlet are 20-30 % lower than in 
Figure 6.6. 
Comparing Figures 6.13 and 6.14 with Figures 6.7 and 6.8 it can be seen 
that the magnitude of the velocity vectors near the ceiling surface and the 
symmetry plane is higher by 5-10% when the low-Re model is used. 
Although the differences between the two sets of predictions are not large, 
it is interesting to note that the low-Re model yields lower velocities near 
the floor and higher near the ceiling and the centre of the chamber. This 
will be discussed further later in this chapter. 
Figure 6.15 shows the vectors in the symmetry plane, and Figure 6.16 the 
corresponding ones in the x/W = 0.4 plane. When these results are 
compared with the predictions-, presented in Figures 6.9 and 6.10 
respectively, it can be seen that the small recirculation region on the corner 
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formed between the inlet wall and the floor surface has been reduced in 
size by 5%. The centre of the large recirculation zone is located in the 
same position, but the magnitudes of the velocity vectors along the floor 
surface are lower by 10 to 30%. Conversely, the velocities over the second 
half of the chamber (for z> 130.0 mm) are predicted to be larger by 20% 
to 30% with the low- Re x-E turbulence model. 
As for the previous calculations the CPU time required for the predictions 
increased due to the additional equations that had to be solved by 25% in 
comparison with the standard r, -P, turbulent model calculations. 
Figure 6.17 shows the contours of the kinetic energy of turbulence at the 
plane of symmetry. The overall distribution is similar to that predicted for 
the same Re with the standard x-c turbulence model. When Figure 6.17 is 
compared with Figure 6.11 it can be observed that with the low-Re model 
x values lower by around 5% are predicted in most parts of the jet. 
6.3.3 Comparison of predictions and measured data at Re = 6600 
The predictions with the standard x-c turbulence model are assessed in 
this section by comparison with the LDA measurements. Predicted and 
measured mean velocity profiles at y= 97 mm, y= 70 mm and z= 40 mm 
in the plane of symmetry for Re = 6600 are compared in Figure 6.18. 
In general the predicted mean velocities are similar to the measured values, 
to within 10%. Agreement between measured and predicted values is 
quantitatively good for the y= 70 mm and z= 40 mm profiles. The 
measured inlet profile at y= 97 mm exhibited a parabolic profile, while the 
predicted one is akin to plug flow, clearly due to the effect of the inlet 
boundary condition specified. From this observation it may be concluded 
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that the small discrepancies between measurements and predictions further 
downstream are due primarily to the inlet conditions specified. 
The measured and predicted kinetic turbulent energy profiles at z= 40 mm 
are compared in Figure 6.19. As in previous cases (Chapters 4 and 5), x 
has been underpredicted by the numerical model by 10-15% for y>0.02 m 
and 20-25% at y=0.01 m. ý The measured kinetic turbulent energy was 
calculated from the three r. m. s. components. (u', v' and w') which are 
shown in Figure 4.20. In the jet core the turbulence is anisotropic while 
across the rest of the profile it is nearly isotropic. As has been explained in 
Chapters 4 and 5, the differences between the measured and predicted x 
values (Figure 6.19) may be attributed to the implicit assumption of local 
isotropy made for the - standard K-e turbulence model and possible 
'flapping' of the jet. A comparison of u' with Nielsen's (1991) expression 
for the normal stress is shown in Figure 6.21. The comparison of the 
measured u' levels with the predicted (ýý1) values shows that the x 
values have been under predicted as observed previously from the results 
shown in Figure 6.19. 
6.4 Experiments and predictions of flows produced by a vertical jet 
issuing from a floor inlet 
6.4.1 Flow visualisation 
The air flow for C4 (Figure 6.22) follows a similar flow pattern to that 
observed for C3, but due to the position of the inlet, the incoming air in 
this case is, of course, flowing from the floor towards the ceiling. The flow 
is then deflected by the ceiling surface and moves along it until 
approximately 126 mm from the lateral wall, were it descends. The 
visualisation experiments showed that the flow pattern formed is highly 
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three-dimensional. In the first half of the chamber there is intense mixing. 
The flow pattern over the remainder of the chamber volume was difficult 
to distinguish. 
6.4.2 - Predicted flow patterns for chamber 4 
Predictions with the standard K-E turbulence model, Re = 3600 
The mean velocity vectors distributions for Re = 3600 in the x/W = 0.0, 
y/H = 0.0 and z/L = 0.0 planes are shown in Figure 6.23. The incoming air 
stream can be seen moving from the floor surface towards the ceiling. The 
air jet remains attached to the inlet wall until y= 83.3 mm, where a 
recirculation is formed. The jet is deflected sharply by the ceiling surface 
along the symmetry plane and towards the lateral wall. 
Three recirculations can be observed. The first is formed by the air stream 
flowing along the symmetry plane; its centre is located at z= 47 mm and y 
= 12 mm and this region occupies almost the entire half of the chamber 
nearest to the inlet. The second recirculation is formed by the flow 
deflected by the ceiling and redirected towards the lateral wall; the centre 
of this recirculation is elongated as for the ceiling jet case described 
earlier. The third recirculation is that created over the symmetry plane in 
the corner formed by the ceiling and the inlet wall; this recirculation zone 
is the smaller of the three, around 0.3 mm wide and 10 mm long. 
Along the jet trajectory steep velocity gradients can observed. The steepest 
gradient is found, just before the air stream reaches the ceiling surface. 
Subsequently the velocities decrease to values of 0.2 m/s to 5 m/s in the 
boundary layer and the recirculation zone. The magnitudes of the velocity 
vectors in the second half of the chamber, near the outlet, are between 60 
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and 80% lower. Near the outlet the mean velocities increase from 0.29 m/s 
at z =150 mm (near the floor surface) to 1.1 m/s at the outlet before the 
flow leaves the chamber. 
Predictions with the standard K-E turbulence model, Re = 6600 
Figures 6.24 to 6.29 show the predicted results for Re = 6600. Figure 6.24 
shows the velocity vector distribution for Re =6600 at x/W = 0.0, y/H = 
0.0 and z/L = 0.0. The behaviour is similar to that predicted for Re = 3600; 
there are three recirculations in evidence and the velocity magnitudes 
decrease over the half chamber near the outlet of course. The velocity 
magnitudes are around 50% larger than for Re = 3600 because the flow 
rate has been increased. 
In Figure 6.24, the incoming air jet remains attached to the inlet wall and it 
is deflected by the ceiling surface. The large recirculation over the first 
half of the chamber has its centre at z= 38 mm and y= 12 mm. Because 
the inlet momentum has increased, the size of the small recirculation zone 
has decreased by 10%, and along the ceiling surface the velocity gradients 
are steeper by 50 to 60% compared to the Re = 3600 flow case. The air 
flow along the ceiling extends to half of the distance to the end wall. The 
shape of the boundary layer along the ceiling surface can be seen in Figure 
6.24 to change, especially over the second half, for z> 150 mm. It should 
be noted that for Re = 3600 the shape of the boundary layer in this region 
could not be discerned. Steep velocity gradients are again present along the 
inlet air jet. Smaller velocities (0.1 m/s to 2 m/s) are found over the 
chamber second half. 
Figure 6.25 shows at the z/L = 3.0, y/H = 1.0 and x/W = 0.5 planes the air 
flow patterns at the cell layers closest to the lateral wall, the end wall and 
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the ceiling. It can be seen that a large part of the incoming air stream is 
deflected toward the lateral walls, and large velocity vectors (1 m/s to 4 
m/s) can be seen along the x/W = 0.5 plane. The air flowing close to the 
lateral wall moves primarily in one direction towards the end wall without 
forming a recirculation zone. Velocities magnitudes are in general 20 to 
60% higher that those in the symmetry plane. Along the ceiling surface 
mean velocities vary from 0.1 to 4.0 m/s but their distributions are 
different from those on the lateral wall. 
The mean velocity-vector distributions over 7 vertical planes along the 
chamber length are shown in Figure 6.26. The spread of the inlet jet and 
the reduction of velocity magnitudes with increasing distance from the 
inlet can be observed in all planes. 
Figures 6.27 and 6.28 show the vectors in the x/W = 0.0 symmetry plane 
and in the x/W = 0.4 plane respectively. Figure 6.27 shows velocity close 
to the ceiling surface, with vector magnitudes varying from 0.1 to 5.80 
m/s. The small recirculation zone on the corner formed by the floor and the 
inlet wall can also be - observed. Along the ceiling velocity magnitudes 
reduce near to zero when the air stream has travelled almost 3/4 of the 
chamber length. A large recirculation zone is formed on the first half of the 
chamber; this region is centred at z= 37.8 mm and y= 14.0 mm. Figure 
6.28 shows a small recirculation similar to that observed in the symmetry 
plane. The air flow after being deflected by the ceiling is seen moving 
towards the chamber centre. 
Figure 6.29 shows contours of the kinetic energy of turbulence on the x/W 
= 0.0 plane. The highest value is 4.1, located in the core of the incoming 
air jet Outside the jet core region, x values are low and do not exceed 1.2 
m2/s2. 
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Predictions with low-Re x-c turbulence model, Re = 6600 
The predictions obtained using the low Re x-s turbulent model for Re = 
6600 can be seen in Figures 6.30 to 6.35. Figure 6.30 shows that, 
compared with the results shown in Figure 6.24, the jet does not penetrate 
the chamber volume to the extent predicted with the standard x-c model. 
The boundary layer near the ceiling is around 5% smaller compared to that 
predicted by the standard x-s turbulent model. The jet penetrates to around 
50% of the chamber length; after ,z= 150 mm the mean velocities drop to 
around 0.5 m/s. The vector magnitudes along the large recirculation zone 
in x/W = 0.0 plane decrease gradually to 0.5m/s (compared with 10.25 m/s 
at the inlet). Over the second half of the chamber near the outlet, the mean 
velocities have values around 1.0 m/s, but near the outlet they increase to 
1.6 m/s. 
In Figure 6.31 the vectors in the x/W = 0.5, y/H = 1.0 and z/L = 3.0 planes 
are shown, and indicate a pattern'similar to that of Figure 6.25. The vectors 
shown in Figure 6.32 confirm previous findings and indicate a decrease of 
velocity magnitudes near the ceiling of 20-30%, compared with the 
predictions with the standard K-e turbulence model. 
The flow pattern in the symmetry plane can be seen in Figure 6.33. 
Differences can be observed when the vectors are compared with the 
predictions using the standard x-c turbulence model, for example along 
the ceiling after the air stream has been deflected. The flow pattern over 
the second half of the chamber is also different. However the flow pattern 
in the x/W = 0.4 plane, Figure 6.34 is similar to that shown earlier in 
Figure 6.28, albeit with same velocities magnitudes being 10% lower in 
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this case. The CPU time used by the low Re model was around 25% 
higher, due to the additional equations that had to be solved. 
The contours of the kinetic energy of turbulence in the plane of symmetry 
are shown in Figure 6.35. The is present the same distribution as in Figure 
6.29, but the high K values along the ceiling surface, extend over a shorter 
distance. The differences between the x values predicted with the two 
models are small, 2- 5%. 
6.4.3 Comparison of predictions and measured data at Re = 6600 
In Figure 6.36 predicted and measured mean velocity profiles in the 
symmetry plane (in the y=7 mm, y= 70 mm and z= 40 planes) are 
compared. The mean velocities are underpredicted, with differences of the 
order of 10%. 
The measured and predicted turbulent kinetic energy profiles at z= 40 mm 
in the x/W = 0.0 plane are plotted in Figure 6.37. The tc values have clearly 
been underpredicted do not follow the same trend as the measured ones. 
The corresponding r. m. s. values can be observed on Figure 6.38, showing 
that turbulence is anisotropic along the ceiling but isotropic over the rest of 
the profile. A comparison of measured u' and predicted (1/1) is shown 
in Figure 6.39: the profiles are qualitatively similar to those in Figure 6.37 
and the observations made for the predicted and measured Kc apply to the 
comparison of u' and (ýý1) as well. 
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6.5 Discussion 
6.5.1 Flow and turbulence structure 
The interaction between the geometrical characteristics in both chambers 
studied, and the momentum of the incoming air jet help the formation of a 
highly three-dimensional and turbulent flow. For the two chambers studied 
the main features of the flow are as follows: 1. A large recirculation zone 
formed over the first half of the chamber (z < 150 mm). 2. A small 
recirculation zone located in the corner formed by the symmetry plane and 
the inlet wall. The predicted size of this region varies depending on the 
turbulence model employed. 3. A recirculation predicted over the plane 
z/L = 0.0, formed by the deflected flow moving towards the lateral wall 
and the flow close to the lateral wall surface moving towards the end wall. 
The behaviour previously described can be observed for both chambers 
investigated in this chapter. 
Along the jet core zone the measurements suggested that the flow is 
anisotropic. Although the three r. m. s. velocities components were only 
measured for one profile, the results show evidence that parts of the flow 
away from the jet region may be considered isotropic. 
Andrade and Restivo (1982) investigated an air jet entering from the 
bottom of the cavity. The geometrical configuration is different, a square 
cavity, and due to the location of the outlet below the inlet position, helps 
the formation of a large recirculation zone. Due to strong mixing the flow 
visualisation tests were limited to Re < 500. The length of the inlet slot 
occupied the whole wall length, thus the mean flow measured was nearly 
two dimensional. This geometrical configuration was restricted to the 
measurement of only two velocity components due to the lack of a 
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frequency shifting device to avoid directional ambiguity. Therefore only 
measurements on the symmetry plane were done. Results shown for 
chamber 3 and 4 suggested the presence of a highly three dimensional 
flow. Andrade and Restivo also found out that the maximum velocity on 
the occupied zone is about 40% of the inlet velocity. They also reported 
that the r. m. s. values measured presented nearly uniform distributions of 
fluctuating velocity in the occupied zone, higher that those found under the 
ceiling. 
6.5.2 Effect of Reynolds number 
For the two flows studied, it is not possible to establish if the air flow 
pattern is independent of the Reynolds number. Strong mixing takes place 
over both halves of the chamber. The level of mixing increases with the 
Reynolds number, as observed during the flow visualisations tests. The air 
flow patterns in the jet core zone for different Reynolds numbers are 
similar, with some variations of the velocity magnitudes and the size of the 
recirculations zones. The air flow patterns close to the lateral wall 
remained unchanged in size and direction. The air jet remains attached to 
the inlet wall surface. 
Andrade and Restivo's (1982) LDA results are in some cases 20% higher 
when compared with the results obtained in a full scale room. He found 
out that between 100 < Re < 910 the flow pattern observed was 
independent of Re. 
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6.5.3 Assessment of predictions and of the effect of the turbulence 
models used 
The agreement between predictions and measured mean velocity values 
was found to be good, within 10%. The level of turbulence was predicted 
to within 20%. 
The previous sections show differences in the mean velocity flow patterns 
predicted for the two turbulence models used. The differences' were found 
on the jet of the air stream that has been deflected by the ceiling/floor 
surface. With the two turbulence models used, different flow patterns for 
the central zone of the air flow were predicted (over the symmetry plane), 
while the flow patterns closer to the lateral wall remained unaffected by 
the changes observed on the boundary layer close to the ceiling/floor 
surface. 
The size of the small recirculation zone formed when the jet is deflected by 
the ceiling/floor surface predicted with both models is similar to within 
5%. Each turbulence model predicted a qualitatively similar air flow 
pattern for the large recirculation zone with quantitative differences of 20 - 
30 % between the two predictions. 
The kinetic energy of turbulence was underpredicted by the turbulence 
models by 20%. Renz and Terhaag (1990) studied the effect of two 
turbulence models (x-c and algebraic stress) on the predictions of the flow 
patterns in a room ventilated by a vertical air jet. They did not find 
differences between the 2 wall functions used as long as the requirement of 
the minimum distance of the first grid point from the wall is observed. 
When predictions where compared with experimental data, the predictions 
with the algebraic Reynolds stress model were closer. They assumed that 
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the differences could be attributed to the false assumption in the x-c 
model of isotropy. They proposed the use of an algebraic Reynolds stress 
model for near-anisotropic flows. They also found that an increase in mesh 
size around the inlet showed a substantial improvement within the jet, but 
it didn't show a remarkable effect on the mean values elsewhere in the 
chamber. The inclusion of the buoyancy effect on the x-E model did not 
improve the predictions. However, as they used hot-wire anemometry for 
the measurement of velocities, some of the discrepancies may be attributed 
to the experimental technique. The present calculations as well as those of 
Renz and Terhaag indicate that a model which does not implicitly assume 
isotropic turbulence may provide improved predictions of the flows. 
6.6 Concluding remarks 
1. A highly three-dimensional jet flow was observed through flow 
visualisation for Reynolds numbers up to 2000. Flow visualisation showed 
a small recirculation in the corner formed by the inlet wall and the 
ceiling/floor surface. A large recirculation zone was shown in the first half 
of the chamber, and a mixing zone over the second half of the chamber 
was also shown. 
2. The assessment of predictions has been made against the LDA results. It 
was found that the two turbulence models used predicted slightly different 
flow patterns for the two chambers studied, with the main differences in 
the boundary layer zone. This is possibly due to the wall approximation 
used for the turbulence models. However, with both models the velocity in 
the air jet core is well predicted. 
3. The highest x values were found in the vicinity of the incoming jet. 
Elsewhere, x values decreased and remained at low values over the 
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remainder of the chambers. The kinetic energy of turbulence was 
underpredicted by both turbulence models. Values of the kinetic energy of 
turbulence predicted by the low Reynolds model were lower than those 
obtained through the standard x-s model. As has been concluded with the 
results presented in Chapters 4 and 5, the standard K-e turbulence model 
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Figure 6.1a Flow configuration: schematic diagram of one-half of test 






Figure 6.1b Flow configuration: schematic diagram of one-half of test 
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Figure 6.3 Comparison of axial velocity profiles at the symmetry plane 






Figure 6.4 Flow visualization images at Re = 1500. Chamber 3 
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Figure 6.5 Velocity vector distribution in the planes x]W = 0.0, y/I I=0.0 
and z/L = 0.0; Re = 3600, standard x-c turbulence model. 
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Figure 6.6 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 
z/L = 0.0; Re = 6600, Standard x-c turbulence model. 
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Figure 6.7 Velocity vector distribution in the planes x/W = 0.5, y/H = 1.0 
and z/L = 3.0; Re = 6600, standard c-e turbulence model. 
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Figure 6.8 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 
1.5,2.0,2.5 and 3.0; Re = 6600, standard K-C turbulence model. 
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Figure 6.9 Velocity vector distribution in the plane x/W = 0.0 (symmetry 
plane); Re = 6600, Standard x-c turbulence model. 
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Figure 6.10 Velocity vector distribution in the plane x/W = 0.4; Re = 











Figure 6.11 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 6600, low-Re K-s turbulence model. Contour 
values in m2/s2. 
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Figure 6.12 Velocity vector distribution in the planes x/W = 0.0, y/H = 
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Figure 6.13 Velocity vector distribution in` the planes x/W = 0.5, y/H = 
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Figure 6.15 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 6600, low-Re x-c turbulence model. 
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Figure 6.16 Velocity vector distribution in the plane x/W. = 0.4; Re = 
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Figure 6.17 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 6600, low-Re x-e turbulence model. Contour 









Figure 6.18 Measured and predicted mean velocity in the plane x/W = 0.0 
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Figure 6.19 Measured and predicted kinetic energy of turbulence in the 
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Figure 6.20 Measured rms velocities in the plane x/W = 0.0 at z= 40 mm; 
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Figure 6.21 Measured and predicted r. m. s. velocities in the plane x/W = 
0.0 at z= 40 mm; Re = 3600. 
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Figure 6.22 Flow visualization images at Re = 1,500. Chamber 4 
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Figure 6.23 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 and z/L = 0.0; Re = 3600, standard IC-6 turbulence model. 
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Figure 6.24' Velocity vector distribution in the planes x/W = 0.0, y/H = 
0.0 z/L = 0.0; Re = 6600, Standard x-c turbulence model. 
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Figure 6.25 Velocity vector distribution in the planes x/W = 0.5, y/H = 
1.0 and z/L = 3.0; Re = 6600, standard x-c turbulence model. 
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Figure 6.27 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 6600, Standard x-e turbulence model. 
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Figure 6.28 Velocity vector distribution in the plane x/W = 0.4; Re = 















Figure 6.29 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 6600, low-Re K-E turbulence model. Contour 
values in m2/s2. 
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Figure 6.30 Velocity vector distribution in the planes x/W = 0.0, y/, H = 0.0 and z/L = 0.0; Re = 6600, low-Re x-s turbulence model. 
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Figure 6.31 Velocity vector distribution in the planes x/W = 0.5, y/H = 
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Figure 6.32 Velocity vector distribution in the planes z/L = 0.0,0.5,1.0, 1.5,2.0,2.5 and 3.0; Re = 6600, low-Re is-c turbulence model. 
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Figure 6.33 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 6600, low-Re x-e turbulence model. 
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Figure 6.34 Velocity vector distribution in the plane x/W = 0.4; Re = 















Figure 6.35 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 6600, low-Re K-c turbulence model. Contour 
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Figure 6.36 Measured and predicted mean velocity in the plane x/W = 0.0 
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Figure 6.37 Measured and predicted kinetic energy of turbulence in the 
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Figure 6.38 Measured rms velocities in the plane x/W = 0.0 at z= 40 mm; 
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Figure 6.39 Measured and predicted r. m. s. velocities in the plane x/W = 
0.0 at z= 40 mm; Re = 3600. 
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CHAPTER 7 
EFFECT OF INLET JET ANGLE, CONTAMINANT DISPERSION 
AND ARCHIMEDES NUMBER ON THE MEAN FLOW AND 
TURBULENCE STRUCTURE. 
7.1 Introduction 
In this Chapter a series of CFD studies of the effects of the inlet jet angle, 
of contaminant dispersion from a pollutant source and of Archimedes 
number on the mean flow and turbulence structure is described and 
discussed. Inlet jet angle effects were studied for two geometrical 
configurations, namely chambers 1 and 3. In particular, the effects of inlet 
jet angle on the throw, drop and spread of the incoming air jet, and on the 
overall flow pattern were studied. Predictions of contaminant dispersion 
and of the effect of the Archimedes number (Ar) on the flow were 
performed in a full scale chamber, as it has been established that small 
scale studies of such effects are not appropriate (Nielsen (1991)). 
Contaminant dispersion was studied for six different locations along the 
cavity length. All but the Ar studies were performed for isothermal 
conditions. The effect of Ar was investigated by determining the influence 
of heating an internal surface (the floor of the chamber) on the air flow 
patterns. 
7.2 Computational details 
The numerical CFD code used to obtain the predictions shown in this 
Chapter was described in Chapter 3. The geometrical configuration, the 
mesh sizes and the boundary conditions used for the inlet jet angle 
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predictions for chambers 1 and 3 were identical to those described 
previously in chapters 4 and 6 respectively. Following the procedure 
described in Chapters 4 and 6, the flow was assumed to be symmetrical, 
and only half of the chamber was simulated for each case. All the gradients 
were set to zero across the symmetry plane, where the slip condition was 
used. 
The contaminant dispersion and Archimedes number calculations, were 
made for the full scale configuration shown in Figure 7.1, where H=3.0 
m, L=9.0 m, W=3.0 m, h=0.168 m and t=0.48 m. A mesh similar to 
that suggested by Chen (1991) was used, containing 30 x 36 x 15 volumes 
in the z, y and x directions respectively. The contaminant dispersion 
predictions were carried out for isothermal conditions and all the usual 
variables (p, u, v, w, K, and c) were calculated as well as the distribution of 
the scalar contaminant in the chamber. For the Ar effect predictions, the 
energy equation was also solved. The buoyancy term was included in an 
additional term in the momentum equation. The buoyancy effect was 
introduced by means of buoyancy source terms in the x and e equations. 
The numerical solutions for the inlet jet angle, contaminant distribution 
and Archimedes number studies required 400,600 and 6000 iterations 
respectively. The corresponding computational times were 1.44,1.28 and 
1.50 hours of CPU time on a VAX 4100 machine. 
In the following section 7.3 the predictions concerned with the effect of the 
inlet jet angle are presented. Subsequently in section 7.4 the contaminant 
dispersion study and in section 7.5 the investigation of the effect of the 
Archimedes number is described. The predictions are presented in the form 
of mean velocity vector distributions and kinetic energy of turbulence 
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contours and additionally in sections 7.4 and 7.5 as concentration and 
temperature contours respectively. 
7.3 Effect of inlet jet angle 
In earlier chapters the flow patterns produced with a 00 inlet jet angle 
(chamber 1) and 900 (chamber 3) were presented. In order to determine the 
flow structure with intermediate inlet jet angles, two cases (with jet angles 
of 100 and 450 to the horizontal) were studied with the chamber 1 
configuration (high side-wall inlet) and two (with jet angles of 100 and 450 
to the horizontal) with the chamber 3 configuration (ceiling inlet). 
7.3.1 Predicted flow patterns and turbulence structure. 
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Figure 7.2 shows the predictions obtained for an incoming air jet angle of 
10 degrees to the horizontal. The air flow can be seen entering the chamber 
and spreading in the direction towards the end wall. Large velocities, 
around 2.3 m/s, can be observed all along the jet trajectory. The velocities 
close to the ceiling surface are 50-70% smaller, with gradients along the 
roof of the chamber. The air jet spreads considerably as it flows through 
the central zone of the chamber. When the jet has reached the opposite 
wall, it has spread in' the vertical direction by 70-80 mm. The jet is 
deflected by the end wall in two directions. One part of the jet moves 
toward the chamber ceiling, forming a recirculation zone. This region is 
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43.6 mm wide and 11.0 mm high, with velocities between 0.2 and 0.9 m/s. 
The second part of the air jet moves downwards towards the outlet. Part of 
the air jet reaches the floor and moves backwards in the direction of the 
inlet wall. The velocities along the occupied zone have values in the range 
0.14-0.42m/s. 
Figure 7.3 shows the corresponding predicted contours of the kinetic 
energy of turbulence. High values of around 0.67 m2/s2 can be observed 
near the inlet. Further downstream the kinetic energy of turbulence decays 
along the air jet trajectory. Large areas of the occupied zone present a 
uniform distribution of x values of around 0.14 m2 /s2 . 
Figure 7.4 shows the velocity vector distribution predicted with a jet inlet 
angle of 45 degrees. The incoming air jet flows towards the floor area 
where it is deflected towards the lateral wall. The jet spreads over 
approximately 25% of the floor area with floor velocities of 2.5 m/s near 
the symmetry plane and decreasing to 0.4 m/s near the lateral wall. Along 
the symmetry plane the velocities decrease from 4.0 m/s near the inlet to 
1.8 m/s at z= 200.0 mm. In the half of the chamber nearest the outlet the 
velocities are low, around 0.55 m/s compared to 4.0 m/s near the inlet. 
Close to the ceiling surface velocities are small everywhere, around 0.1 
m/s. The predictions for this inlet angle show clearly that the flow consists 
of two regions, one near the inlet with velocities around 1-2 m/s and one 
near the outlet where the velocities are uniformly low (near-zero). Only 
very close to the outlet are larger velocities found as the flow accelerates to 
leave the chamber. 
The corresponding kinetic energy of turbulence contours can be seen in 
Figure 7.5. In the area close to the inlet the largest values of x (0.49 m2/s2) 
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are found. Further away, x values decrease by 50 to 60 % while over most 
of the chamber x does not exceed 0.1 m2/s2 
The predictions made with the chamber 3 geometry (ceiling inlet) are 
shown in Figures 7.6 to 7.9. Figure 7.6 shows the velocity vectors 
predicted for an inlet jet angle of 10 degrees to the horizontal, which may 
be compared with the corresponding case for a 100 angle jet from the side- 
wall inlet (Figure 7.2). Large velocities between 1.0-2.0 m/s can be seen 
along the jet trajectory and close to the ceiling surface. The shape of the 
boundary layer along the ceiling is considerably different to that in Figure 
7.2, with steeper gradients present along the ceiling surface. The incoming 
jet flow moves toward the end wall and then it is deflected towards the 
floor surface. A large recirculation zone is formed in the chamber, centred 
on y= 47.5 mm and z= 271.2 mm. The reverse air velocities have values 
between 0.02 m/s and 0.33 m/s over most of the chamber. Uniform 
velocities of around 0.3 m/s can be seen moving in the direction of the 
outlet. The predicted flow pattern is similar to that obtained for chamber 1 
(Chapter 4). However the small recirculation zone found in the upper end 
wall corner in chamber 1 (Figure 4.7) cannot be observed in the present 
case. 
Figure 7.7 shows the predicted x contours. The values of x are large, 
around 0.71 m2/s2 close to the inlet. They remain high near the ceiling 
along the trajectory of the jet, decreasing to 0.30 m2/s2 at z= 250.0 mm. 
Similarly to the chamber 1 predictions (Figure 4.8), Kc values over most of 
the chamber cross-section do not exceed 0.1 m2Is2- 
Figure 7.8 shows the predictions for a ceiling inlet with a jet angle of 45 
degrees. They may be compared with the corresponding side-wall inlet 
predictions shown in Figure 7.4. The incoming air jet in Figure 7.8 can be 
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seen flowing toward the floor surface. The jet spreads considerably before 
it reaches the floor surface. The floor surface deflects the jet in the 
direction of the outlet and a large recirculation zone is formed over the half 
of the chamber nearest to the outlet. Velocities of around 1.5-2.0 m/s are 
predicted along the jet trajectory. In the recirculation region the velocities 
do not exceed 0.25 m/s. Part of the deflected air flow moves over the floor 
surface towards the lateral walls, with velocities of 0.1 - 0.2 m/s. In the 
occupied zone the velocities vary from 0.8 - 1.1 m/s. 
The corresponding values of the kinetic energy of turbulence are shown in 
Figure 7.9. The maximum value of x is 0.54 m2/s2 in the inlet area. x 
values along the jet trajectory decrease to 0.23 m2/s2 at a distance of 145 
mm from the inlet. As in the previous cases, x values are uniformly low 
over most of the chamber cross-section. 
7.3.2 Discussion 
The predictions presented in the previous section have shown that the air 
flow pattern is modified considerably when the inlet jet angle is altered. 
The results obtained with both geometries (chambers 1 and 3) have shown 
clearly that the velocity distribution in the chamber depends strongly on 
the angle of the incoming air jet. 
The CFD predictions for an incoming jet angle of 10 degrees to the 
horizontal, show that the jet remains relatively close to the ceiling surface. 
A comparison of Figures 7.2 and 7.6 shows that with the side-wall inlet, a 
100 inclination of the inlet jet results in the velocity decreasing to 2.5 m/s 
at z= 250 mm, compared with 3.0 m/s at the same z-location for the 
ceiling-inlet jet. In addition, the jet spread is considerably larger in the 
former case, e. g. 75 mm at z= 250 mm, compared to 10 mm at the same 
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location with a ceiling inlet. In the occupied zone, both configurations 
produce similar velocities of 0.2 - 0.3 m/s. 
For a jet angle of 45 degrees (Figures 7.4 and 7.8), the predicted jet spread 
is larger (50 to 70 mm) for both ceiling and side wall inlets than with the 
100 jet angle. Velocities of around 1.08 m/s (Figure 7.4) and 1.29 m/s 
(Figure 7.8) are predicted over the occupied zone, considerably larger than 
with the 100 jet angle. Large velocities will, of course, produce an 
undesirable draught over the occupants exposed directly to the incoming 
air jet. The maximum turbulence levels, 0.49 and 0.54 m2/s2 for Figures 
7.5 and 7.9 respectively, are lower than the corresponding ones, 0.67 and 
0.54 m2/s2, for Figures 7.3 and 7.7 respectively. Figures 7.3 and 7.7 show 
the largest values of x along the jet trajectory and close to the ceiling 
chamber, while Figures 7.5 and 7.9 exhibit x larger values close to the 
floor surface and in the middle of the chamber. The chambers with a 100 
jet angle produce a more homogeneous air velocity distribution over the 
occupied zone. 
Based on the above observations, it is clear that the maximum -reverse 
velocity in the occupied zone decreases as the discharge angle is increased. 
This maximum velocity reduction was observed by Henstad (1971,1974) 
who worked with jet angles of 10 degrees to the horizontal and a 90 degree 
jet deflected by a horizontal surface, in order to assess wall jet 
assumptions, and Restivo (1979) who assessed the effect of the inlet jet 
angle on the maximum reverse velocity. Restivo (1979) found that the 
maximum reverse velocity decreased as the jet angle increased, and that a 
20 degree jet angle affected the velocity by around 10%. The levels of the 
kinetic energy of turbulence levels, were not reported by Restivo. In 
ventilated chambers where the objective is to reduce the effects of draught 
over the occupants produced by the discharging air flow, the geometrical 
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configuration of chamber number 1 for 100 is more appropriate. This 
configuration presented the lowest velocity values over the occupied zone. 
7.4 Contaminant dispersion 
7.4.1 Flow and turbulence structure 
Due to the problems associated with the scaling of contaminant sources 
and temperature effects (see chapter 1), the full scale geometry of the 
chamber (the benchmark test case suggested by Nielsen (1991)), was 
simulated in the predictions presented in this section and in the following 
section 7.5. The chamber is ventilated by an air jet discharging from a high 
side-wall rectangular inlet. The Reynolds number, inlet velocity and flow 
rate employed for the predictions shown in this and in the next section 
were: 
Reynolds number Inlet velocity (m/s) Flow rate (m3/s) 
5000 0.455 0.229 V 
A schematic diagram of the full-scale chamber can be seen in Figure 7.1. 
Five different locations of the pollutant source were simulated. The same 
contaminant concentration was used for each case: 5 olf, corresponding to 
0.30 mUs or decipol (i. e. corresponding to the pollution caused by one 
`standard' person, 1 olf ventilated by 10 1/s of unpolluted air (Chen, 
1990)). 
The predicted velocity vector distributions and contaminant concentration 
contours for the five different pollutant locations can be seen in Figures 
7.10-7.19. The first case, corresponding to a pollutant source located on 
the ceiling surface at z=4.0 m and y=3.0 m, can be seen in Figures 7.10 
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and 7.11. Figure 7.10 shows the velocity distribution, in which contour 
lines showing the pollutant concentration (in decipols) have been drawn. 
The pollutant is located inside the boundary layer zone where low 
velocities (less than 0.2 m/s) are found. The pollutant dispersion is 
strongly affected and the contaminant remains close to the ceiling surface. 
A large proportion of the pollutant must flow towards the outlet as only a 
small amount is mixed in the recirculation flow. Due to this, the 
concentration of the pollutant increases to 0.72 decipols close to the 
ceiling, particularly around the source point. In the rest of the cavity the 
concentration remains low. Figure 7.11 shows the contours of pollutant 
concentration which shows very clearly the pollutant remaining 
concentrated along the ceiling. 
The pollutant source was then moved to the second position, located inside 
the incoming air jet zone, where the largest velocities are found (0.35 m/s, 
at z=4.0 m and y=2.84 m), as can be seen in Figures 7.12 and 7.13. The 
pollutant is entrained by the air jet as it flows toward the outlet. The 
pollutant concentration at the ceiling decreases to 0.34 decipols, compared 
with 0.72 decipols in the previous case. The largest concentration is found 
around the source. In the rest of the cavity the concentration is relatively 
uniform, with values between 0.0 and 0.02 decipol. 
Figures 7.14 and 7.15 show the pollutant source located inside the 
recirculation zone at z=7.18 m and y=1.09 m. The velocities are around 
0.01 to 0.1 m/s in this zone and part of the contaminant is entrained by the 
recirculating flow. The contaminant mixes with the air inside the 
recirculation zone and disperses toward the inlet; when it has reached the 
main air jet stream, the contaminant moves toward the outlet and exits the 
chamber. Along the occupied zone, the contaminant concentration is about 
0.05 to 0.12 decipols. 
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Figures 7.16 and 7.17 show how the contaminant disperses when it is 
located in the centre of the recirculation zone (z = 6.36 m, y=1.34 m), 
where a stagnation point is located. The concentration of the pollutant at 
this stagnation point increases to 0.48 decipol. The air flow velocities in 
the recirculation zone have decreased to 0-0.01 m/s, and the contaminant 
does not disperse and mix with the air flow, unlike the previous case. 
The contaminant source was then moved to z=1.81 m and y=1.34 m. 
Figures 7.18 and 7.19 show the corresponding predictions. The 
contaminant is located in the recirculation zone close to the point where 
the flow is reintrain to incoming jet air. The velocity in the region of the 
source is higher that in the previous case, around 0.1 - 0.15 m/s, and the 
concentration of the contaminant has decreased to 0.29 decipols. In this 
last case the contaminant is entrained by the air moving in the recirculation 
zone and then by the incoming air jet which it follows until the flow exits 
the cavity. 
7.4.2 Discussion 
The predictions presented in the previous section lead to the conclusion 
that the location of the contaminant source is of great importance. Zones 
with low mean velocities, less then 0.2 m/s (e. g. boundary layers), and 
stagnation points (e. g. the centre of large recirculation zone), lead to an 
increase in the contaminant concentration. Kurabuchi and Kusuda (1987) 
studied similar flows in a 1: 6 scale model of a laboratory. Comparisons 
were made of the flows produced by different fan speeds and with the fan 
switched off (natural ventilation). Using different locations for the 
contaminant source, they found that the levels of concentration around 
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(upstream and downstream of) the contaminant source varied with the fan 
operation (on, off, different air flow rates) and the location of the source. 
The recirculating flow formed inside the chamber helps to disperse the 
contaminant rapidly. The spread of the contaminant increased when it was 
located inside zones of large (greater than 2.0 m/s) velocities. According to 
Nielsen (1981), when the contaminant source is placed in relatively 
stagnant regions in the room, higher concentrations will exist. His findings 
(supported by experiments) showed the importance of locating 
contaminant sources in regions of high velocity in the room. The results 
shown in section 7.3 support these findings. 
Nielsen (1981) found that when the contaminant source was placed on the 
floor a decrease on the height of the supply (i. e. a narrower inlet) slot 
produced a decrease in concentration in the enclosure, i. e. an increase on 
the air circulation increased the ventilation efficiency. The increase of air 
circulation can bring as a consequence the creation of a draught inside the 
occupied zone. Murakami et al (1983) placed a contaminant source close 
to the floor. They found that the larger the air change rate, the larger the 
area of low concentration close to the ceiling and down the far wall. Other 
researchers have made studies with passive ventilation. Davidson and 
Olson (1987) studied the net rate at which a dynamically passive 
contaminant (i. e. when the flow pattern is not influenced by the 
contaminant) is purged out of a system. They compared predicted results 
with measurements and found that the predicted age of the contaminant at 
locations close to the floor was considerably higher than the measured 
values. They attributed the differences to possible numerical diffusion or 
the inadequacy of the turbulence model used (K-E) as well as the small 
number of experimental measurements they obtained. Clearly, the findings 
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of the above studies and of the present work show that the location of the 
contaminant source affects strongly the distribution of the contaminant. 
7.5 Effect of Archimedes number 
7.5.1 Predicted flow pattern and turbulence structure 
In this section the predictions for a non-isothermal flow in a full scale 
chamber are presented. The case predicted is that proposed by Nielsen 
(1991) as a benchmark test case. The test was set to evaluate the effects of 
a temperature increase of the floor surface on the air flow patterns inside 
the chamber. The temperature of the floor surface was set to be uniform. 
Rates of floor heating were simulated to produce flow Archimedes 
numbers of 0.02,0.04,0.06,0.08,0.10,0.148. The process followed was 
to use the converged solution for the previous Ar flow case as the set of 
initial conditions for the next Ar case. An interesting phenomenon called 
the hysteresis effect (Restivo (1979)) will be present during an increase or 
decrease of Ar; this phenomenon causes the jet to be detached from the 
ceiling surface. 
The results predicted in the present investigation can be seen in Figures 
7.20 to 7.23, in the form of mean velocity vector distributions and 
temperature contours. It can be observed that although the temperature 
contours are modified as Ar is increased (see Figures 7.22 and 7.24, Ar = 
0.02 and 0.04 respectively), the mean velocity distribution remains 
unchanged (Figures 7.20,7.21 and 7.23). When Ar has reached the value 
of 0.148 the air jet separates from the ceiling surface, as can be seen in 
Figure 7.25. For this last case (Ar = 0.148) both the velocity vector 




It was observed that the air jet remains attached to the ceiling surface due 
to the combined influence of the Coanda effect and the convective flow 
ascending from the heated floor. A gradual increase of Ar will produce the 
effect known as hysteresis. The air jet flowing attached to the ceiling 
surface will be deflected downwards as it was observed in Figure 7.25. The 
temperature increase induces non-uniform buoyancy forces inside the 
chamber which interact with the velocity fields, modifying the air flow 
patterns and the turbulence levels inside the chamber. It was observed that 
the air flow pattern remains unchanged up to Ar = 0.148. Chen (1991) 
found that the Ar at which the flow in the chamber changes pattern was 
0.142, while Vogl and Renz (1991) estimated it to be 0.15. However 
Heikkinen (1991), concluded that the change in flow pattern depended on 
the iteration number. He predicted different flow patterns while increasing 
the number of iterations. This behaviour was not observed in the 
predictions of the present study. Chen (1991) considered the Heikkinen 
(1991) results and concluded that the test case proposed by Nielsen (1990) 
involves a critical value of Ar in which aiding and counter aiding forces 
are of equal magnitude: a minor disturbance would have a significant 
effect on the air flow pattern. This last result was observed in Figure 7.25, 
when the Ar number in the chamber has reached the critical point and the 
flow pattern has change dramatically. 
7.6 Concluding remarks 
The modification of the inlet angle supply affected the predicted flow 
pattern in all the cases studied. An air jet discharging at a small angle to 
the ceiling surface from a high-wall inlet produced a more homogeneous 
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air velocity distribution inside the chamber, especially over the occupied 
zone. Higher turbulence levels were observed when the jet discharged 
from a ceiling outlet. An angle of 45 degrees of the supply air jet, 
produced large mean velocities over the occupied area, which would create 
angle is considered the most an undesirable draft effect. The 100 
appropriate of those investigated for the chamber ventilation. 
The contaminant dispersion study helped to identify zones of high or low 
contaminant concentration and to associate these zones with the location of 
the contaminant source. The location of contaminant source in regions 
with velocities below 0.2 m/s must be avoided in order to diminish the 
probability of high pollutant concentration in occupied areas. Based on the 
results obtained from the two geometrical configurations studied here and 
the results of Henstad (1971,1974) and Restivo (1979), it can be expected 
that different chamber geometries and jet inlet angles will influence the 
contaminant distribution directly, and this should be investigated more 
extensively in future work. 
The non-isothermal cases studied, showed that a gradual increase of the 
floor temperature (and therefore of Ar) will eventually lead to air jet 
separation from the ceiling surface. This was observed when Ar = 0.148. 













Figure 7.1 Full scale flow configuration: schematic diagram of one-half 
of the chamber. 
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Figure 7.2 Velocity vector distribution in the planes x/W = 0.0, y/H = 
0.0 and zJL = 0.0; Re = 3600, standard K-e turbulence model. Inlet jet 







Figure 7.3 Turbulent kinetic energy contours in the plane x/W = 0,0 
(symmetry plane); Re = 3600, standard K-c turbulence model. Contour 
values in m2/s2. Inlet jet angle: 10 degrees. 
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Figure 7.4 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 













Figure 7.5 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re - 3600, standard x-s turbulence model. Contour 
values in m2/s2. Inlet jet angle: 45 degrees. 
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Figure 7.6 Velocity vector distribution in the plane x/W = 0.0 
(symmetry plane); Re = 3600, standard K -B turbulence model. Inlet jet 







Figure 7.7 Turbulent kinetic energy contours in the plane x/W = 0.0 
(symmetry plane); Re = 3600, standard x-s turbulence model. Contour 
values in m2/s2. Inlet jet angle: 10 degrees. 
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Figure 7.8 Velocity vector distribution in the planes x/W = 0.0, y/H = 0.0 









Figure 7.9 Turbulent kinetic energy contours in the plane x/W - 0.0 
(symmetry piano); Re - 3600, standard x-E turbulence model. Contour 
values in m2/s2. Inlet jet angle: 45 degrees. 
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Figure 7.10 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 5000, standard x-c turbulence model. 
Contaminant dispersion. Contour values in decipols * indicates 




Figure 7.11 Contaminant concentration contours in the plane x/W 0.0 
(symmetry plane); Re - 5000, standard is-e turbulence model. Contour 
values in decipols. 
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Figure 7.12 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 5000, standard K-e turbulence model. 
Contaminant dispersion. Contour values in decipols * indicates 





Figure 7.13 Contaminant concentration contours in the plane x/W = 0.0 
(symmetry plane). Re = 5000, standard K-E turbulence model. Contour 
values in decipols. 
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Figure 7.14 Velocity vector distribution in the planes x/1'ß = 0.0 
(symmetry plane); Re = 5000, standard x-c turbulence model. 
Contaminant dispersion. Contour values in decipols * indicates 
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Figure 7.15 Contaminant concentration contours in the plane x/W = 0.0 
(symmetry plane); Re = 5000, standard K-E turbulence model. Contour 
values in decipols. 
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Figure 7.16 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 5000, standard x-e turbulence model. 
Contaminant dispersion. Contour values in decipols * indicates 
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Figure 7.17 Contaminant concentration contours in the plane x/W = 0.0 
(symmetry plane); Re = 5000, standard K-c turbulence model. Contour 
values in decipols. 
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Figure 7.18 Velocity vector distribution in the planes x/W = 0.0 
(symmetry plane); Re = 5000, standard x-c turbulence model. 
Contaminant dispersion. Contour values in decipols * indicates 






Figure 7.19 Contaminant concentration contours in the plane x/W = 0.0 
(symmetry plane); Re = 5000, standard K-c turbulence model. Contour 
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Figure 7.20 Velocity vector distribution in the plane x! W = 0.0 
(symmetry plane); Re = 5000, Ar = 0.0 standard K-E turbulence model. 
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Figure 7.21 Velocity vector distribution in the plane x/W = 0.0 
(symmetry plane); Re = 5000, Ar = 0.02 standard x-e turbulence model. 
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Figure 7.22 Temperature contours in the plane x/W = 0.0 (symmetry 
plane); Re = 5000, Ar = 0.02 standard x-8 turbulence model. Contour 
values in OC. 
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Figure 7.23 Velocity vector distribution in the plane x/W = 0.0 






Figure 7.24 Temperature contours in the plane x/W = 0.0 (symmetry 
plane); Re = 5000, Ar = 0.04, standard x-c turbulence model. 
Contour 
values in OC. 
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Figure 7.25 Velocity vector distribution and temperature contours in the 






CONCLUSIONS AND RECOMMENDATIONS FOR FUTURE WORK 
8.1 Conclusions 
The air flow pattern distributions inside four different small-scale 
ventilated chambers have been studied. experimentally and numerically. 
The chambers were ventilated by a three-dimensional wall-type jet that 
produces a mixing-type flow, with different air supply locations. 
Flow visualisation of the flow patterns inside the chambers for Reynolds 
numbers up to 2000, showed the presence of a highly three-dimensional 
jet. By utilising a water droplet aerosol it was possible to visualise the 
flow at Re's considerably higher than those achieved in earlier 
investigations (Restivo (1979)). These flow visualisation tests showed a 
large zone of recirculation occupying 25% to 30% of both the first (high 
wall inlet) and second (low wall. inlet) chambers. A smaller recirculation 
zone was observed on the upper end wall corner. A strong mixing zone 
was observed over the second half of chambers 3 (ceiling inlet) and 4 
(floor inlet). 
The distributions of the three mean and r. m. s. velocity components were 
measured accurately using the LDA technique in all chambers and all 
regions of the flow. A CFD code was used to investigate the air flow 
produced by a three-dimensional wall-type jet for all the geometrical 
configurations studied by the LDA technique. The CFD predictions of the 
air flow inside the chambers were assessed against the experiments, both 
qualitatively against flow visualisation recordings and quantitatively 
against the LDA measured data. For the CFD predictions two different 
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turbulent models were used, the standard 1c-p- and the low Reynolds x-s 
model. For the former, wall functions were used in the near wall region. 
Very good agreement was achieved between experimental and predicted 
results for all four chambers studied over many parts of the now with both 
models. Both sets of results were compared when possible with sets of 
experimental data from previous investigations of similar three- 
dimensional wall jets. The agreement is satisfactory, showing similar 
trends in experiments and calculations. 
For Chambers 1 and 2 the maximum velocities were found in the jet core 
zone. In the recirculation zone the highest velocities are located 3/4 of the 
cavity length from the inlet. It was found that the numerical method used 
predicted the velocity accurately in the air jet core, but underpredicted it in 
some parts of the recirculating zone. The type of decay observed is related 
to the geometrical configuration and the type of jet formed. When the Re 
number is increased the velocity and the K values also increase by a 
similar amount. 
The kinetic energy of turbulence was highest in the vicinity of the 
incoming jet. Elsewhere, the K values decreased in the recirculation zone, 
and remained at a constant low value over the remainder of the cavity. The 
kinetic energy of turbulence was underpredicted by both turbulence 
models. 
Differences between the two turbulence models used are not significant, 
apart from the CPU time used for each method to obtain a converged 
solution. Values of the kinetic energy of turbulence predicted by the low 
Re model were lower than those obtained using the standard x-E model. 
The standard x-c model seems to be appropriate for the purposes of this 
calculation, using less computational time and predicting more accurately 
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the recirculation zones found near the upper end wall corner and the lower 
rear wall corner. The use of the low Re K-s model would be useful in 
situations where the buoyancy is the main driving force, such is the case of 
Displacement ventilation systems. 
The differences found between predicted and experimental results, can be 
attributed to the limitations of the turbulence models used and the 
uncertainties associated to experimental data. The air flow inside the jet in 
the four chambers studied, was found to be non-isotropic, and the implicit 
assumption of isotropy made in the turbulence model formulation may be 
one of the reasons for the discrepancies observed between experiment and 
calculation 
The use of a fine mesh in zones where steeper gradients are located was 
found to be useful in predicting features of the air flow (e. g. the small 
recirculation zone in the upper far corner) that had not been predicted by 
previous studies in rooms ventilated by a mixing type flow like those in 
chambers 1 and 2. 
The experimental and numerical results presented confirmed the 
assumption that the air flow patterns for this particular geometry are 
essentially independent of the Reynolds number. The four inlet 
configurations studied permitted the evaluation of several aspects of the 
air flow such as jet spread, within the different chambers. 
Once the capability of the CFD code to accurately predict the velocity and 
turbulence fields was established, the effect of different parameters such as 
temperature, incoming air jet inlet angle and/or contaminant dispersion 
was investigated. 
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The first parametric study included the modification of the inlet angle 
supply. When the inlet jet angle was changed the flow pattern was 
modified, for all the cases studied. The air jet discharging close to the 
ceiling surface at angles of 10°, a more uniform air velocity distribution is 
produced over the occupied zone, but higher turbulence levels were 
observed close to the ceiling surface. It was found that a supply air jet with 
an angle of 45 degrees, produced large mean velocities over the occupied 
areas, which would produce an undesirable draft effect. 
A second study investigated the contaminant dispersal. The contaminant 
study helped to identify zones of high or low contaminant concentration 
and how to associate these concentrations to the contaminant source 
location. Location of the source in with velocities below 0.2 m/s must be 
avoided in order to diminish the probability of high concentration zones in 
occupied areas. Although the study did not include different geometrical 
configurations, it can be expected that different chamber geometries, and 
inlet angle positions will influence the contaminant distribution directly. 
The inclusion of the buoyancy force was part of the third and last 
parametric study. The non-isothermal case studied, showed the prevailing 
effect of Ar number on the air flow pattern. It was observed that a gradual 
increase of the floor temperature leads to air jet separation from the ceiling 
surface. This was observed when Ar = 0.148. For Ar < 0.148, no changes 
were observed on the mean velocity distribution. 
The results clearly showed promise that the CFD of isothermal flow 
validated in this thesis against LDA data could be extended to resolve the 
air flow distribution in occupied rooms with different geometrical 
configurations to the ones used here, but clearly, further validation for the 
non-isothermal cases will be required. 
252 
8.2 Recommendations for future work 
ttt Further LDA data in the second half of c ambers studied, would help 
1 
assess the differences between measurements and numerical predictions. 
The inclusion of time-resolved measurements to find the true levels of 
turbulence using Fast Fourier Transform (FFT) and filtering techniques. 
Versions of the K-s model including a modification to account for non- 
isotropic flow should also be tested to establish whether improved 
agreement with the measurements can be obtained. The low Re K-& model 
could be tested on Displacement ventilation systems to assess its 
performance in such situations. 
Predictions of the flows employing a Reynolds stress model could offer 
improved agreement with the measured K values. Future predictions could 
be enhanced by accounting for the streamline curvature in the vicinity of 
the reattachment and separation points using refined discretisation method. 
Further numerical tests should also be performed by replacing the upwind 
hybrid scheme by others such as the QUICK and power law formulations 
to assess their performance. 
Another useful line of research is to include the effect of radiation. The 
inclusion of heat transfer equations may be added to account for the 
radiation exchange processes present between occupants and the internal 
surfaces of a room. 
A further investigation into the effects of jet inlet angles on the 
contaminant distribution should also be considered. 
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